
SYMBOLS:
(ALL SYMBOLS SHOWN MAY NOT APPEAR ON DRAWINGS)

C

LIGHT FIXTURE CEILING MOUNTED

LIGHT TRACK

OUTDOOR POLE MOUNTED FIXTURE -
SEE LIGHTING POLE AND FIXTURE SCHEDULE

EMERGENCY BATTERY UNIT

CEILING MOUNTED EMERGENCY BATTERY UNIT

REMOTE HEAD

EXIT LIGHT - CEILING MOUNTED

EXIT LIGHT - WALL MOUNTED

SINGLE POLE SWITCH - TOGGLE TYPE
K a

S
S

SWITCH DESIGNATION

SWITCH TYPE
(2) DOUBLE POLE
(3) 3 WAY
(4) 4 WAY
(K) KEY OPERATED
(P) WITH PILOT LIGHT INDICATION
(T) TIMER SWITCH
(D) DIMMER

INDICATES DUAL LEVEL SWITCHING - SEE DUAL LEVEL SWITCHING DETAILDLS

S

SINGLE POLE TOGGLE SWITCH WITH DUPLEX RECEPTACLE COMBINATION

SURGICAL LIGHT CONTROL

MOMENTARY CONTACT SWITCH

L LOW VOLTAGE SWITCH STATION -
SEE LOW VOLTAGE SWITCHING STATION SCHEDULE

X

"X" DENOTES SPECIFIC UNIT

D DIMMING SYSTEM CONTROL STATION - SEE DIMMING SYSTEM SCHEDULE

T TIME CLOCK - SEE TIME CLOCK SCHEDULE

C CONTACTOR - SEE CONTACTOR SCHEDULE

P PHOTO-CELL

DL DAYLIGHT SENSOR

OS OCCUPANCY SENSOR - SEE SPECIFICATIONS FOR TYPEX

"X" DENOTES SPECIFIC TYPE

S SWITCH STATION - SEE SWITCH STATION SCHEDULEX

"X" DENOTES SPECIFIC UNIT

LCP

1
LIGHTING CONTROL PANEL

DISCONNECT SWITCH

MOTOR STARTER - SEE EQUIPMENT SCHEDULE

G GENERATOR
G

1

T

1
TRANSFORMER

JUNCTION BOX

M METER SOCKET

1

A

PANELBOARD CABINET, SURFACE MOUNTED

INDICATES DESIGNATION

MO A
5 6

MULTI-OUTLET ASSEMBLY (SEE DETAIL)

NUMBER OF CONDUCTORS IN A RACEWAY
#8G

INDICATES CONDUCTOR SIZE (WHEN SHOWN)
FOR PHASE AND NEUTRAL CONDUCTORS

INDICATES NUMBER OF PHASE CONDUCTORS

INDICATES NEUTRAL CONDUCTOR

INDICATES GREEN GROUND CONDUCTOR
(NUMBER INDICATES CONDUCTOR SIZE)

PUSH BUTTON SWITCH

CT
12 3

CABLE TRAY

INDICATES DEPTH (IN INCHES)

INDICATES WIDTH (IN INCHES)

UF
12 3

UNDERFLOOR DUCT

INDICATES DEPTH (IN INCHES)

INDICATES WIDTH (IN INCHES)

SEE DETAIL SYMBOL

INDICATES DETAIL DESIGNATION

INDICATES SHEET NUMBER

KEYED NOTE SYMBOL

A BOUNDARY DRAWN AROUND A SYSTEMS SYMBOL INDICATES
THE ACTUAL SIZE OF THE DEVICE.  THE BOUNDARY WILL BE
SHOWN ONLY IF THE DEVICE IS LARGER THAN THE INDUSTRY
STANDARD.

FB
X

(FB)   FLOOR BOX
(PT)   POKE-THRU
(DA)   DUCT ACTIVATION
(TP)   TELEPOWER POLE

INDICATES TYPE (SEE SPECIFICATION)

INDICATES QUANTITY OF DEVICES ASSOCIATED WITH UNIT

GXX

DENOTES THE FOLLOWING:
(GM) GROUND MODULE
(PG) POWER GROUND MODULE
(RI) REMOTE INDICATOR

F
XX/X

DENOTES THE FOLLOWING:
(C) CEILING MOUNTED
(W) WALL MOUNTED

DENOTES THE FOLLOWING:
(CMX) CONTROL MODULE - SEE CONTROL MODULE SCHEDULE

(X - DENOTES SPECIFIC UNIT)
(MMX) MONITOR MODULE - SEE MONITOR MODULE SCHEDULE

(X - DENOTES SPECIFIC UNIT)
(RE) RE-ENTRANT HORN
(SO) SPEAKER ONLY
(SV1) SPEAKER W/ 15 CANDELA STROBE
(SV2) SPEAKER W/ 30 CANDELA STROBE
(SV3) SPEAKER W/ 75 CANDELA STROBE
(SV4) SPEAKER W/ 110 CANDELA STROBE

ELECTRICAL CIRCUITING:

LIGHTING FIXTURES:

1a,X-3b X-3b,1a 1a,3b X-3*

INDICATES FIXTURE TYPE (TYPICAL)

.

SECOND DESIGNATOR (TYPICAL)

FIRST DESIGNATOR (TYPICAL)

SINGLE DESIGNATOR (TYPICAL)

1 FIRST DESIGNATOR INDICATES THE CIRCUIT AND CONTROL MEANS ASSOCIATED WITH THE
OUTBOARD LAMPS.

2 SECOND DESIGNATOR INDICATES THE CIRCUIT AND CONTROL MEANS ASSOCIATED WITH THE
INBOARD LAMPS.

3 SINGLE DESIGNATOR INDICATES THE CIRCUIT AND MEANS OF CONTROL FOR THE ENTIRE
FIXTURE.

LIGHTING CIRCUITING NOTES -

DESIGNATOR DESCRIPTION:
X-3b LOWER CASE LETTERS INDICATE SWITCH DESIGNATION CONTROLLING ASSOCIATED LAMP(S).

ABSENCE OF ANY LETTER INDICATES FIXTURE/LAMP(S) CONTROLLED VIA SWITCH(ES) IN THE
ASSOCIATED ROOM.  UPPERCASE "U" INDICATES ASSOCIATED LAMP(S) ARE UNSWITCHED.

INDICATES THE CIRCUIT NUMBER SERVING FIXTURE/LAMP(S).

INDICATES BRANCH PANELBOARD SERVING THE DEVICE.  SEE PLAN FOR AREAS SERVED BY
PANELBOARD(S).

ELECTRICAL DEVICES:

X-3

DESIGNATOR

XX
X-3

.

SPECIAL OUTLET
DESIGNATOR

DESIGNATOR DESCRIPTION:
X-3

INDICATES THE CIRCUIT NUMBER SERVING DEVICE.

INDICATES BRANCH PANELBOARD SERVING THE DEVICE.  SEE PLAN FOR
AREAS SERVED BY PANELBOARD(S).

HEATH CARE - 277 & 120 VOLTS

LH - LIFE SAFETY BRANCH - 277 VOLTS
LL - LIFE SAFETY BRANCH - 120 VOLTS
CH - CRITICAL CARE BRANCH - 277 VOLTS
CL - CRITICAL CARE BRANCH - 120 VOLTS
NH - NORMAL BRANCH - 277 VOLTS
NL- NORMAL BRANCH - 120 VOLTS
QH - EQUIPMENT BRANCH - 277 VOLTS
QL - EQUIPMENT BRANCH - 120 VOLTS

GENERAL NOTES - NOTES THAT APPLY TO ALL DRAWINGS WITHIN THE DRAWING SET.
SHEET NOTES - NOTES THAT APPLY TO THE SHEET ON WHICH THEY APPEAR.
KEYED NOTES - NOTES THAT APPLY TO AN AREA, ITEM AND/OR DEVICE ON A FLOOR 

PLAN OR DETAIL.
DETAIL NOTES - NOTES THAT APPLY TO A SPECIFIC DETAIL.

NOTE DESCRIPTIONS -

THE LIGHTING DESIGN FOR THIS PROJECT SET IS IN
COMPLIANCE WITH COMM 63.051.  COMPLIANCE IS

DEMONSTRATED BY USING ASHRAE 90.1-2007

ABBREVIATIONS:
(ALL ABBREVIATIONS SHOWN MAY NOT APPEAR ON DRAWINGS)

ABV ABOVE
AFF ABOVE FINISHED FLOOR
AFG ABOVE FINAL GRADE
ALT ALTERNATE
ALT SW ALTERNATE SWITCH
ARCH ARCHITECT
BFC BELOW FINISHED CEILING
BFG BELOW FINISHED GRADE
BLDG BUILDING
BOL BUILT IN OVERLOAD
BPC BOLTED PRESSURE CONTACT SWITCH
BRKR BREAKER
CB CIRCUIT BREAKER
CKT CIRCUIT
CLG CEILING
CP CONTROL PANEL
CS COMBINATION STARTER
DE DUAL ELEMENT FUSES
DIR DIRECT
DISC DISCONNECT
DN DOWN
EC ELECTRICAL CONTRACTOR
ELEV ELEVATION
EMER EMERGENCY
EMT ELECTRIC METALLIC TUBING
EOL END OF LINE RESISTOR
EP EXPLOSION PROOF
ER EXISTING REMOVE FROM SERVICE
ERL EXISTING RELOCATED
ES EXPOSED STRUCTURE
ETR EXISTING TO REMAIN
EX EXISTING
EWC ELECTRIC WATER COOLER
F FLUSH
FBO FURNISHED BY OTHERS
FDR FEEDER
FIXT FIXTURE
FLUOR FLUORESCENT
FLR FLOOR
FS FLOW SWITCH
FVNR FULL VOLTAGE NON-REVERSING
GC GENERAL CONTRACTOR
GFI GROUND FAULT INTERRUPTED
GRC GALVANIZED RIGID CONDUIT
GRD GROUND
GRDG GROUNDING
GYP GYPSUM BOARD
HOA HAND-OFF-AUTO SWITCH
HVAC HEATING, VENTILATING, & AIR CONDITIONING
HW HEAVYWALL
IL INTERLOCK
IMC INTERMEDIATE METALLIC CONDUIT
JB JUNCTION BOX
kVA KILO VOLTAMPERE
LG LAY-IN GRID
LTG LIGHTING
LV LOW VOLTAGE
LVT LINE VOLTAGE THERMOSTAT
MAG MAGNETIC STARTER
MAN MANUAL STARTER
MC MECHANICAL CONTRACTOR
MCB MAIN CIRCUIT BREAKER
MCC MOTOR CONTROL CENTER
MDP MAIN DISTRIBUTION PANEL
MLO MAIN LUGS ONLY
MSB MAIN SWITCHBOARD
MTD MOUNTED
NIC NOT IN CONTRACT
NU NEAR UNIT
OU ON UNIT
P POLE
PB PUSH BUTTON
PEND PENDANT
PC PLUMBING CONTRACTOR
PE SW PNEUMATIC SWITCH
PLBG PLUMBING
PNL PANEL
PVC POLYVINYL CHLORIDE
R RELAY
RAI REMAIN AS IS
RE/CKT RECONNECT TO EXISTING CIRCUIT
RECEPT RECEPTACLE
RM ROOM
RVS REDUCED VOLTAGE STARTING
S SPLINE
SEL SW SELECTOR SWITCH
SP SW SPEED SWITCH
SURF SURFACE
SW SWITCH
TC TIME CLOCK
TCC TEMPERATURE CONTROL CONTRACTOR
TCP TEMPERATURE CONTROL PANEL
TYP TYPICAL
UG UNDERGROUND
UNIV UNIVERSAL
USS UNIT SUBSTATION
WP WEATHERPROOF
XFMR TRANSFORMER

X

X

MOTOR, SINGLE-PHASE

MOTOR, THREE-PHASE

A

B

C

A

B

D

E

E

S

TS

HD

DH

FAT

LIGHT FIXTURE, RECESSED FLUORESCENT,
2'x4' LETTER INDICATES TYPE.

LIGHT FIXTURE, SURFACE MOUNTED FLUORESCENT,
2'x4' LETTER INDICATES TYPE.

LIGHT FIXTURE, RECESSED FLUORESCENT,
1'x4' LETTER INDICATES TYPE.

LIGHT FIXTURE, SURFACE MOUNTED FLUORESCENT,
1'x4' LETTER INDICATES TYPE.

LIGHT FIXTURE, RECESSED FLUORESCENT,
1'x8' LETTER INDICATES TYPE.

LIGHT FIXTURE, SURFACE MOUNTED FLUORESCENT,
1'x8' LETTER INDICATES TYPE.

LIGHT FIXTURE, RECESSED FLUORESCENT,
2'x2' LETTER INDICATES TYPE.

LIGHT FIXTURE, SURFACE MOUNTED FLUORESCENT,
2'x2' LETTER INDICATES TYPE.

LIGHT FIXTURE, FLUORESCENT EMERGENCY;
LETTER INDICATES TYPE.

LIGHT FIXTURE, STRIP/INDUSTRIAL FLUORESCENT; LETTER
INDICATES TYPE.

LIGHT FIXTURE, WALL MOUNTED

RECEPTACLE, DUPLEX
(IG) ISOLATED GROUND
(TD) TRIPLE DUPLEX
(TR) TAMPER RESISTANCE
(WP) WEATHERPROOF W/ GFI RECEPTACLE

RECEPTACLE, DUPLEX ON EMERGENCY POWER

RECEPTACLE, SINGLE

RECEPTACLE, QUADRAPLEX

RECEPTACLE, DUPLEX WITH GROUND FAULT CIRCUIT INTERRUPTER

RECEPTACLE, SINGLE WITH SWITCH
S

RECEPTACLE, DUPLEX WITH SWITCH
S

DUPLEX RECEPTACLE - MOUNTED 6" ABOVE COUNTER BACKSPLASH

DUPLEX RECEPTACLE - MOUNTED AT SPECIAL MOUNTING HEIGHT
INDICATED ON DRAWING OR AS INDICATED IN THE ASSOCIATED
ARCHITECTURAL ELEVATION.

46"

INDICATES MOUNTING HEIGHT WHEN SHOWN.

RECEPTACLE, SPECIAL PURPOSE OR EQUIPMENT CONNECTION -
SEE EQUIPMENT SCHEDULE

ELECTRIC SWITCH - SEE EQUIPMENT SCHEDULE

1

A
INDICATES DESIGNATION

PANELBOARD CABINET, FLUSH MOUNTED

ELECTROMAGNETIC TYPE DOOR HOLDER OUTLET

DETECTOR, FLOW SWITCH

DETECTOR, HEAT; LETTER INDICATES AS FOLLOWS:
(F) FIXED TEMPERATURE RISE
(R/T) COMBINATION
(R/C) RATE COMPENSATION
(R) RATE OF RISE

ALARM, FIRE, MANUAL PULL STATION

DETECTOR; LETTER INDICATES AS FOLLOWS:
(BLANK) SMOKE DETECTOR
(H) HEAT SMOKE
(I) IONIZATION SMOKE
(P) PHOTOELECTRIC SMOKE
(IH) IONIZATION AND HEAT SMOKE
(IP) IONIZATION AND PHOTOELECTRIC SMOKE
(PH) PHOTOELECTRIC AND HEAT SMOKE
(IPH) IONIZATION, PHOTOELECTRIC, AND HEAT

FACP

ALARM, TAMPER SWITCH

ALARM, LAMP LIGHT, SIGNAL LIGHT, STROBE
(VO) VISUAL UNIT ONLY
(VO1) VISUAL UNIT ONLY, 15 CANDELA STROBE
(VO2) VISUAL UNIT ONLY, 30 CANDELA STROBE
(V03) VISUAL UNIT ONLY, 75 CANDELA STROBE
(VO4) VISUAL UNIT ONLY, 110 CANDELA STROBE

ALARM, HORN/SPEAKER/LIGHT, ONE ASSEMBLY; LETTERS INDICATE AS FOLLOWS:
(HV1) HORN W/ 15 CANDELA STROBE
(HV2) HORN W/ 30 CANDELA STROBE
(HV3) HORN W/ 75 CANDELA STROBE
(HV4) HORN W/ 110 CANDELA STROBE

DETECTOR, SMOKE, FOR DUCT

ALARM, FIRE, PANEL; LETTERS INDICATE AS FOLLOWS:
(FAAP)  ANNUNCIATOR PANEL
(FACC)  CENTRAL CONSOLE
(FACP)  CONTROL PANEL
(FATC)  TERMINAL CABINET
(FATPX)  TRANSPONDER PANEL

 X - DENOTES LEVEL
(MFACP)  MASTER CONTROL PANEL

ALARM, HORN/LIGHT, ONE ASSEMBLY WITH CHIME; LETTERS INDICATE AS
FOLLOWS:
(CO) CHIME ONLY
(CV1) CHIME W/ 15 CANDELA STROBE
(CV2) CHIME W/ 30 CANDELA STROBE
(CV3) CHIME W/ 75 CANDELA STROBE
(CV4) CHIME W/ 110 CANDELA STROBE

C

ALARM, HORN ONLY

CITY FIRE ALARM MASTER STATION

FIRE ALARM TROUBLE TRANSMITTER (BASE LOOP)
NUMERALS DENOTE CODE.

P

FIRE ALARM

LIGHT FIXTURE, UNDER CABINET MOUNTED FLUORESCENT,
SIZE DEPENDANT ON TYPE, LETTER INDICATES TYPE.

J

LPXX LIGHTNING PROTECTION

DENOTES THE FOLLOWING:
(ATH) AIR TERMINAL ROOF DECK
(ATV) AIR TERMINAL PARAPET
(GRD) GROUND TO DOWN CONDUCTOR
(GRS) GROUND TO BUILDING STEEL
(RPD) ROOF PENETRATION TO DOWN CONDUCTOR
(RPS) ROOF PENETRATION TO BUILDING STEEL

GENERAL NOTE:
REFER TO DRAWING GI-02 FOR PHASING PLAN.

N
XX

DENOTES THE FOLLOWING:
(1) SINGLE PATIENT STATION
(B) BED INTERFACE STATION
(C) CODE 4 STATION
(D) DUTY STATION
(E) EMERGENCY SHOWER, TUB, OR TOILET LOCATION
(H) ENHANCED DUTY STATION
(P) PUSH-FOR-HELP STATION
(S) STAFF TERMINAL

NURSE CALL STATION

N
XX

DENOTES THE FOLLOWING:
(2) NURSE'S CALL DOME LIGHT (SUFFIX INDICATES No OF LAMP).
(D) CORRIDOR DOME LIGHT.
(I) AUXILIARY INTERSECTIONAL DOME LIGHT.

NURSE CALL STATION DOME LIGHTS
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SYMBOLS, ABBREVIATIONS, & SHEET INDEX

E000

607-394

1

WS RA
64

ELECTRICAL SHEET INDEX

No. TITLE
E512 POWER AND FIRE ALARM DETAILS

E600 LIGHTING SCHEDULES

E610 POWER & FIRE ALARM SCHEDULES

E611 POWER & FIRE ALARM SCHEDULES

E612 POWER & FIRE ALARM SCHEDULES

E613 POWER & FIRE ALARM SCHEDULES

E614 POWER & FIRE ALARM SCHEDULES

E615 POWER & FIRE ALARM SCHEDULES

ELECTRICAL SHEET INDEX

No. TITLE
E000 SYMBOLS, ABBREVIATIONS, & SHEET INDEX

ED208A EIGHTH FLOOR PLAN - AREA A - ELECTRICAL DEMOLITION

ED208B EIGHTH FLOOR PLAN - AREA B - ELECTRICAL DEMOLITION

ED208D EIGHTH FLOOR PLAN - AREA D - ELECTRICAL DEMOLITION

ED209A PENTHOUSE FLOOR PLAN - AREA A - ELECTRICAL DEMOLITION

ED209B PENTHOUSE FLOOR PLAN - AREA B - ELECTRICAL DEMOLITION

E100 PARTIAL BASEMENT FLOOR PLAN - ELECTRICAL

E104 PARTIAL FOURTH FLOOR PLAN - ELECTRICAL

E107 PARTIAL SEVENTH FLOOR PLAN - ELECTRICAL

E108 EIGHTH FLOOR PLAN - OVERALL ELECTRICAL

E110 PENTHOUSE ROOF PLAN - ELECTRICAL

EL208A EIGHTH FLOOR PLAN - AREA A - LIGHTING

EL208B EIGHTH FLOOR PLAN - AREA B - LIGHTING

EL208D EIGHTH FLOOR PLAN - AREA D - LIGHTING

EP208A EIGHTH FLOOR PLAN - AREA A - POWER & FIRE ALARM

EP208B EIGHTH FLOOR PLAN - AREA B - POWER & FIRE ALARM

EP208D EIGHTH FLOOR PLAN - AREA D - POWER & FIRE ALARM

EL209A PENTHOUSE FLOOR PLAN - AREA A - LIGHTING

EL209B PENTHOUSE FLOOR PLAN - AREA B - LIGHTING

EP209A PENTHOUSE FLOOR PLAN - AREA A - POWER & FIRE ALARM

EP209B PENTHOUSE FLOOR PLAN - AREA B - POWER & FIRE ALARM

EP209D ROOF PLAN - AREA D - POWER & FIRE ALARM

E300 ENLARGED PLANS

E301 ENLARGED PLANS

E400 ELECTRICAL ONE-LINE DIAGRAM - SYMBOLS

E401 ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS NORMAL

E402 ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS CRITICAL

E403 ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS LIFE SAFETY

E404 ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS EQUIPMENT

E405 ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS EQUIPMENT

E406 ELECTRICAL ONE-LINE DIAGRAM - D WING - 480/277V NORMAL

E407 ELECTRICAL ONE-LINE DIAGRAM - D WING - 208/120V NORMAL

E408 ELECTRICAL ONE-LINE DIAGRAM - D WING - 208/120V CRITICAL

E409 ELECTRICAL ONE-LINE DIAGRAM - D WING - 480/277V EQUIPMENT

E500 LIGHTING DETAILS

E510 POWER AND FIRE ALARM DETAILS

E511 POWER AND FIRE ALARM DETAILS
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1 EIGHTH FLOOR PLAN - AREA A - ELECTRICAL DEMOLITION

1. ALL EQUIPMENT SHOWN ON DEMOLITION PLAN SHALL BE
REMOVED, UNLESS INDICATED OTHERWISE.

2. EC SHALL VERIFY EXISTING CONDITIONS AND IS
RESPONSIBLE FOR ANY ADDITIONAL REMOVING,
RELOCATING AND EXTENDING CIRCUITS AND DEVICES
NECESSARY TO ACCOMMODATE THE PROPOSED
CONSTRUCTION.  EC SHALL FIELD VERIFY EXACT
DEMOLITION REQUIREMENTS AND INCLUDE ALL
ASSOCIATED COSTS.  ALL ABANDONED WIRING, CONDUITS,
FITTINGS, BOXES, SUPPORTS, ETC. SHALL BE REMOVED
FROM THE DEVICE BACK TO THE PANEL.  UPDATE PANEL
DIRECTORIES.  REFER TO THE SPECIFICATIONS FOR
ADDITIONAL ELECTRICAL DEMOLITION REQUIREMENTS.

3. DASHED WALLS ON THIS PLAN INDICATE IN GENERAL
EXISTING WALLS BEING DEMOLISHED.  DO NOT RELY ON
ELECTRICAL DRAWINGS TO DETERMINE EXTENT OF
GENERAL CONSTRUCTION DEMOLITION.  REFER TO
ARCHITECTURAL DEMOLITION PLANS FOR THE EXACT
EXTENT OF GENERAL CONSTRUCTION DEMOLITION
REQUIRED BY THIS CONTRACT.

4. EC SHALL PROPERLY REMOVE, CLEAN, RELAMP,
RELOCATE, AND REINSTALL REUSED FIXTURES. FIXTURE
MUST BE IN WORKING CONDITION IN ORDER TO REUSE. IF A
REUSED FIXTURE IS NOT IN WORKING CONDITION, EC SHALL
NOTIFY THE VA PROJECT MANAGER (PRIOR TO REMOVAL OF
FIXTURE).

5. REFER TO DEMOLITION DRAWINGS OF OTHER TRADES.
WHERE MOTORS, CONTROL PANELS, AND OTHER LOADS
THAT HAVE AN ELECTRICAL CONNECTION ARE BEING
REMOVED,  INCLUDE THE DISCONNECTION AND REMOVAL OF
ASSOCIATED ELECTRICAL  FEEDS, CIRCUITS, AND LOOSE
CONTROL EQUIPMENT IN THIS CONTRACT.

6. SEE ARCHITECTURAL DEMOLITION PLANS FOR PHASING,
TEMPORARY CONSTRUCTION PARTITION LOCATIONS AND
LIMITATIONS ON HOURS OF WORK AND DEMOLITION
METHODS PER THE OWNER.

7. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

8. A PORTION OF THE EXISTING EIGHTH FLOOR WILL BE
OCCUPIED DURING CONSTRUCTION.  EXISTING ELECTRICAL
SYSTEMS SHALL REMAIN OPERATIONAL DURING
OCCUPANCY.  REFER TO SHEET GI-02 AND SHEET AS-108T
FOR ADDITIONAL INFORMATION.

SHEET NOTES - KEYED NOTES -

1. EXISTING AUTOTRANSFORMER TO BE REMOVED.

2. EXISTING 100 AMP DISCONNECT. REMOVE DISCONNECT.
DISCONNECT IS CURRENTLY FED FROM PANEL "X", LOCATED
IN ROOM C4144 ON THE 4TH FLOOR. FIELD VERIFY EXACT
PANEL NAME AND LOCATION PRIOR TO COMMENCING WORK.
CUT CONDUIT BACK TO THE 7TH FLOOR AT CHASE LOCATED
APPROXIMATELY AT COLUMN LINE 19 IN AREA B. FIELD
VERIFY EXACT LOCATION OF CONDUIT CHASE. LABEL BOTH
ENDS OF CONDUIT, INDICATING WHERE OTHER END OF
CONDUIT IS LOCATED: FLOOR AND ROOM NUMBER. REMOVE
ALL CONDUCTORS BACK TO SOURCE. UPDATE PANEL
DIRECTORY AND CIRCUIT BREAKER LABEL AFTER THIS WORK
HAS BEEN COMPLETED.

3. EXISTING SIMPLEX RECEPTACLE HAS A NEMA
CONFIGURATION 5-30R.

4. INTERCOM CABINET SHALL BE REMOVED.

5. RELAY PANEL FED FROM PANEL CR-SURG-1. FIELD VERIFY
PRIOR TO COMMENCING WORK.

6. REMOVE EXISTING 100A MAIN CIRCUIT BREAKER 208Y/120
VOLT 42-CIRCUIT PANEL. TRANSFER (2) 15A/1P CIRCUITS TO
NEW PANEL N/8B1 AND N/8B2.

7. REMOVE EXISTING 100A MAIN LUG ONLY 208Y/120 VOLT 30-
CIRCUIT PANEL. TRANSFER (3) 20A/1P CIRCUITS TO NEW
PANEL LS/8A1. THIS PANEL SHALL ALSO BE REMOVED AS
PART OF ALTERNATE BID #5.

8. REMOVE EXISTING 100A MAIN LUG ONLY 208Y/120 VOLT 30-
CIRCUIT PANEL. VERIFY IF ANY CIRCUITS SERVE AREAS
OUTSIDE OF 8TH FLOOR.

9. REMOVE EXISTING 100A MAIN LUG ONLY 208Y/120 VOLT 42-
CIRCUIT PANEL. VERIFY IF ANY CIRCUITS SERVE AREAS
OUTSIDE OF 8TH FLOOR.

10. REMOVE EXISTING 225A MAIN LUG ONLY 208Y/120 VOLT 20-
CIRCUIT PANEL SERVING ISOLATED POWER PANELS.

11. REMOVE EXISTING 225A MAIN LUG ONLY 208Y/120 VOLT 42-
CIRCUIT PANEL SERVING ISOLATED POWER PANELS.

12. AS PART OF ALTERNATE BID #5, ELIMINATE THE DEMOLITION
SCOPE WITHIN THIS BOUNDARY, UNLESS NOTED OTHERWISE.

NORTH

Addendum 1 05/24/20131
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1. ALL EQUIPMENT SHOWN ON DEMOLITION PLAN SHALL BE
REMOVED, UNLESS INDICATED OTHERWISE.

2. EC SHALL VERIFY EXISTING CONDITIONS AND IS
RESPONSIBLE FOR ANY ADDITIONAL REMOVING,
RELOCATING AND EXTENDING CIRCUITS AND DEVICES
NECESSARY TO ACCOMMODATE THE PROPOSED
CONSTRUCTION.  EC SHALL FIELD VERIFY EXACT
DEMOLITION REQUIREMENTS AND INCLUDE ALL
ASSOCIATED COSTS.  ALL ABANDONED WIRING, CONDUITS,
FITTINGS, BOXES, SUPPORTS, ETC. SHALL BE REMOVED
FROM THE DEVICE BACK TO THE PANEL.  UPDATE PANEL
DIRECTORIES.  REFER TO THE SPECIFICATIONS FOR
ADDITIONAL ELECTRICAL DEMOLITION REQUIREMENTS.

3. DASHED WALLS ON THIS PLAN INDICATE IN GENERAL
EXISTING WALLS BEING DEMOLISHED.  DO NOT RELY ON
ELECTRICAL DRAWINGS TO DETERMINE EXTENT OF
GENERAL CONSTRUCTION DEMOLITION.  REFER TO
ARCHITECTURAL DEMOLITION PLANS FOR THE EXACT
EXTENT OF GENERAL CONSTRUCTION DEMOLITION
REQUIRED BY THIS CONTRACT.

4. EC SHALL PROPERLY REMOVE, CLEAN, RELAMP, RELOCATE,
AND REINSTALL REUSED FIXTURES. FIXTURE MUST BE IN
WORKING CONDITION IN ORDER TO REUSE. IF A REUSED
FIXTURE IS NOT IN WORKING CONDITION, EC SHALL NOTIFY
THE VA PROJECT MANAGER (PRIOR TO REMOVAL OF
FIXTURE).

5. REFER TO DEMOLITION DRAWINGS OF OTHER TRADES.
WHERE MOTORS, CONTROL PANELS, AND OTHER LOADS
THAT HAVE AN ELECTRICAL CONNECTION ARE BEING
REMOVED,  INCLUDE THE DISCONNECTION AND REMOVAL OF
ASSOCIATED ELECTRICAL  FEEDS, CIRCUITS, AND LOOSE
CONTROL EQUIPMENT IN THIS CONTRACT.

6. SEE ARCHITECTURAL DEMOLITION PLANS FOR PHASING,
TEMPORARY CONSTRUCTION PARTITION LOCATIONS AND
LIMITATIONS ON HOURS OF WORK AND DEMOLITION
METHODS PER THE OWNER.

7. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

SHEET NOTES -KEYED NOTES -

1. EXISTING HEADWALL CONTAINS THE FOLLOWING:
(8) NORMAL DUPLEX RECEPTACLES
(7) CRITICAL DUPLEX RECEPTACLES

2. EXISTING COLUMN CONTAINS THE FOLLOWING:
(4) NORMAL DUPLEX RECEPTACLES
(7) CRITICAL  DUPLEX RECEPTACLES
(4) TELE/DATA
(1) NURSE CALL - CODE BLUE
(1) NURSE CALL - STAFF ASSIST

3. EXISTING HEADWALL CONTAINS THE FOLLOWING:
(6) NORMAL DUPLEX RECEPTACLES
(6) CRITICAL DUPLEX RECEPTACLES
(1) TELE/DATA
(1) DATA
(1) NURSE CALL - CODE BLUE
(1) NURSE CALL - STAFF ASSIST

4. EXISTING EXHAUST FAN TO BE RELOCATED BY OTHERS.
EQUIPMENT CONNECTION IS FED FROM PANEL N8B/1.
CAPTURE EXISTING FEEDER AND EXTEND TO NEW LOCATION.
REFER TO EP209B FOR NEW LOCATION.  COORDINATE EXACT
NEW LOCATION WITH MECHANICAL CONTRACTOR PRIOR TO
COMMENCING WORK.

5. EXISTING LIGHTNING PROTECTION AIR TERMINAL AT EACH
CORNER OF ROOF AND APPROXIMATELY 20'-0" ON CENTER,
TYPICAL. THIS BOUNDARY SHOWN IS APPROXIMATELY THE
AREA THAT WILL BE AFFECTED. REMOVE AIR TERMINALS
ALONG THE ROOF LINE THAT WILL BE PART OF DEMOLITION.
REMOVE AIR TERMINALS WHERE CONSTRUCTION OF NEW
8TH FLOOR WILL TAKE PLACE. COORDINATE CONSTRUCTION
BOUNDARIES WITH ARCHITECTURAL DRAWINGS. AFTER
CONSTRUCTION OF NEW 8TH FLOOR ROOF IS COMPLETE,
RELOCATE AIR TERMINALS AND EXTEND LIGHTNING
PROTECTION SYSTEM TO NEW ROOF LINE AS SHOWN ON
DRAWING EP209B.

6. REMOVE EXISTING 225A MAIN CIRCUIT BREAKER 208Y/120
VOLT 42-CIRCUIT PANEL. VERIFY IF ANY CIRCUITS SERVE
AREAS OUTSIDE OF 8TH FLOOR.

7. REMOVE EXISTING 225A MAIN LUG ONLY 208Y/120 VOLT 42-
CIRCUIT PANEL. VERIFY IF ANY CIRCUITS SERVE AREAS
OUTSIDE OF 8TH FLOOR.

8. REMOVE EXISTING 225A MAIN LUG ONLY 208Y/120 VOLT 30-
CIRCUIT PANEL. TRANSFER (3) 20A/1P CIRCUITS TO NEW
PANEL CR/8B1.

9. REMOVE EXISTING 225A MAIN LUG ONLY 208Y/120 VOLT 42-
CIRCUIT PANEL. TRANSFER (1) 20A/3P AND (1) 20A/2P
CIRCUITS TO NEW PANEL N/8B1.

10. A PORTION OF THE EXISTING EIGHTH FLOOR WILL BE
OCCUPIED DURING CONSTRUCTION.  EXISTING ELECTRICAL
SYSTEMS SHALL REMAIN OPERATIONAL DURING OCCUPANCY.
REFER TO SHEET GI-02 AND SHEET AS-108T FOR ADDITIONAL
INFORMATION.

 1/8" = 1'-0"ED208B

1 EIGHTH FLOOR PLAN - AREA B - ELECTRICAL DEMOLITION
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1 EIGHTH FLOOR PLAN - AREA D - ELECTRICAL DEMOLITION

1. ALL EQUIPMENT SHOWN ON DEMOLITION PLAN SHALL BE
REMOVED, UNLESS INDICATED OTHERWISE.

2. EC SHALL VERIFY EXISTING CONDITIONS AND IS
RESPONSIBLE FOR ANY ADDITIONAL REMOVING,
RELOCATING AND EXTENDING CIRCUITS AND DEVICES
NECESSARY TO ACCOMMODATE THE PROPOSED
CONSTRUCTION.  EC SHALL FIELD VERIFY EXACT
DEMOLITION REQUIREMENTS AND INCLUDE ALL
ASSOCIATED COSTS.  ALL ABANDONED WIRING, CONDUITS,
FITTINGS, BOXES, SUPPORTS, ETC. SHALL BE REMOVED
FROM THE DEVICE BACK TO THE PANEL.  UPDATE PANEL
DIRECTORIES.  REFER TO THE SPECIFICATIONS FOR
ADDITIONAL ELECTRICAL DEMOLITION REQUIREMENTS.

3. DASHED WALLS ON THIS PLAN INDICATE IN GENERAL
EXISTING WALLS BEING DEMOLISHED.  DO NOT RELY ON
ELECTRICAL DRAWINGS TO DETERMINE EXTENT OF
GENERAL CONSTRUCTION DEMOLITION.  REFER TO
ARCHITECTURAL DEMOLITION PLANS FOR THE EXACT
EXTENT OF GENERAL CONSTRUCTION DEMOLITION
REQUIRED BY THIS CONTRACT.

4. EC SHALL PROPERLY REMOVE, CLEAN, RELAMP,
RELOCATE, AND REINSTALL REUSED FIXTURES. FIXTURE
MUST BE IN WORKING CONDITION IN ORDER TO REUSE. IF A
REUSED FIXTURE IS NOT IN WORKING CONDITION, EC SHALL
NOTIFY THE VA PROJECT MANAGER (PRIOR TO REMOVAL OF
FIXTURE).

5. REFER TO DEMOLITION DRAWINGS OF OTHER TRADES.
WHERE MOTORS, CONTROL PANELS, AND OTHER LOADS
THAT HAVE AN ELECTRICAL CONNECTION ARE BEING
REMOVED,  INCLUDE THE DISCONNECTION AND REMOVAL OF
ASSOCIATED ELECTRICAL FEEDS, CIRCUITS, AND LOOSE
CONTROL EQUIPMENT IN THIS CONTRACT.

6. SEE ARCHITECTURAL DEMOLITION PLANS FOR PHASING,
TEMPORARY CONSTRUCTION PARTITION LOCATIONS AND
LIMITATIONS ON HOURS OF WORK AND DEMOLITION
METHODS PER THE OWNER.

7. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

8. A PORTION OF THE EXISTING EIGHTH FLOOR WILL BE
OCCUPIED DURING CONSTRUCTION.  EXISTING ELECTRICAL
SYSTEMS SHALL REMAIN OPERATIONAL DURING
OCCUPANCY.  REFER TO SHEET GI-02 AND SHEET AS-108T
FOR ADDITIONAL INFORMATION.

SHEET NOTES -

KEYED NOTES -

1. DISCONNECT IS EXISTING TO BE RELOCATED. DISCONNECT
FED FROM PANEL EPP-7. REFER TO DRAWING EP208D FOR
NEW LOCATION.

2. RELOCATE FIXTURE. REFER TO EL208D FOR NEW LOCATION.

3.  EXISTING BANK OF LOW VOLTAGE TRANSFORMERS FOR VAV
BOXES SHALL BE RELOCATED BY OTHERS. CAPTURE
EXISTING FEEDER AND EXTEND TO NEW LOCATION. REFER TO
EP208D FOR NEW LOCATION. COORDINATE EXACT NEW
LOCATION WITH MECHANICAL CONTRACTOR PRIOR TO
COMMENCING WORK.

4. NOT USED.

5. CAPTURE EXISTING SWITCH LEG AND EXTEND TO NEW
SWITCH. REFER TO EL208D FOR NEW SWITCH LOCATION.

6. NOT USED.

7. EXISTING EQUIPMENT TO BE RELOCATED BY OTHERS.
EQUIPMENT CONNECTION IS FED FROM PANEL MCC/EQ8D1.
FIELD VERIFY PRIOR TO COMMENCING WORK. CAPTURE
EXISTING FEEDER AND EXTEND TO NEW LOCATION. REFER TO
EP209D FOR NEW LOCATION. COORDINATE EXACT NEW
LOCATION WITH MECHANICAL CONTRACTOR PRIOR TO
COMMENCING WORK.

8. EXISTING EQUIPMENT TO BE RELOCATED BY OTHERS.
CAPTURE EXISTING FEEDER AND EXTEND TO NEW LOCATION.
REFER TO EP209D FOR NEW LOCATION. COORDINATE EXACT
NEW LOCATION WITH MECHANICAL CONTRACTOR PRIOR TO
COMMENCING WORK.

9. EXISTING LIGHTNING PROTECTION AIR TERMINAL AT EACH
CORNER OF ROOF AND APPROXIMATELY 20'-0" ON CENTER,
TYPICAL. THIS BOUNDARY SHOWN IS APPROXIMATELY THE
AREA THAT WILL BE AFFECTED. REMOVE AIR TERMINALS
ALONG THE ROOF LINE THAT WILL BE PART OF DEMOLITION.
REMOVE AIR TERMINALS WHERE CONSTRUCTION OF NEW
8TH FLOOR WILL TAKE PLACE. COORDINATE CONSTRUCTION
BOUNDARIES WITH ARCHITECTURAL DRAWINGS. AFTER
CONSTRUCTION OF NEW 8TH FLOOR ROOF IS COMPLETE,
RELOCATE AIR TERMINALS AND EXTEND LIGHTNING
PROTECTION SYSTEM TO NEW ROOF LINE AS SHOWN ON
DRAWING EP209D.

10. EXISTING EQUIPMENT TO BE RELOCATED BY OTHERS.
CAPTURE EXISTING FEEDER AND CONTROL WIRING AND
EXTEND TO NEW LOCATION.  REFER TO EP208D FOR NEW
LOCATION. COORDINATE EXACT NEW LOCATION WITH
PLUMBING CONTRACTOR PRIOR TO COMMENCING WORK.

11. EXISTING EQUIPMENT TO BE RELOCATED BY OTHERS.
CAPTURE EXISTING WIRING AND EXTEND TO NEW LOCATION.
REFER TO EP208D FOR NEW LOCATION.

12. REMOVE EXISTING 100A MAIN CIRCUIT BREAKER 480Y/277V 18-
CIRCUIT PANEL. AFTER EXISTING PANEL IS REMOVED,
LOCATE NEW PANEL LP/8 IN THIS SPACE. CUT EXISTING
CONDUIT OF INCOMING FEEDER BACK AS REQUIRED TO FIT
NEW PANEL INTO EXISTING SPACE. TRANSFER(11) 20A/1P
AND (1) 30A/3P CIRCUITS TO NEW PANEL LP/8.

13. REMOVE EXISTING 225A MAIN CIRCUIT BREAKER 208Y/120V 44-
CIRCUIT PANEL. AFTER EXISTING PANEL IS REMOVED,
LOCATE NEW PANEL LP/8 IN THIS SPACE. TRANSFER (20)
20A/1P AND (1)100A/2P CIRCUITS TO NEW PANEL PP/8.

14. CAPTURE EXISTING FEEDER OF DISCONNECT AND EXTEND TO
NEW LOCATION AS SHOWN ON DRAWING EP208D. MATCH
EXISTING FEEDER AND CONDUIT SIZES.

15. EXISTING SMOKE DETECTOR SHALL BE RELOCATED.
CAPTURE EXISTING CIRCUIT AND EXTEND TO NEW LOCATION
AS SHOWN ON DRAWING EP208D.

16. EXISTING TEMPERATURE CONTROL PANEL TO BE
RELOCATED BY OTHERS. CAPTURE EXISTING FEEDER AND
EXTEND TO NEW LOCATION. REFER TO EP208D FOR NEW
LOCATION. COORDINATE EXACT NEW LOCATION WITH
MECHANICAL CONTRACTOR PRIOR TO COMMENCING WORK.

17. EQUIPMENT LOCATED ON ROOF ABOVE.

NORTH
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1 PENTHOUSE FLOOR PLAN - AREA A- ELECTRICAL DEMOLITION

NORTH

1. ALL EQUIPMENT SHOWN ON DEMOLITION PLAN SHALL BE
REMOVED, UNLESS INDICATED OTHERWISE.

2. EC SHALL VERIFY EXISTING CONDITIONS AND IS
RESPONSIBLE FOR ANY ADDITIONAL REMOVING,
RELOCATING AND EXTENDING CIRCUITS AND DEVICES
NECESSARY TO ACCOMMODATE THE PROPOSED
CONSTRUCTION.  EC SHALL FIELD VERIFY EXACT
DEMOLITION REQUIREMENTS AND INCLUDE ALL
ASSOCIATED COSTS.  ALL ABANDONED WIRING,
CONDUITS, FITTINGS, BOXES, SUPPORTS, ETC. SHALL BE
REMOVED FROM THE DEVICE BACK TO THE PANEL.
UPDATE PANEL DIRECTORIES.  REFER TO THE
SPECIFICATIONS FOR ADDITIONAL ELECTRICAL
DEMOLITION REQUIREMENTS.

3. DASHED WALLS ON THIS PLAN INDICATE IN GENERAL
EXISTING WALLS BEING DEMOLISHED.  DO NOT RELY ON
ELECTRICAL DRAWINGS TO DETERMINE EXTENT OF
GENERAL CONSTRUCTION DEMOLITION.  REFER TO
ARCHITECTURAL DEMOLITION PLANS FOR THE EXACT
EXTENT OF GENERAL CONSTRUCTION DEMOLITION
REQUIRED BY THIS CONTRACT.

4. EC SHALL PROPERLY REMOVE, CLEAN, RELAMP,
RELOCATE, AND REINSTALL REUSED FIXTURES. FIXTURE
MUST BE IN WORKING CONDITION IN ORDER TO REUSE. IF A
REUSED FIXTURE IS NOT IN WORKING CONDITION, EC SHALL
NOTIFY THE VA PROJECT MANAGER (PRIOR TO REMOVAL OF
FIXTURE).

5. REFER TO DEMOLITION DRAWINGS OF OTHER TRADES.
WHERE MOTORS, CONTROL PANELS, AND OTHER LOADS
THAT HAVE AN ELECTRICAL CONNECTION ARE BEING
REMOVED, INCLUDE THE DISCONNECTION AND REMOVAL OF
ASSOCIATED ELECTRICAL FEEDS, CIRCUITS, AND LOOSE
CONTROL EQUIPMENT IN THIS CONTRACT.

6. SEE ARCHITECTURAL DEMOLITION PLANS FOR PHASING,
TEMPORARY CONSTRUCTION PARTITION LOCATIONS AND
LIMITATIONS ON HOURS OF WORK AND DEMOLITION
METHODS PER THE OWNER.

7. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

SHEET NOTES - KEYED NOTES -

1. DUMBWAITER CONTROL PANEL. DISCONNECT EXISTING
CONTROL PANEL. EXTEND EXISTING CIRCUIT TO NEW
LOCATION AS SHOWN ON DRAWING EP209A. COORDINATE
ALL WORK WITH DUMBWAITER CONTRACTOR PRIOR TO
COMMENCING WORK.

2. DISCONNECT EXISTING DISCONNECT FOR DUMBWAITER.
EXTEND EXISTING FEEDER TO NEW LOCATION AS SHOWN ON
DRAWING EP209A.

3. REMOVE EXISTING TIME CLOCK.

4. RELOCATE EXISTING BRANCH WIRING CONDUIT. CAPTURE
AND EXTEND EXISTING WIRING AND CONDUIT AS REQUIRED
TO ACCOMMODATE DEMOLITION AND NEW CONSTRUCTION.

5. EXISTING LIGHTNING PROTECTION AIR TERMINAL AT EACH
CORNER OF ROOF AND APPROXIMATELY 20'-0" ON CENTER,
TYPICAL. THIS BOUNDARY SHOWN IS APPROXIMATELY THE
AREA THAT WILL BE AFFECTED. REMOVE AIR TERMINALS
ALONG THE ROOFLINE THAT WILL BE PART OF DEMOLITION.
REMOVE AIR TERMINALS WHERE CONSTRUCTION OF NEW
PENTHOUSE WILL TAKE PLACE. COORDINATE
CONSTRUCTION BOUNDARIES WITH ARCHITECTURAL
DRAWINGS. AFTER CONSTRUCTION OF NEW PENTHOUSE
ROOF IS COMPLETE, RELOCATE AIR TERMINALS AND
EXTEND LIGHTNING PROTECTION SYSTEM TO NEW
ROOFLINE AS SHOWN ON DRAWING E110.

6. EXISTING AIR CRAFT LIGHTS ON ROOF ABOVE. REMOVE
LIGHT FIXTURE ALONG THE ROOFLINE THAT WILL BE PART
OF THE DEMOLITION.  AFTER CONSTRUCTION OF NEW
PENTHOUSE ROOF IS COMPLETE, RELOCATE AIR CRAFT
LIGHTING TO NEW ROOFLINE AS SHOWN ON DRAWING EP209A
AND EP209B.

7. AS PART OF ALTERNATE BID #4 AND #5, ELIMINATE THE
DEMOLITION SCOPE WITHIN THIS BOUNDARY, UNLESS NOTED
OTHERWISE.

8. REFER TO DETAIL 1/E512 AND 2/E512 FOR MORE INFORMATION.

9. AS PART OF ALTERNATE BID #5, THE WORK WITHIN THIS
BOUNDARY SHALL BE COMPLETED AS PART OF DEMOLITION.

10.  NOT USED.

11. EXISTING LIGHTNING PROTECTION AIR TERMINAL ON ROOF
ABOVE. REUSE AIR TERMINALS FOR THE LIGHTNING
PROTECTION LAYOUT ON DRAWING E110.

12. REMOVE EXISTING 225A MAIN LUG 208Y/120V 42-CIRCUIT
PANEL. AFTER EXISTING PANEL IS REMOVED, LOCATE NEW
PANEL BPHE-2B IN THIS SPACE. TRANSFER (3) 15A/3P, (18)
20A/1P, (3) 20A/3P, (2) 30A/2P, AND (2) 40A/1P CIRCUITS TO
NEW PANEL BPHE-2B.

13. REMOVE ONLY INTERIOR OF EXISTING PANEL. EXTERIOR OF
PANEL SHALL BE EXISTING TO REMAIN AND REUSED AS A
JUNCTION BOX. SEE SPECIFICATIONS FOR MORE
INFORMATION.

14. AS PART OF ALTERNATE BID #5, ELIMINATE THE DEMOLITION
SCOPE WITHIN THIS BOUNDARY, UNLESS NOTED OTHERWISE.

Addendum 1 05/24/201311



CELL PHONE
EQUIPMENT ON
LOW ROOF

LOW ROOF

AHU

19

18

20

21

22

29

23

24

25

26

27

28 C

D

E

F

EF-1

AHU-3

F
A

N

F
A

N

1 2

3

EF-2

EF-3

4

5

WING BWING A

M
A

T
C

H
L
IN

E
M

A
T

C
H

L
IN

E

WING BWING A

6

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

0
0

0
0

0
0

0
4

4
4

4
8

1
6

8
4

2
2

1
6
"

6
"

6
"

6
"

A

B

C

D

E

F

A

B

C

D

E

F

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

111 West Wisconsin Avenue, Milwaukee, Wisconsin 53203
Telephone 414.272.2000  Fax 414.272.2001

44 East Mifflin Street, Suite 700, Madison, Wisconsin 53703
Telephone 608.283.6300  Fax 608.283.6317

Kahler Slater Project No.

ARCHITECT:ENGINEERS:
Drawing Title

Approved: Project Director

Project Title

Location

Project Number

Building Number

Drawing Number

Date Checked Drawn

Revisions: Date

Office of
Construction
and Facilities
Management

VA FORM 08-6231

Department of
Veterans AffairsDwg.         of   118

10101 Innovation Drive - Suite 200, Milwaukee, WI  53266
Phone: 414.778.1700 / Fax: 414.778.2360 / r-d@ringdu.com

6402 Odana Road, Madison, WI 53719
Phone: 608.288.1108 / Fax: 608.288.1109

Copyright © 2012 Kahler Slater, Inc. All rights reserved.

211033.00

WM. S. MIDDLETON MEMORIAL
VETERAN'S HOSPITAL
CONSOLIDATE ICUs, 8A/8B

MADISON, WI

December 3, 2012

PENTHOUSE FLOOR PLAN - AREA B -
ELECTRICAL DEMOLITION

ED209B

607-394

1

WS RA
69

NORTH

1. ALL EQUIPMENT SHOWN ON DEMOLITION PLAN SHALL BE
REMOVED, UNLESS INDICATED OTHERWISE.

2. EC SHALL VERIFY EXISTING CONDITIONS AND IS
RESPONSIBLE FOR ANY ADDITIONAL REMOVING,
RELOCATING AND EXTENDING CIRCUITS AND DEVICES
NECESSARY TO ACCOMMODATE THE PROPOSED
CONSTRUCTION.  EC SHALL FIELD VERIFY EXACT
DEMOLITION REQUIREMENTS AND INCLUDE ALL
ASSOCIATED COSTS.  ALL ABANDONED WIRING, CONDUITS,
FITTINGS, BOXES, SUPPORTS, ETC. SHALL BE REMOVED
FROM THE DEVICE BACK TO THE PANEL.  UPDATE PANEL
DIRECTORIES.  REFER TO THE SPECIFICATIONS FOR
ADDITIONAL ELECTRICAL DEMOLITION REQUIREMENTS.

3. DASHED WALLS ON THIS PLAN INDICATE IN GENERAL
EXISTING WALLS BEING DEMOLISHED.  DO NOT RELY ON
ELECTRICAL DRAWINGS TO DETERMINE EXTENT OF
GENERAL CONSTRUCTION DEMOLITION.  REFER TO
ARCHITECTURAL DEMOLITION PLANS FOR THE EXACT
EXTENT OF GENERAL CONSTRUCTION DEMOLITION
REQUIRED BY THIS CONTRACT.

4. EC SHALL PROPERLY REMOVE, CLEAN, RELAMP,
RELOCATE, AND REINSTALL REUSED FIXTURES. FIXTURE
MUST BE IN WORKING CONDITION IN ORDER TO REUSE. IF A
REUSED FIXTURE IS NOT IN WORKING CONDITION, EC SHALL
NOTIFY THE VA PROJECT MANAGER (PRIOR TO REMOVAL

OF FIXTURE).

5. REFER TO DEMOLITION DRAWINGS OF OTHER TRADES.
WHERE MOTORS, CONTROL PANELS, AND OTHER LOADS
THAT HAVE AN ELECTRICAL CONNECTION ARE BEING
REMOVED, INCLUDE THE DISCONNECTION AND REMOVAL OF
ASSOCIATED ELECTRICAL FEEDS, CIRCUITS, AND LOOSE
CONTROL EQUIPMENT IN THIS CONTRACT.

6. SEE ARCHITECTURAL DEMOLITION PLANS FOR PHASING,
TEMPORARY CONSTRUCTION PARTITION LOCATIONS AND
LIMITATIONS ON HOURS OF WORK AND DEMOLITION
METHODS PER THE OWNER.

7. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

SHEET NOTES - KEYED NOTES -

1. REMOVE DISCONNECT SERVING FAN.

2. RELOCATE (2) EXISTING FEEDERS SERVING AUTOMATIC
TRANSFER SWITCH. CAPTURE AND EXTEND EXISTING WIRING
AND CONDUIT AS REQUIRED TO ACCOMMODATE DEMOLITION
AND NEW CONSTRUCTION.

3. EXISTING RECEPTACLE IS NEMA CONFIGURATION L6-30.

4. EXISTING LIGHTNING PROTECTION AIR TERMINAL AT EACH
CORNER OF ROOF AND APPROXIMATELY 20'-0" ON CENTER,
TYPICAL. THIS BOUNDARY SHOWN IS APPROXIMATELY THE
AREA THAT WILL BE AFFECTED. REMOVE AIR TERMINALS
ALONG THE ROOFLINE THAT WILL BE PART OF DEMOLITION.
REMOVE AIR TERMINALS WHERE CONSTRUCTION OF NEW
PENTHOUSE WILL TAKE PLACE. COORDINATE
CONSTRUCTION BOUNDARIES WITH ARCHITECTURAL
DRAWINGS. AFTER CONSTRUCTION OF NEW PENTHOUSE
ROOF IS COMPLETE, RELOCATE AIR TERMINALS AND EXTEND
LIGHTNING PROTECTION SYSTEM TO NEW ROOFLINE AS
SHOWN ON DRAWING E110.

5. EXISTING AIR CRAFT LIGHTS ON ROOF ABOVE. REMOVE LIGHT
FIXTURE ALONG THE ROOFLINE THAT WILL BE PART OF THE
DEMOLITION.  AFTER CONSTRUCTION OF NEW PENTHOUSE
ROOF IS COMPLETE, RELOCATE AIR CRAFT LIGHTING TO NEW
ROOFLINE AS SHOWN ON DRAWING EL209A AND EL209B.

6. REFER TO DETAIL 1/E512 AND 2/E512 FOR MORE
INFORMATION.

 1/8" = 1'-0"ED209B

1 PENTHOUSE FLOOR PLAN - AREA B - ELECTRICAL DEMOLITION
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KEYED NOTES -

1. FIELD VERIFY EXACT LOCATION OF PANEL WITHIN ROOM
PRIOR TO COMMENCING WORK.

NORTH
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PARTIAL SEVENTH FLOOR PLAN -
ELECTRICAL
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1 PARTIAL SEVENTH FLOOR PLAN - ELECTRICAL

 1/8" = 1'-0"E107

2

PARTIAL SEVENTH FLOOR PLAN - ELECTRICAL
DEMOLITION

 1/8" = 1'-0"E107

3

PARTIAL SEVENTH FLOOR PLAN - STAIR #9 -
POWER & FIRE ALARM

NORTH

1. ALL EQUIPMENT SHOWN ON DEMOLITION PLAN SHALL BE REMOVED, UNLESS INDICATED
OTHERWISE.

2. EC SHALL VERIFY EXISTING CONDITIONS AND IS RESPONSIBLE FOR ANY ADDITIONAL REMOVING,
RELOCATING AND EXTENDING CIRCUITS AND DEVICES NECESSARY TO ACCOMMODATE THE
PROPOSED CONSTRUCTION.  EC SHALL FIELD VERIFY EXACT DEMOLITION REQUIREMENTS AND
INCLUDE ALL ASSOCIATED COSTS.  ALL ABANDONED WIRING, CONDUITS, FITTINGS, BOXES,
SUPPORTS, ETC. SHALL BE REMOVED FROM THE DEVICE BACK TO THE PANEL.  UPDATE PANEL
DIRECTORIES. REFER TO THE SPECIFICATIONS FOR ADDITIONAL ELECTRICAL DEMOLITION
REQUIREMENTS.

3. DASHED WALLS ON THIS PLAN INDICATE IN GENERAL EXISTING WALLS BEING DEMOLISHED.  DO NOT
RELY ON ELECTRICAL DRAWINGS TO DETERMINE EXTENT OF GENERAL CONSTRUCTION
DEMOLITION.  REFER TO ARCHITECTURAL DEMOLITION PLANS FOR THE EXACT EXTENT OF
GENERAL CONSTRUCTION DEMOLITION REQUIRED BY THIS CONTRACT.

4. EC SHALL PROPERLY REMOVE, CLEAN, RELAMP, RELOCATE, AND REINSTALL REUSED FIXTURES.
FIXTURE MUST BE IN WORKING CONDITION IN ORDER TO REUSE. IF A REUSED FIXTURE IS NOT IN
WORKING CONDITION, EC SHALL NOTIFY THE CONSTRUCTION MANAGER (PRIOR TO REMOVAL OF
FIXTURE).

5. REFER TO DEMOLITION DRAWINGS OF OTHER TRADES.  WHERE MOTORS, CONTROL PANELS, AND
OTHER LOADS THAT HAVE AN ELECTRICAL CONNECTION ARE BEING REMOVED, INCLUDE THE
DISCONNECTION AND REMOVAL OF ASSOCIATED ELECTRICAL FEEDS, CIRCUITS, AND LOOSE
CONTROL EQUIPMENT IN THIS CONTRACT.

6. SEE ARCHITECTURAL DEMOLITION PLANS FOR TEMPORARY CONSTRUCTION PARTITION LOCATIONS
AND LIMITATIONS ON HOURS OF WORK AND DEMOLITION METHODS PER THE OWNER.

DETAIL NOTES -

KEYED NOTES -

1. CAPTURE EXISTING CIRCUIT. EXTEND TO NEW LOCATION AS SHOWN IN DETAIL 3/E107.

2. DEVICES SHOWN ARE PER PREVIOUS PROJECT CONSTRUCTION DOCUMENTS. EXACT QUANTITY OF
DEVICES SHALL BE FIELD VERIFIED PRIOR TO COMMENCING WORK.

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS, REFLECTED CEILING PLANS AND ELEVATIONS
FOR EXACT LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE ACTUAL POSITION OF THE CIRCUIT BREAKER
IN THE PANEL.  RATHER, THE NUMBER INDICATES WHICH DEVICES ARE CONNECTED TO A
COMMON CIRCUIT.  EC SHALL UTILIZE SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

DETAIL NOTES -

KEYED NOTES -

1. REUSE EXISTING CIRCUIT.

 1/8" = 1'-0"E107

4

PARTIAL SEVENTH FLOOR PLAN - STAIR #9 -
LIGHTING

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE ACTUAL
POSITION OF THE CIRCUIT BREAKER IN THE PANEL.  RATHER,
THE NUMBER INDICATES WHICH DEVICES ARE CONNECTED
TO A COMMON CIRCUIT.  EC SHALL UTILIZE SPARES, SPACES
AND CIRCUITS RELIEVED FROM DUTY TO PROVIDE THE
INDICATED NUMBERS OF CIRCUITS.

3. THE CIRCUITS IN THIS AREA SHALL BE FED FROM THE
FOLLOWING PANELBOARDS:
- NORMAL POWER BRANCH CIRCUIT 'NL' IS 208/120V AND 

SHALL BE FED FROM PANEL N/8A1 AND N/8A2, UNLESS 
OTHERWISE NOTED.

- CRITICAL POWER BRANCH CIRCUIT 'CL' IS 208/120V AND 
SHALL BE FED FROM PANEL CR/8A1, CR/8A2, AND CR/8A3,
UNLESS OTHERWISE NOTED.

- LIFE SAFETY POWER BRANCH CIRCUIT 'LL' IS 208/120V 
AND SHALL BE FED FROM PANEL LS/8A1, UNLESS 
OTHERWISE NOTED.

DETAIL NOTES -
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EIGHTH FLOOR PLAN - OVERALL ELECTRICAL

E108

607-394

1

WS RA
73

 1" = 20'-0"E108

1 EIGHTH FLOOR PLAN - OVERALL ELECTRICAL

KEYED NOTES -

1. REFER TO DETAIL 5/E511 FOR RATED WALL SLEEVE
PENETRATION DETAIL. PROVIDE (2) EZ PATH RATED WALL
SLEEVES TO CONNECT CABLE TRAY. REFER TO
ARCHITECTURAL LIFE SAFETY PLANS FOR EXACT LOCATIONS
OF ALL RATED WALLS. REFER TO 4/T501 FOR MORE CABLE
TRAY SUPPORT INFORMATION.

Addendum 1 05/24/20131
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PENTHOUSE ROOF PLAN - ELECTRICAL

E110

607-394

1

WS RA
74

1. FOR LIGHTNING PROTECTION DEVICES, REFER TO DETAIL
8/E511 FOR MORE INFORMATION.

SHEET NOTES -

KEYED NOTES -

1. BOND NEW LIGHTNING PROTECTION LAYOUT TO EXISTING
LIGHTNING PROTECTION SYSTEM.

2. AS PART OF ALTERNATE BID #5, ELIMINATE NEW CONSTRUCTION
SCOPE WITHIN THIS BOUNDARY, UNLESS OTHERWISE NOTED.

 1/8" = 1'-0"E110

1 PENTHOUSE ROOF PLAN - ELECTRICAL

NORTH

Addendum 1 05/24/20131
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EIGHTH FLOOR PLAN - AREA A - LIGHTING

EL208A

607-394

1

WS RA
75

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE ACTUAL
POSITION OF THE CIRCUIT BREAKER IN THE PANEL.  RATHER,
THE NUMBER INDICATES WHICH DEVICES ARE CONNECTED
TO A COMMON CIRCUIT.  EC SHALL UTILIZE SPARES, SPACES
AND CIRCUITS RELIEVED FROM DUTY TO PROVIDE THE
INDICATED NUMBERS OF CIRCUITS.

3. ALL EXIT SIGNS SHALL BE CIRCUITED TO LS/8A1-7U, UNLESS
NOTED OTHERWISE.

SHEET NOTES -

KEYED NOTES -

1. FOR TYPE "CH" FIXTURES IN THIS ROOM, CONNECT OUTBOARD
LAMPS TO CRITICAL CIRCUIT AND CONNECT INBOARD LAMPS TO
NORMAL CIRCUIT.

2. BOTTOM OF FIXTURE SHALL BE MOUNTED 7'-0" AFF.  FIELD
VERIFY.

3. BOTTOM OF FIXTURE SHALL BE MOUNTED 6'-6" AFF.  FIELD
VERIFY.

4. NOT USED.

5. BOTTOM OF FIXTURE SHALL BE MOUNTED 6'-8" AFF.  FIELD
VERIFY.

6. FOR TYPE "AK" FIXTURES IN THIS ROOM, CONNECT OUTBOARD
LAMPS TO CRITICAL CIRCUIT AND CONNECT INBOARD LAMPS TO
NORMAL CIRCUIT.

7. AS PART OF ALTERNATE BID #5, THE NEW CONSTRUCTION
SCOPE WITHIN THIS BOUNDARY SHALL BE LOCATED IN
CONFERENCE ROOM A8011 BETWEEN COLUMN LINES 10 AND
10.5.

 1/8" = 1'-0"EL208A

1 EIGHTH FLOOR PLAN - AREA A - LIGHTING

NORTH
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1 EIGHTH FLOOR PLAN - AREA B - LIGHTING

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE ACTUAL
POSITION OF THE CIRCUIT BREAKER IN THE PANEL.  RATHER,
THE NUMBER INDICATES WHICH DEVICES ARE CONNECTED
TO A COMMON CIRCUIT.  EC SHALL UTILIZE SPARES,
SPACES AND CIRCUITS RELIEVED FROM DUTY TO PROVIDE
THE INDICATED NUMBERS OF CIRCUITS.

3. THE CIRCUITS IN THIS AREA SHALL BE FED FROM THE
FOLLOWING PANELBOARDS:
- NORMAL POWER BRANCH CIRCUIT 'NL' IS 208/120V AND

SHALL BE FED FROM PANEL N/8B1 AND N/8B2, UNLESS
OTHERWISE NOTED.

- CRITICAL POWER BRANCH CIRCUIT 'CL' IS 208/120V AND
SHALL BE FED FROM PANEL CR/8B1 AND CR/8B2, 
UNLESS OTHERWISE NOTED.

- LIFE SAFETY POWER BRANCH CIRCUIT 'LL' IS 208/120V
AND SHALL BE FED FROM PANEL LS/8A1, UNLESS 
OTHERWISE NOTED.

4. ALL EXIT SIGNS SHALL BE CIRCUITED TO LS/8A1-7U, UNLESS
NOTED OTHERWISE.

SHEET NOTES -

KEYED NOTES -

1. UNDERCABINET LIGHT SHALL BE PROVIDED WITH FURNITURE
SYSTEMS, TYPE FE1 AND FE2.

2. PROVIDE TWO HORIZONTAL SWITCH BANKS, ONE ABOVE THE
OTHER.  SWITCHES SHALL BE LABELED.  VERIFY EXACT
WORDING WITH OWNER.

3.  LIGHTING ON 7TH FLOOR STAIRS SHALL BE EXISTING TO
REMAIN.

4. FOR TYPE "CH" FIXTURES IN THIS ROOM, CONNECT
OUTBOARD LAMPS TO CRITICAL CIRCUIT AND CONNECT
INBOARD LAMPS TO NORMAL CIRCUIT.

5. FOR TYPE "CK" FIXTURES IN THIS ROOM, CONNECT
OUTBOARD LAMPS TO CRITICAL CIRCUIT AND CONNECT
INBOARD LAMPS TO NORMAL CIRCUIT.

NORTH
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1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE ACTUAL
POSITION OF THE CIRCUIT BREAKER IN THE PANEL.  RATHER,
THE NUMBER INDICATES WHICH DEVICES ARE CONNECTED
TO A COMMON CIRCUIT.  EC SHALL UTILIZE SPARES, SPACES
AND CIRCUITS RELIEVED FROM DUTY TO PROVIDE THE
INDICATED NUMBERS OF CIRCUITS.

3. ALL EXIT SIGNS SHALL BE CIRCUITED TO ELP/8-9U, UNLESS
NOTED OTHERWISE.

SHEET NOTES -

KEYED NOTES -

1. CONNECT NEW SWITCH TO EXISTING FIXTURES IN SPACE AS
CONNECTED IN THE EXISTING CONFIGURATION.

2. LIGHTING ON 7TH FLOOR STAIRS SHALL BE EXISTING TO
REMAIN.

 1/8" = 1'-0"EL208D

1 EIGHTH FLOOR PLAN - AREA D - LIGHTING
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1 EIGHTH FLOOR PLAN - AREA A - POWER & FIRE ALARM

1. ALL FIRE ALARM DEVICES SHALL BE SERVED FROM THE
NEW FLOOR FIRE ALARM TRANSPONDER PANEL IN
ELECTRICAL ROOM A8013.

2. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

3. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE
ACTUAL POSITION OF THE CIRCUIT BREAKER IN THE PANEL.
RATHER, THE NUMBER INDICATES WHICH DEVICES ARE
CONNECTED TO A COMMON CIRCUIT.  EC SHALL UTILIZE
SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

4. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

SHEET NOTES -KEYED NOTES -

1. I-MED CONSENT COMPUTER.

2. ALL DEVICES AND EQUIPMENT IN THIS ROOM SHALL BE
EXISTING TO REMAIN, UNLESS OTHERWISE NOTED.

3. LOCATE RECEPTACLE ABOVE COUNTER.

4. MAIN POWER WALL SWITCH, HEATER WALL SWITCH, AND
FLAME OVERRIDE SWITCH FOR FIREPLACE. COORDINATE
EXACT LOCATION WITH ARCHITECTURAL DRAWINGS. REFER
TO MANUFACTURER'S INSTALLATION MANUAL FOR WIRING
REQUIREMENTS.

5. COORDINATE EXACT FURNITURE REQUIREMENTS WITH
FURNITURE VENDOR ONCE THE VENDOR HAS BEEN
SELECTED PRIOR TO COMMENCING WORK. OUTLETS TO BE
INSTALLED WITHIN VA PROVIDED FURNITURE SYSTEM.

6. AS PART OF ALTERNATE BID #5, THE NEW CONSTRUCTION
SCOPE WITHIN THIS BOUNDARY SHALL BE LOCATED IN
CONFERENCE ROOM A8011 BETWEEN COLUMN LINES 10 AND
10.5.

NORTH

Addendum 1 05/24/20131
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1 EIGHTH FLOOR PLAN - AREA B - POWER & FIRE ALARM

1. ALL FIRE ALARM DEVICES SHALL BE SERVED FROM THE
NEW FLOOR FIRE ALARM TRANSPONDER PANEL IN
ELECTRICAL ROOM A8013.

2. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

3. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE ACTUAL
POSITION OF THE CIRCUIT BREAKER IN THE PANEL.  RATHER,
THE NUMBER INDICATES WHICH DEVICES ARE CONNECTED
TO A COMMON CIRCUIT.  EC SHALL UTILIZE SPARES, SPACES
AND CIRCUITS RELIEVED FROM DUTY TO PROVIDE THE
INDICATED NUMBERS OF CIRCUITS.

4. THE CIRCUITS IN THIS AREA SHALL BE FED FROM THE
FOLLOWING PANELBOARDS:
- NORMAL POWER BRANCH CIRCUIT 'NL' IS 208/120V AND 

SHALL BE FED FROM PANEL N/8B1 AND N/8B2, 
UNLESS OTHERWISE NOTED.
- CRITICAL POWER BRANCH CIRCUIT 'CL' IS 208/120V AND 
SHALL BE FED FROM PANEL CR/8B1 AND CR/8B2, 
UNLESS OTHERWISE NOTED.
- LIFE SAFETY POWER BRANCH CIRCUIT 'LL' IS 208/120V 
AND SHALL BE FED FROM PANEL LS/8A1, UNLESS 
OTHERWISE NOTED.

5. PROVIDE 20 AMP/1 POLE RECEPTACLE FOR EACH CLOCK.
REFER TO T208B FOR CLOCK LOCATIONS. CIRCUIT TO
CRITICAL CARE CIRCUIT SERVING ADJACENT SPACE.

SHEET NOTES -KEYED NOTES -

1. I-MED CONSENT COMPUTER.

2. THE DEVICE AND CONNECTION INDICATED ARE IN THE
APPROXIMATE LOCATION SHOWN, ON THE FLOOR BELOW.

3. ROUTE CONDUITS EXITING TO THE EAST FROM THE
ELECTRICAL ROOM B8035 ABOVE THE CEILING IN THIS
SPACE.

4. ROUTE CONDUITS EXITING TO THE WEST FROM THE
ELECTRICAL ROOM B8035 ABOVE THE CEILING IN THIS
SPACE.

5. REUSE EXISTING CIRCUIT AS SHOWN ON DRAWING ED208B.

6. COORDINATE EXACT FURNITURE REQUIREMENTS WITH
FURNITURE VENDOR ONCE THE VENDOR HAS BEEN
SELECTED PRIOR TO COMMENCING WORK. OUTLETS TO BE
INSTALLED WITHIN VA PROVIDED FURNITURE SYSTEM.

NORTH

Addendum 1 05/24/20131
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1 EIGHTH FLOOR PLAN -AREA D - POWER & FIRE ALARM

1. ALL FIRE ALARM DEVICES SHALL BE SERVED FROM THE
NEW FLOOR FIRE ALARM TRANSPONDER PANEL IN
ELECTRICAL ROOM A8013.

2. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

3. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE
ACTUAL POSITION OF THE CIRCUIT BREAKER IN THE PANEL.
RATHER, THE NUMBER INDICATES WHICH DEVICES ARE 
CONNECTED TO A COMMON CIRCUIT.  EC SHALL UTILIZE
SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

4. COORDINATE FINAL LOCATION OF ALL RELOCATED HVAC
EQUIPMENT WITH MECHANICAL CONTRACTOR PRIOR TO
COMMENCING WORK.

5. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

SHEET NOTES -

KEYED NOTES -

1. DISCONNECT IS EXISTING TO REMAIN.

2. NEW LOCATION OF RELOCATED DISCONNECT.

3. EXISTING PANEL EPP/7 LOCATED APPROXIMATELY AT THIS
LOCATION ON LEVEL BELOW IN ELECTRICAL ROOM D7207.

4. THE DEVICE AND CONNECTION INDICATED ARE IN THE
APPROXIMATE LOCATION SHOWN, ON THE FLOOR BELOW.

5. RELOCATED NEON SIGN EQUIPMENT CONNECTION.
COORDINATE EXACT LOCATION WITH VA PROJECT MANAGER
PRIOR TO COMMENCING WORK.

6. NEW LOCATION OF RELOCATED SMOKE DETECTOR.

7. COORDINATE EXACT LOCATION OF RELOCATED EQUIPMENT
WITH MECHANICAL CONTRACTOR PRIOR TO COMMENCING
WORK.

8. COORDINATE EXACT LOCATION OF RELOCATED EQUIPMENT
WITH PLUMBING CONTRACTOR PRIOR TO COMMENCING
WORK.

9. MOUNT TRANSFORMER FROM STRUCTURE ABOVE. REFER TO
DETAIL 4/E511 FOR MORE INFORMATION.

NORTH

Addendum 1 05/24/20131
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PENTHOUSE FLOOR PLAN - AREA A -
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1 PENTHOUSE FLOOR PLAN - AREA A - LIGHTING

NORTH

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE ACTUAL
POSITION OF THE CIRCUIT BREAKER IN THE PANEL.  RATHER,
THE NUMBER INDICATES WHICH DEVICES ARE CONNECTED
TO A COMMON CIRCUIT.  EC SHALL UTILIZE SPARES, SPACES
AND CIRCUITS RELIEVED FROM DUTY TO PROVIDE THE
INDICATED NUMBERS OF CIRCUITS.

3. WHERE EMERGENCY FIXTURES HAVE TWO NOTATIONS
ADJACENT TO THE FIXTURE, THE FIXTURE SHALL BE ABLE TO
BE SWITCHED OFF WITH THE NORMAL POWER LIGHT
FIXTURE SWITCH LEG INDICATED AND TURN ON FULL UPON
LOSS OF NORMAL POWER.  A UL924 LISTED EMERGENCY
LOW VOLTAGE SWITCHING DEVICE SHALL BE UTILIZED AS
SHOWN IN DETAIL 8/E500.

SHEET NOTES -

KEYED NOTES -

1. CONNECT NEW OBSTRUCTION LIGHT TO CIRCUIT AND
CONTROL SERVING EXISTING OBSTRUCTION LIGHT.

2. FIELD COORDINATE EXACT HEIGHT AND LOCATION OF
LIGHT FIXTURES TO AVOID CONFLICTS WITH MECHANICAL
EQUIPMENT, DUCT WORK, PIPES AND STRUCTURAL
MEMBERS.  DUCT WORK OR UTILITY PIPING SHALL NOT BE
USED FOR SUPPORT.  ANY CONFLICT SHALL BE BROUGHT
TO THE ATTENTION OF THE ARCHITECT/ENGINEER.

3. AS PART OF ALTERNATE BID #5, ELIMINATE THE NEW
CONSTRUCTION SCOPE WITHIN THIS BOUNDARY, UNLESS
OTHERWISE NOTED.

Addendum 1 05/24/20131
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1 PENTHOUSE FLOOR PLAN - AREA B - LIGHTING

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE
ACTUAL POSITION OF THE CIRCUIT BREAKER IN THE PANEL.
RATHER, THE NUMBER INDICATES WHICH DEVICES ARE 
CONNECTED TO A COMMON CIRCUIT.  EC SHALL UTILIZE
SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

3. THE CIRCUITS IN THIS AREA SHALL BE FED FROM THE
FOLLOWING PANELBOARDS:
- NORMAL POWER BRANCH CIRCUIT 'NL' IS 208/120V AND 

SHALL BE FED FROM PANEL N/8B1 AND N/8B2, UNLESS 
OTHERWISE NOTED.

- EQUIPMENT POWER BRANCH CIRCUIT 'QL' IS 208/120V 
AND SHALL BE FED FROM PANEL BPHE/4B, UNLESS 
OTHERWISE NOTED.

- CRITICAL POWER BRANCH CIRCUIT 'CL' IS 208/120V AND 
SHALL BE FED FROM PANEL CR/8B1 AND CR/8B2, UNLESS
OTHERWISE NOTED.

- LIFE SAFETY POWER BRANCH CIRCUIT 'LL' IS 208/120V 
AND SHALL BE FED FROM PANEL LS/8A1, UNLESS 
OTHERWISE NOTED.

4. WHERE EMERGENCY FIXTURES HAVE TWO NOTATIONS
ADJACENT TO THE FIXTURE, THE FIXTURE SHALL BE ABLE TO
BE SWITCHED OFF WITH THE NORMAL POWER LIGHT
FIXTURE SWITCH LEG INDICATED AND TURN ON FULL UPON
LOSS OF NORMAL POWER.  A UL924 LISTED EMERGENCY
LOW VOLTAGE SWITCHING DEVICE SHALL BE UTILIZED AS
SHOWN IN DETAIL 8/E500.

SHEET NOTES -

KEYED NOTES -NORTH

1. CONNECT NEW OBSTRUCTION LIGHT TO CIRCUIT AND
CONTROL SERVING EXISTING OBSTRUCTION LIGHT.

2. FIELD COORDINATE EXACT HEIGHT AND LOCATION OF
LIGHT FIXTURES TO AVOID CONFLICTS WITH MECHANICAL
EQUIPMENT, DUCT WORK, PIPES AND STRUCTURAL
MEMBERS.  DUCT WORK OR UTILITY PIPING SHALL NOT BE
USED FOR SUPPORT.  ANY CONFLICT SHALL BE BROUGHT
TO THE ATTENTION OF THE ARCHITECT/ENGINEER.
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PENTHOUSE FLOOR PLAN - AREA A - POWER
& FIRE ALARM

EP209A

607-394

1

WS RA
83

NORTH

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE
ACTUAL POSITION OF THE CIRCUIT BREAKER IN THE PANEL.
RATHER, THE NUMBER INDICATES WHICH DEVICES ARE
CONNECTED TO A COMMON CIRCUIT.  EC SHALL UTILIZE
SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

3. FOR LIGHTNING PROTECTION DEVICES, REFER TO DETAIL
8/E511 FOR MORE INFORMATION.

4. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

SHEET NOTES - KEYED NOTES -

1. PROTECT TV EQUIPMENT DURING CONSTRUCTION.

2. RELOCATED DUMBWAITER CONTROL PANEL. COORDINATE
EXACT LOCATION WITH DUMBWAITER CONTRACTOR PRIOR
TO COMMENCING WORK.

3. AS PART OF ALTERNATE BID #4, ELIMINATE NEW
CONSTRUCTION SCOPE WITHIN THIS BOUNDARY, UNLESS
NOTED OTHERWISE.

4. DUMBWAITER MOTOR.

5. RELOCATED DUMBWAITER DISCONNECT. COORDINATE
EXACT LOCATION WITH DUMBWAITER CONTRACTOR PRIOR
TO COMMENCING WORK. MOUNT DISCONNECT TO
HORIZONTAL AND VERTICAL 1-5/8" RACK UNISTRUT.

6. (4) VFD'S AND (1) TEMPERATURE CONTROL PANEL FOR AHU-
149 TO BE LOCATED WITHIN THIS BOUNDARY. CONFIRM
EXACT LOCATION WITH MECHANICAL CONTRACTOR PRIOR
TO COMMENCING WORK.

7. BOND NEW EQUIPMENT TO EXISTING LIGHTNING
PROTECTION SYSTEM.

8. LOCATE NEW PANEL WHERE THE EXISTING PANEL IS
LOCATED. FIELD VERIFY EXACT LOCATION OF EXISTING
PANEL PRIOR TO COMMENCING WORK.

9. AS PART OF ALTERNATE BID #5, ELIMINATE NEW
CONSTRUCTION SCOPE WITHIN THIS BOUNDARY, UNLESS
NOTED OTHERWISE.

 1/8" = 1'-0"EP209A

1 PENTHOUSE FLOOR PLAN - AREA A - POWER & FIRE ALARM

Addendum 1 05/24/201311

KEYED NOTES -

10. AS PART OF ALTERNATE BID #5, THE WORK WITHIN THIS
BOUNDARY SHALL BE LOCATED WITHIN EXISTING
PENTHOUSE MECHANICAL ROOM BETWEEN COLUMN LINE 13
AND 15. COORDINATE EXACT LOCATION WITH PLUMBING
CONTRACTOR. AS PART OF THIS ALTERNATE, ALL POWER
SERVING THIS EQUIPMENT SHALL BE SERVED FROM
BPHE/4B.

11. KEEP THIS AREA CLEAR OF ELECTRICAL EQUIPMENT AND
FEEDERS TO ALLOW FOR FUTURE MECHANICAL VERTICAL
DUCTS. COORDINATE THESE FUTURE PROVISIONS WITH
MECHANICAL CONTRACTOR PRIOR TO COMMENCING WORK.
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PENTHOUSE FLOOR PLAN - AREA B - POWER
& FIRE ALARM

EP209B

607-394

1

WS RA
84

NORTH

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE
ACTUAL POSITION OF THE CIRCUIT BREAKER IN THE PANEL.
RATHER, THE NUMBER INDICATES WHICH DEVICES ARE 
CONNECTED TO A COMMON CIRCUIT.  EC SHALL UTILIZE
SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

3. THE CIRCUITS IN THIS AREA SHALL BE FED FROM THE
FOLLOWING PANELBOARDS:
- NORMAL POWER BRANCH CIRCUIT 'NL' IS 208/120V AND

SHALL BE FED FROM PANEL N/8B1 AND N/8B2, UNLESS 
OTHERWISE NOTED.

- EQUIPMENT POWER BRANCH CIRCUIT 'QL' IS 208/120V 
AND SHALL BE FED FROM PANEL BPHE/4B, UNLESS 
OTHERWISE NOTED.

- CRITICAL POWER BRANCH CIRCUIT 'CL' IS 208/120V AND
SHALL BE FED FROM PANEL CR/8B1 AND CR/8B2, 
UNLESS OTHERWISE NOTED.

- LIFE SAFETY POWER BRANCH CIRCUIT 'LL' IS 208/120V 
AND SHALL BE FED FROM PANEL LS/8A1, UNLESS 
OTHERWISE NOTED.

4. FOR LIGHTNING PROTECTION DEVICES, REFER TO DETAIL
8/E511 FOR MORE INFORMATION.

5. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

SHEET NOTES - KEYED NOTES -

1. EQUIPMENT CONNECTION LOCATED ON ROOF ABOVE.

2. (2) VFD'S AND (1) TEMPERATURE CONTROL PANEL FOR AHU-
150TO BE LOCATED WITHIN THIS BOUNDARY. CONFIRM EXACT
LOCATION WITH MECHANICAL CONTRACTOR PRIOR TO
COMMENCING WORK.

3. EXTEND EXISTING LIGHTNING PROTECTION SYSTEM TO
NEW 8TH FLOOR ROOF. BOUNDARY REPRESENTS
APPROXIMATE LOCATION OF NEW ROOF. CONFIRM EXTENT
OF WORK ON ROOF WITH ARCHITECTURAL DRAWINGS.
INSTALL AIR TERMINALS AT EACH CORNER OF BUILDING AND
A MAXIMUM OF 20'-0" ON CENTER, TYPICAL. BOND NEW AND
EXISTING SYSTEM.

4. BOND NEW EQUIPMENT TO EXISTING LIGHTNING
PROTECTION SYSTEM.

5. RELOCATED EQUIPMENT CONNECTION TO BE AT THIS
APPROXIMATE LOCATION. COORDINATE EXACT LOCATION
WITH MECHANICAL CONTRACTOR PRIOR TO COMMENCING
WORK.

6. EQUIPMENT AND CONNECTION LAYOUT WITHIN THIS
BOUNDARY SHALL BE PART OF ALTERNATE BID #5.

 1/8" = 1'-0"EP209B

1 PENTHOUSE FLOOR PLAN - AREA B - POWER & FIRE ALARM

Addendum 1 05/24/20131
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PENTHOUSE FLOOR PLAN - AREA B - POWER
& FIRE ALARM

EP209B

607-394

1

WS RA
84

NORTH

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE
ACTUAL POSITION OF THE CIRCUIT BREAKER IN THE PANEL.
RATHER, THE NUMBER INDICATES WHICH DEVICES ARE 
CONNECTED TO A COMMON CIRCUIT.  EC SHALL UTILIZE
SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

3. THE CIRCUITS IN THIS AREA SHALL BE FED FROM THE
FOLLOWING PANELBOARDS:
- NORMAL POWER BRANCH CIRCUIT 'NL' IS 208/120V AND

SHALL BE FED FROM PANEL N/8B1 AND N/8B2, UNLESS 
OTHERWISE NOTED.

- EQUIPMENT POWER BRANCH CIRCUIT 'QL' IS 208/120V 
AND SHALL BE FED FROM PANEL BPHE/4B, UNLESS 
OTHERWISE NOTED.

- CRITICAL POWER BRANCH CIRCUIT 'CL' IS 208/120V AND
SHALL BE FED FROM PANEL CR/8B1 AND CR/8B2, 
UNLESS OTHERWISE NOTED.

- LIFE SAFETY POWER BRANCH CIRCUIT 'LL' IS 208/120V 
AND SHALL BE FED FROM PANEL LS/8A1, UNLESS 
OTHERWISE NOTED.

4. FOR LIGHTNING PROTECTION DEVICES, REFER TO DETAIL
8/E511 FOR MORE INFORMATION.

5. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

SHEET NOTES - KEYED NOTES -

1. EQUIPMENT CONNECTION LOCATED ON ROOF ABOVE.

2. (2) VFD'S AND (1) TEMPERATURE CONTROL PANEL FOR AHU-
150TO BE LOCATED WITHIN THIS BOUNDARY. CONFIRM EXACT
LOCATION WITH MECHANICAL CONTRACTOR PRIOR TO
COMMENCING WORK.

3. EXTEND EXISTING LIGHTNING PROTECTION SYSTEM TO
NEW 8TH FLOOR ROOF. BOUNDARY REPRESENTS
APPROXIMATE LOCATION OF NEW ROOF. CONFIRM EXTENT
OF WORK ON ROOF WITH ARCHITECTURAL DRAWINGS.
INSTALL AIR TERMINALS AT EACH CORNER OF BUILDING AND
A MAXIMUM OF 20'-0" ON CENTER, TYPICAL. BOND NEW AND
EXISTING SYSTEM.

4. BOND NEW EQUIPMENT TO EXISTING LIGHTNING
PROTECTION SYSTEM.

5. RELOCATED EQUIPMENT CONNECTION TO BE AT THIS
APPROXIMATE LOCATION. COORDINATE EXACT LOCATION
WITH MECHANICAL CONTRACTOR PRIOR TO COMMENCING
WORK.

 1/8" = 1'-0"EP209B

1 PENTHOUSE FLOOR PLAN - AREA B - POWER & FIRE ALARM
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1 ROOF PLAN - AREA D - POWER & FIRE ALARM

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

2. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE
ACTUAL POSITION OF THE CIRCUIT BREAKER IN THE PANEL.
RATHER, THE NUMBER INDICATES WHICH DEVICES ARE
CONNECTED TO A COMMON CIRCUIT.  EC SHALL UTILIZE
SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

3. FOR LIGHTNING PROTECTION DEVICES, REFER TO DETAIL
8/E511 FOR MORE INFORMATION.

4. PROVIDE HEAT DETECTOR COVERAGE DURING
CONSTRUCTION ONLY. COORDINATE INSTALLATION WITH VA
PROJECT MANAGER.

SHEET NOTES -

KEYED NOTES -

1. EXTEND EXISTING LIGHTNING PROTECTION SYSTEM TO
NEW 8TH FLOOR ROOF. BOUNDARY REPRESENTS
APPROXIMATE LOCATION OF NEW ROOF. CONFIRM EXTENT
OF WORK ON ROOF WITH ARCHITECTURAL DRAWINGS.
INSTALL AIR TERMINALS AT EACH CORNER OF BUILDING AND
A MAXIMUM OF 20'-0" ON CENTER, TYPICAL. BOND NEW AND
EXISTING SYSTEM. EXTEND LIGHTNING PROTECTION DOWN
CONDUCTORS WHERE ENCOUNTERED AND COORDINATE
WITH EXTENSION OF STAIRWELL AND ROOF CONSTRUCTION.

2. RELOCATED EQUIPMENT CONNECTION TO BE AT THIS
APPROXIMATE LOCATION. COORDINATE EXACT LOCATION
WITH MECHANICAL CONTRACTOR PRIOR TO COMMENCING
WORK.

3. BOND NEW EQUIPMENT TO EXISTING LIGHTNING PROTECTION
SYSTEM.

NORTH



F
A
T
P
8

F

F

F

HW

HW
FW

PL

HW

HW

CHARTING

B8018

PROT. ENVIRON. PATIENT
ROOM

B8014

PG

2

3

25

C.

D.

C.2.

C.3.

D.1.

C.1.

NL3

CL7

CL2,4,6

NL2

CL1,3,5

NL1

CL8

PSF

CL9

PSF

7

TV

CL

7

8A1

LS

8A1

CR

8A1

N

F
U

T
U

R
E

P

8A2

CR

8A2

N

9

F

E

F.3

F.6

F.8

N/8A1-13

FA

LS/8A1-10

HP

LS/8A1-12

8B4

CR

8B1

N

8B2

N

8B3

CR

8B2

CR

ELEC.

B8035E.

E.1.

8B1

CR

N/8B1-27

NC

CR/8B1-52
MED PREP

B8055

MED PREP
ALCOVE
B8053

VO1

P

SV1/C

GFI

GFI

UR

UR

MS

MS

GFI

19

E.

G.

G.2.

E.1.

G.1.

NL1

CL1

CL2

NL2

FW

EB
CEILING

CHARTING

B8006

PROT. ENVIRON. PATIENT
ROOM

B8002

PA

PG

2 3

C.

D.

C.2.

C.3.

D.1.

C.1.

NL1

CL7

CL1

CL2

NL2,3,4,5 CL3,4,5,6

PSF

CL8

PSF

7

TV

CL

7

DATA
B8073

TC
CEILING

TC
CEILING

TC
CEILING

TC
CEILING

MM86

MM85

14

F

E

F.3

F.6

F.8

13.7

CR/8B1-2

N/8B1-107

CR/8B1-51

N/8B1-109

6

CR/8B1-53

N/8B1-117

AD
d,e

f

FF
b

UC

FF
b

PA
c

DF
a

DF
a

PA
a

FF
b

FF
b

DF
a

DF
a

3d
3e

3f

1

25

C.

D.

C.2.

C.3.

D.1.

C.1.

3d

3e

3f

D,a
D,b

D,3c

DG
j

j

4

5

NL1

AD
d,e
f

FF
b

UC

FF
b

PA
c

DF
a

DF
a

PA
a

FF
b

FF
b

DF
a

DF
a

3d
3e

3f

1

3d

3e

3f

D,3c

D,a
D,b

DG
j

j

4

5

NL1

D,3c D,3c

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

0
0

0
0

0
0

0
4

4
4

4
8

1
6

8
4

2
2

1
6
"

6
"

6
"

6
"

A

B

C

D

E

F

A

B

C

D

E

F

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

111 West Wisconsin Avenue, Milwaukee, Wisconsin 53203
Telephone 414.272.2000  Fax 414.272.2001

44 East Mifflin Street, Suite 700, Madison, Wisconsin 53703
Telephone 608.283.6300  Fax 608.283.6317

Kahler Slater Project No.

ARCHITECT:ENGINEERS:
Drawing Title

Approved: Project Director

Project Title

Location

Project Number

Building Number

Drawing Number

Date Checked Drawn

Revisions: Date

Office of
Construction
and Facilities
Management

VA FORM 08-6231

Department of
Veterans AffairsDwg.         of   118

10101 Innovation Drive - Suite 200, Milwaukee, WI  53266
Phone: 414.778.1700 / Fax: 414.778.2360 / r-d@ringdu.com

6402 Odana Road, Madison, WI 53719
Phone: 608.288.1108 / Fax: 608.288.1109

Copyright © 2012 Kahler Slater, Inc. All rights reserved.

211033.00

WM. S. MIDDLETON MEMORIAL
VETERAN'S HOSPITAL
CONSOLIDATE ICUs, 8A/8B

MADISON, WI

December 3, 2012

ENLARGED PLANS

E300

607-394

1

WS RA
86

 1/4" = 1'-0"E300

1

ENLARGED PLAN - TYPICAL ICU ROOM WITH
HEADWALL - POWER & FIRE ALARM

 1/4" = 1'-0"E300

2

ENLARGED PLAN - ELECTRICAL ROOM A8013 -
POWER & FIRE ALARM

 1/4" = 1'-0"E300

3

ENLARGED PLAN - ELECTRICAL ROOM B8035 -
POWER & FIRE ALARM

NORTHNORTH 1/4" = 1'-0"E300

4

ENLARGED PLANS - MED PREP - POWER & FIRE
ALARM

NORTH

 1/4" = 1'-0"E300

5

ENLARGED PLAN - TYPICAL ICU ROOM WITH
BOOM - POWER & FIRE ALARM

 1/4" = 1'-0"E300

6

ENLARGED PLAN - DATA ROOM B8073 - POWER &
FIRE ALARM

NORTH

NORTH

 1/4" = 1'-0"E300

7 ENLARGED PLAN - PATIENT ROOM - LIGHTING

NORTH

1. ALL FIRE ALARM DEVICES SHALL BE SERVED FROM THE
NEW FLOOR FIRE ALARM TRANSPONDER PANEL IN
ELECTRICAL ROOM A8013.

2. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

3. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE
ACTUAL POSITION OF THE CIRCUIT BREAKER IN THE PANEL.
RATHER, THE NUMBER INDICATES WHICH DEVICES ARE
CONNECTED TO A COMMON CIRCUIT.  EC SHALL UTILIZE
SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

4. PROVIDE 20 AMP/1 POLE RECEPTACLE FOR EACH CLOCK.
REFER TO T300 FOR CLOCK LOCATIONS. CIRCUIT TO
CRITICAL CARE CIRCUIT SERVING ADJACENT SPACE.

SHEET NOTES -

KEYED NOTES -

1. REMOTE DRIVER LOCATED ON TOP OF CABINET. (TYPICAL
OF ALL TYPE FF FIXTURES.)  REFER TO ARCHITECTURAL
DETAILS FOR EXACT LOCATION.

2. LOCATE JUNCTION BOX FOR POWER CONNECTION ABOVE
CEILING. COORDINATE EXACT LOCATION WITH
ARCHITECTURAL DRAWINGS AND PRIOR TO COMMENCING
WORK.

3. MOUNT SWITCH BELOW PRIVACY GLASS. SWITCH SHALL BE
LOCATED AT 36"AFF. COORDINATE EXACT LOCATION WITH
ARCHITECTURAL DRAWINGS PRIOR TO COMMENCING WORK.

4. PROVIDE TWO HORIZONTAL SWITCH BANKS, ONE ABOVE
THE OTHER.  SWITCHES SHALL BE LABELED.  VERIFY EXACT
LOCATION WORKING WITH OWNER.

5. CONNECT EXAM SECTION OF FIXTURE TO CRITICAL CIRCUIT
AND CONNECT READING AND AMBIENT SECTIONS TO
NORMAL CIRCUIT. READING AND AMBIENT SECTIONS SHALL
ALSO BE CONTROLLED VIA PILLOW SPEAKER.

6. REFER TO DETAIL 4/E510 FOR MORE INFORMATION.

7. COORDINATE EXACT REQUIREMENTS OF EQUIPMENT
CONNECTION WITH FOOTWALL MANUFACTURER PRIOR TO
COMMENCING WORK.

NORTH

Addendum 1 05/24/20131
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ENLARGED PLANS

E301

607-394

1

WS RA
87

1. ALL FIRE ALARM DEVICES SHALL BE SERVED FROM THE
NEW FLOOR FIRE ALARM TRANSPONDER PANEL IN
ELECTRICAL ROOM A8013.

2. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

3. CIRCUIT NUMBERS INDICATED DO NOT REFLECT THE
ACTUAL POSITION OF THE CIRCUIT BREAKER IN THE PANEL.
RATHER, THE NUMBER INDICATES WHICH DEVICES ARE
CONNECTED TO A COMMON CIRCUIT.  EC SHALL UTILIZE
SPARES, SPACES AND CIRCUITS RELIEVED FROM DUTY TO
PROVIDE THE INDICATED NUMBERS OF CIRCUITS.

SHEET NOTES -

KEYED NOTES -

1. PROVIDE TWO SHORTER HORIZONTAL SWITCH BANKS. ONE
MOUNTED ABOVE THE OTHER.

 1/4" = 1'-0"E301

2

ENLARGED PLAN - UTILITY CLOSET A8028A -
POWER & FIRE ALARM

NORTH
 1/4" = 1'-0"E301

1

ENLARGED PLAN - TYPICAL ICU ROOM WITH
BOOM - LIGHTING

NORTH

Addendum 1 05/24/20131



XX

XX

XX

XXX

XXX

XX

XXXXX

XXXAF

XXXAS

XXXAT

3P
FS XXX

XXXAS

XXXAF

3P

K#

K#

X

X

2

1

EXX

XXX/XX

X

XX

X

XXX kVA

/ X / X

P: XXX

S: XXX

XXX XXX

X / X / X / X / X

XXX

XXX

XXX

XXX XXX

XXXXXX

XXX

XXX

XXX

X / X / X / X

XXX

XXXXXX

XXXXXX

DS XXX

XXXAS

XXXAF

3P

XXXXXX

XXXXXX

MIN AIC RATING =

XXX VOLTS 3Ø 4W

RMS SYM @ XXX VOLTS

XXXk AMPS

XXX AMPS @

XXX XXXBUS: TYPE:

XXX

CIRCUIT BREAKER INFORMATION

CIRCUIT BREAKER ACCESSORIES

CIRCUIT BREAKER TYPE

SPECIAL ONE-LINE SYMBOLS

ONE-LINE SYMBOLS

CIRCUIT BREAKER OPTIONS

LOW VOLTAGE DISCONNECT SWITCH INFORMATION

DISCONNECT SWITCH ACCESSORIES

DISCONNECT SWITCH TYPE

GENERAL NOTES -

T

TRANSFORMER INFORMATION

ATS

TRANSFER SWITCH INFORMATION

SPD

SURGE PROTECTIVE DEVICE

BW/

BUS WAY

MANUAL OR AUTOMATIC

MEDIUM VOLTAGE

POWER LINE

PANELBOARD

OVERLOAD

ENCLOSURE

EQUIPMENT CONNECTION -

ENGINE GENERATOR

TRANSFORMER

XX

XX

SURGE SUPPRESSION

DENOTES

LA = LIGHTNING ARRESTORS

SPD = SURGE PROTECTIVE DEVICE

FEEDER CONTINUATION CONNECTION #

FEEDER CONTINUED ON SHEET INDICATED

DEVICE UPSTREAM OR DOWNSTREAM

(CAP)

(ATS)

CAPACITOR

AUTOMATIC TRANSFER SWITCH
KEY INTERLOCKING - KEY #

KEY NORMALLY REMOVED

SEE EQUIPMENT SCHEDULE

"AF" - DENOTES AMP FRAME

"XXX" - DENOTES AMP RATING

GP - GROUND FAULT PROTECTION - PERSONNEL

UVT - UNDER VOLTAGE TRIP

STR - SHUNT TRIP

MC - MOLDED CASE CIRCUIT BREAKER

SS - SOLID STATE MOLDED CASE CIRCUIT BREAKER

IC - INSULATED CASE CIRCUIT BREAKER

PC - LOW VOLTAGE POWER CIRCUIT BREAKER

GE - GROUND FAULT PROTECTION - EQUIPMENT

ALS - ALARM SWITCH

AXS - AUXILIARY SWITCH

EOP - ELECTRIC OPERATOR

AF - ARC FAULT CIRCUIT INTERRUPTER (RESIDENTIAL ONLY)

CL - CURRENT LIMITING

DOUBLE CONVERSION SINGLE

INPUT UNINTERRUPTIBLE POWER

MAKE JOB SPECIFIC)

(XX) DEVICE DESIGNNATION

DENOTES THE FOLLOWING:

DENOTES THE FOLLOWING:

(CB) CIRCUIT BREAKER

(CON) CONTACTOR

(DS) DISCONNECT SWITCH

(VM)

(AM)

VOLTMETER

AMMETER

DENOTES THE FOLLOWING:

(VS) VOLTMETER SWITCH

(AS) AMMETER SWITCH

(M) KWHR METER

(DM) DIGITAL METER

XX

(XX) DEVICE DESIGNATION TYPE -

DENOTES THE FOLLOWING:

SEE SPECIFICATION

-SEE SCHEDULE & DETAILS

"AS" - DENOTES AMP SENSOR

"AT" - DENOTES AMP TRIP

GS - GROUND FAULT SENSING / ALARM

HC - HEATING, COOLING, AIR CONDITIONING, REFRIGERATION - HCAR

HM - HIGH MAGNETIC - HID, MOTORS

MS - MOLDED CASE SWITCH

MP - MOTOR CIRCUIT PROTECTOR

L1 - LONG TIME / INSTANTANEOUS - LI

L2 - LONG TIME / SHORT TIME / INSTANTANEOUS - LSI

L3 - LONG TIME / SHORT TIME / INSTANTANEOUS  / GROUND FAULT TRIP - LSIG

L4 - LONG TIME / SHORT TIME / INSTANTANEOUS  / GROUND FAULT SENSING - LSIA

SC - SYSTEM COMMUNICATION

SD - SYSTEM DIAGNOSTICS

SM - SYSTEM MONITORING

ZS - ZONE SELECTIVE INTERLOCKING

"XXX" - DENOTES AMP RATING

VW - VIEWING WINDOW

AXS - AUXILIARY SWITCH

DL - DOUBLE LUGS

PL - PILOT LIGHT

DS - UNFUSED DISCONNECT SWITCH

FS - FUSED DISCONNECT SWITCH

"AS" - DENOTES AMP SWITCH

"AF" - DENOTES AMP FUSE

AR - ARC FLASH REDUCTION

MEDIUM VOLTAGE

MEDIUM VOLTAGE

MEDIUM VOLTAGE

MEDIUM VOLTAGE

FUSE

FUSIBLE SWITCH

SWITCH

FUSED CUTOUT

CABLE TERMINATION

LOW VOLTAGE

LOW VOLTAGE FUSED

LOW VOLTAGE

LOW VOLTAGE

LOW VOLTAGE

FUSE

DISCONNECT SWITCH

DISCONNECT SWITCH

CIRCUIT BREAKER

DRAWOUT

LOW VOLTAGE

DRAWOUT POWER

CIRCUIT BREAKER

CIRCUIT BREAKER

POTENTIAL TRANSFORMER

CURRENT TRANSFORMER

CAPACITOR

GROUND

G

JUNCTION BOX

KEY INTERLOCKING - KEY #

KEY NORMALLY INSERTED

-SEE SCHEDULE & DETAILS

TRANSFER SWITCH

NORMALLY CLOSED

CONTACTOR

NORMALLY OPEN

CONTACTOR

CONTROL SWITCH

FLOAT SWITCH

LIGHT FIXTURE

NO

NC

NO

DOUBLE CONVERSION DUAL

INPUT UNINTERRUPTIBLE POWER

MAKE JOB SPECIFIC)

CONDITIONER

FR - FULLY RATED (100%)

1. ALL ITEMS INDICATED BY A DARK SOLID LINE AS SHOWN BELOW

ARE NEW.

2. ALL ITEMS INDICATED BY A LIGHT DASHED LINE AS SHOWN BELOW

ARE EXISTING TO REMAIN.

3. ALL ITEMS INDICATED BY A DARK DASH-DOT-DASH LINE AS SHOWN

BELOW ARE EXISTING TO BE REMOVED.

4. ALL ITEMS INDICATED BY A LIGHT DASH-DOT-DASH LINE AS SHOWN

BELOW ARE TYPICAL EQUIPMENT DIVISIONS.

5. ALL ITEMS INDICATED BY A LIGHT SOLID LINE AS SHOWN BELOW

ARE FUTURE.

6. ALL DOWNTIME SHALL BE SCHEDULED WITH THE OWNER AND

SHALL BE KEPT TO AN ABSOLUTE MINIMUM.

7. THE PANELS AND SWITCHBOARDS INDICATED ON THE ONE LINE

DIAGRAM SHALL BE PROTECTED FROM AVAILABLE FAULT CURRENT

SHOWN BY EITHER OF THE FOLLOWING METHODS:

- PROVIDE BREAKERS WITH A MINIMUM AIC RATING GREATER

THAN INDICATED

- PROVIDE A UL RECOGNIZED UPSTREAM CURRENT LIMITING

BREAKER

- THE SERIES RATING METHOD IS NOT ACCEPTABLE

1 - NON VENTILATED ENCLOSURE

2 - INTEGRAL STRIP HEATER

3 - WEATHER SHIELD

OPTIONS

TEMPERATURE RISE

SECONDARY VOLTAGE

PRIMARY VOLTAGE

kVA

TRANSFORMER ID

RATING

TYPE

DT - DRY TYPE

LF - LIQUID FILLED

DP - DRY TYPE PAD MOUNT

LP - LIQUID FILLED PAD MOUNT

GP - GENERAL PURPOSE

K-# - K-RATED

EE - ENERGY EFFICIENT

4 - NEMA 3R

5 - STAINLESS STEEL

CR - CAST RESIN

EC - ENCAPSULATED CORE

N - NORMAL BRANCH

LS - LIFE SAFETY BRANCH

CR - CRITICAL CARE BRANCH

BRANCH

EQ - EQUIPMENT BRANCH

EM - EMERGENCY BRANCH

TRANSFER SWITCH ID

ES - ESSENTIAL SYSTEMS

NES - NON ESSENTIAL SYSTEMS

AMPS

VOLTAGE

CLOSING & WITHSTAND AIC RATING

TRANSFER

AUTO - AUTOMATIC

MAN - MANUAL

POLES

TRANSFER SWITCH TYPE

OPTIONS

1 - LOAD SHED RELAY

2 - BLOCK TRANSFER RELAY

3 - SYNCH CHECK RELAY

4 - PEAK READING AMMETER

5 - STANDARD METER

6 - VOLTMETER

7 - COMPRESSION LUGS

8 - ELEVATOR INTERFACE RELAY

BYPASS

NON BYPASS

FIRE PUMP

TRANSITION

OPEN TRANSITION

CLOSED TRANSITION

DELAYED TRANSITION

TYPE

OPTIONS

1 - UNIT STATUS INDICATORS

2 - AUDIBLE ALARM

3 - TRANSIENT COUNTER

4 - REMOTE MONITOR PANEL

5 - SERVICE DISCONNECT SWITCH

6 - SUMMARY ALARM RELAY CONTACTS

7 - HIGH PERFORMANCE INTERCONNECT CABLE

SE - 150 kA - SERVICE ENTRANCE

BP - 80 kA - BRANCH PANEL VOLTAGE

SPD ID

BYPASS ISOLATION

TRANSFER SWITCH

SEE DETAIL

8 - MASTERMIND MONITORING

(JB) JUNCTION BOX

(MTS) MANUAL TRANSFER SWITCH

(T) TRANSFORMER

(SS) SURGE SUPPRESSION(UPS) UNINTERRUPTIBLE POWER SUPPLY

(WW) WIREWAY

(FS) FUSIBLE SWITCH

(F) FUSE

(MVF) MEDIUM VOLTAGE FUSE

(MVFS) MEDIUM VOLTAGE FUSIBLE SWITCH

(MVS) MEDIUM VOLTAGE SWITCH

(MVT) MEDIUM VOLTAGE CABLE TERMINATION

(PLC) POWER LINE CONDITIONER

(MVC) MEDIUM VOLTAGE FUSED CUTOUT

(EDP) ELEVATOR DISTRIBUTION PANEL

(EDS) ELEVATOR DISCONNECT SWITCH

MD - MODIFIED DIFFERENTIAL GROUND FAULT

(BW) BUS WAY

BUS

COPPER

ALUMINUM

TYPE

INDOOR

OUTDOOR

CYCLE CLOSING & WITHSTAND RATING

3 CYCLE

30 CYCLE

9 - OVERLAPPING NEUTRAL CONTACTS

10 - DIGITAL METERING

SUPPLY (UPS) (MODIFY TO SUPPLY (UPS) (MODIFY TO

(ECB) ENCLOSED CIRCUIT BREAKER
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2-1/2"C.

#4/0 &4
#4 GRD1

2-1/2"C.

#4/0 &4
#4 GRD1

500 kcmil &4
#3 GRD1

#4/0 &4
#4 GRD1

250 kcmil &4
#3 GRD1

T

XRAY

25kVA
P: 208/120V
S: 208/120V

T

ISO

80kVA
P: 208/120V
S: 208/120V

N

8A1

600 AMPS @

MIN AIC RATING =

SQUARE D - 1211893598001

SPARESPARE

100A

3P

100A

3P

100A

3P

N

8B1

100A

3P

N

8B2

N

5B1

N

1B1

N

4B1

SPARE

100A

3P

225A

3P

100A

3P

225A

3P

TO SWBD #4

RMS SYM @ 240 VOLTS

208/120 VOLTS 3Ø 4W

25k AMPS

1ST FLOOR

2ND FLOOR

3RD FLOOR

4TH FLOOR

5TH FLOOR

6TH FLOOR

7TH FLOOR

8TH FLOOR

GROUND FLOOR

1ST FLOOR

2ND FLOOR

3RD FLOOR

4TH FLOOR

5TH FLOOR

6TH FLOOR

7TH FLOOR

8TH FLOOR

BASEMENT BASEMENT

PENTHOUSEPENTHOUSE

N

8B1

1600 AMPS @

MIN AIC RATING =

RMS SYM @ 240 VOLTS

208/120 VOLTS 3Ø 4W

GE - AV2

31k AMPS

400A

3P

TO SWBD #1

B8L

1B

LOADS

OTHER

N

8A1
AREA A AREA B

SERVES SERVES

N

8A2

N

8B2

ROOM CB1-010

ROOM CB1-010

1 SET OF1 SET OF

12

GROUND FLOOR

33

JB

N8AB

ETR

B6L

1B

B4L

1B

B2L

1B

BGL

1B

B6L

2B

B2L

2B

B2L

3B

BGL

2B

4 4

4 1600 AMPS @ 208/120 VOLTS 3Ø 4W

400A

3P

TO SWBD #2

LOADS

OTHER

ROOM CB1-010

B7L

1C

B7L

2C

B3L

1C

B3L

2C

B1L

1C

B1L

2C

BGL

1C

B3L

3C

B3L

4C

B5L

1C

B5L

2C

NDP/N
SWBD#3 SWBD#4
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ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS
NORMAL

E401

607-394

1

WS RA
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1. CONTRACTOR TO VERIFY EXISTING CONDUCTOR SIZES
PRIOR TO COMMENCING INSTALLATION.

2. PROVIDE SELECTIVE COORDINATION BETWEEN ALL NEW
CIRCUIT BREAKERS.

SHEET NOTES -

1. FED FROM PANEL C4F-1A LOCATED ON THE FOURTH FLOOR IN
ROOM C4144B. REFER TO DRAWING E104. FIELD VERIFY EXACT
PANEL NAME AND LOCATION PRIOR TO COMMENCING WORK.
CUT CONDUIT BACK TO THE 7TH FLOOR AT CHASE LOCATED
APPROXIMATELY AT COLUMN LINE 19 IN AREA B. FIELD VERIFY
EXACT LOCATION OF CONDUIT CHASE. LABEL BOTH ENDS OF
CONDUIT, INDICATING WHERE OTHER END OF CONDUIT IS
LOCATED, FLOOR, AND ROOM NUMBER. REMOVE ALL
CONDUCTORS BACK TO SOURCE. UPDATE PANEL DIRECTORY
AND CIRCUIT BREAKER LABEL AFTER THIS WORK HAS BEEN
COMPLETED.

2. FED FROM PANEL C4F-2A LOCATED ON THE FOURTH FLOOR IN
ROOM C-4144B. REFER TO DRAWING E104. FIELD VERIFY EXACT
PANEL NAME AND LOCATION PRIOR TO COMMENCING WORK.
CUT CONDUIT BACK TO THE 7TH FLOOR AT CHASE LOCATED
APPROXIMATELY AT COLUMN LINE 19 IN AREA B. FIELD VERIFY
EXACT LOCATION OF CONDUIT CHASE. LABEL BOTH ENDS OF
CONDUIT, INDICATING WHERE OTHER END OF CONDUIT IS
LOCATED, FLOOR, AND ROOM NUMBER. REMOVE ALL
CONDUCTORS BACK TO SOURCE. UPDATE PANEL DIRECTORY
AND CIRCUIT BREAKER LABEL AFTER THIS WORK HAS BEEN
COMPLETED.

3. CAPTURE EXISTING FEEDER AT EXISTING JUNCTION BOX
JB/N8AB. EXTEND NEW CONDUCTORS FROM JB/N8AB TO NEW
PANELS. EXISTING CONDUITS CAN BE REUSED IF LOCATION
WORKS WITH PROPOSED PLANS. COORDINATE WITH HVAC
AND PLUMBING CONTRACTORS.

4. UPDATE CIRCUIT BREAKER LABEL AFTER WORK WITH THIS
CIRCUIT BREAKER HAS BEEN COMPLETED.

SHEET NOTES -

Addendum 1 05/24/20131



#4/0 &4
#4 GRD1

COPPER

4"C.

600 kcmil &4
#3 GRD1

COPPER

#8 &3
#10 GRD1

COPPER

1"C.

#3/0 &4
#3 GRD1

#3/0 &4
#3 GRD1

#1/0 &4
#6 GRD1

4"C.

600 kcmil &4
#3 GRD1

COPPER

CR

CCU1

800 AMPS @

MIN AIC RATING =

RMS SYM @ 240 VOLTS

208/120 VOLTS 3Ø 4W

SQUARE D - 1211893598013

25k AMPS

225A

3P

400A

3P

300A

3P

CR

B3L1

225A

3P

CR

A2L1

150A

3P

100A

3P

100A

3P

100A

3P

BLDG #18

1ST FLOOR

2ND FLOOR

3RD FLOOR

4TH FLOOR

5TH FLOOR

6TH FLOOR

7TH FLOOR

8TH FLOOR

TO ATS-2

GROUND FLOOR

1ST FLOOR

2ND FLOOR

3RD FLOOR

4TH FLOOR

5TH FLOOR

6TH FLOOR

7TH FLOOR

8TH FLOOR

CR

CCU2

CR

B4L1

CR

B4L2

BASEMENT BASEMENT

PENTHOUSEPENTHOUSE

CR

A4L1

CR

B6L1

CR

B6L2

CR

C1L

CR

A6L1

CR

A6L2

400 AMPS @

MIN AIC RATING =

RMS SYM @ 240 VOLTS

208/120 VOLTS 3Ø 4W

SQUARE D  I-LINE - 1211893598016

42k AMPS

200A

3P

150A

3P

200A

3P

CR

SURG1

CR

SURG2

CR

SURG3

CRSURG
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CRSURG

312B
CR

SICU1

CR

SICU2

CR

CATH1

CR

CATH2

CR

A3L1

CR

3B2A

CR

3B1A

CR

B7L1

CR

B7L2

CR

2BL1
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3P

150A

3P
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3P
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3P

225A

3P

150A

3P

150A

3P

100A

3P

400A

3P

CATH

ISO

CR

8B1

CR

8A1
COMMON

AREA A

AREA B

ICU RMS

AREA B

SERVES

SERVES SERVESCR

8A2

CR

8B2

CR

8B3

CR

8B4

CRSURG

313A

CRSURG

313B

CRSURG

315A

CRSURG

315B

CRSURG

316A

CRSURG

316B

CRSURG

318A

CRSURG

318B

ROOM CB1-010

CRSURG

225A

E405

BPHE/3B

T3

E405

CELL

T1

E405

BPHE/2B

T2

(3) 225A 3P
PROVIDE SPACES AS FOLLOWS:

1 SET OF 1 SET OF

2 1/2"C.

200A 150A200A

TEMPORARY

FEEDER

TEMPORARY

FEEDER

TEMPORARY

FEEDER

CRSURG

202A

CR

3B1B

1

1 SET OF

GROUND FLOOR

JB
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ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS
CRITICAL

E402
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1
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1. CONTRACTOR TO VERIFY EXISTING CONDUCTOR SIZES
PRIOR TO COMMENCING INSTALLATION.

2. PROVIDE SELECTIVE COORDINATION BETWEEN ALL NEW
CIRCUIT BREAKERS.

SHEET NOTES -

KEYED NOTES -

1. REUSE EXISTING 40 AMP/2 POLE CIRCUIT BREAKER TO
SERVE NEW PANEL. LABEL CIRCUIT BREAKER WHEN WORK HAS

BEEN COMPLETED.

2. UPDATE CIRCUIT BREAKER LABEL AFTER WORK WITH THIS
CIRCUIT BREAKER HAS BEEN COMPLETED.

3. WORK WITHIN THIS BOUNDARY TO BE COMPLETED BY
OWNER AS PART OF ANOTHER PROJECT.

Addendum 1 05/24/20131
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ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS
LIFE SAFETY

E403
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1
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1. CONTRACTOR TO VERIFY EXISTING CONDUCTOR SIZES
PRIOR TO COMMENCING INSTALLATION.

2. PROVIDE SELECTIVE COORDINATION BETWEEN ALL NEW
CIRCUIT BREAKERS.

SHEET NOTES -

KEYED NOTES -

1. UPDATE CIRCUIT BREAKER LABEL AFTER WORK WITH THIS
CIRCUIT BREAKER HAS BEEN COMPLETED.
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ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS
EQUIPMENT

E404
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1
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1. CONTRACTOR TO VERIFY EXISTING CONDUCTOR SIZES
PRIOR TO COMMENCING INSTALLATION.

2. PROVIDE SELECTIVE COORDINATION BETWEEN ALL NEW
CIRCUIT BREAKERS.

SHEET NOTES -

KEYED NOTES -

1. UPDATE CIRCUIT BREAKER LABEL AFTER WORK WITH THIS
CIRCUIT BREAKER HAS BEEN COMPLETED.
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ELECTRICAL ONE-LINE DIAGRAM - A/B WINGS
EQUIPMENT

E405

607-394

1
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KEYED NOTES -

1. CAPTURE EXISTING FEEDER AND EXTEND TO NEW PANEL
BPHE/1B.

2. CIRCUIT IS UTILIZING 2 POLES OF THE 3 POLE CIRCUIT
BREAKER.

3. CONVERT EXISTING PANEL INTO JUNCTION BOX.

4. CONDUCTOR SIZES CAN BE REDUCED TO MATCH EXISTING
CONDUCTORS IF EXISTING CONDUCTORS ARE SIZED
CORRECTLY FOR THE MOTOR LOAD.

5. COORDINATE NEW CONDUCTOR SIZE WITH EXISTING
CONDUCTORS.

6. UPDATE LABEL INDICATING WHERE THIS PANEL IS FED FROM
AFTER WORK HAS BEEN COMPLETED.

7. REPLACE EXISTING PANEL WITH NEW PANEL IN THE SAME
LOCATION. THE EXISTING PANEL IS 225A MLO 208Y/120 VOLT 42
CIRCUITS.

8. AS PART OF ALTERNATE BID #5, ELIMINATE NEW CONSTRUCTION
SCOPE WITHIN THIS BOUNDARY, UNLESS OTHERWISE NOTED.

1. CONTRACTOR TO VERIFY EXISTING CONDUCTOR SIZES
PRIOR TO COMMENCING INSTALLATION.

2. PROVIDE SELECTIVE COORDINATION BETWEEN ALL NEW
CIRCUIT BREAKERS.

SHEET NOTES -

Addendum 1 05/24/20131
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ELECTRICAL ONE-LINE DIAGRAM - D WING -
480/277V NORMAL

E406
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KEYED NOTES -

1. REPLACE EXISTING PANEL WITH NEW PANEL IN THE SAME
LOCATION. THE EXISTING PANEL IS 100A MCB 480Y/277 VOLT
18 CIRCUITS.

Addendum 1 05/24/2013

1. PROVIDE SELECTIVE COORDINATION BETWEEN ALL NEW
CIRCUIT BREAKERS.

SHEET NOTES -

1



2000 AMPS @ 208/120 VOLTS 3Ø 4W
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ELECTRICAL ONE-LINE DIAGRAM - D WING -
208/120V NORMAL

E407

607-394

1
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KEYED NOTES -

1. REPLACE EXISTING PANEL WITH NEW PANEL IN THE SAME
LOCATION. EXISTING PANEL IS 225A MCB 208Y/120 VOLT 42
CIRCUIT.

Addendum 1 05/24/2013

1. PROVIDE SELECTIVE COORDINATION BETWEEN ALL NEW
CIRCUIT BREAKERS.

SHEET NOTES -

1



800 AMPS @ 208/120 VOLTS 3Ø 4W
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ELECTRICAL ONE-LINE DIAGRAM - D WING -
208/120V CRITICAL

E408

607-394
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Addendum 1 05/24/2013

1. PROVIDE SELECTIVE COORDINATION BETWEEN ALL NEW
CIRCUIT BREAKERS.

SHEET NOTES -

1
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DT 30 kVA

1"C.

#6 &3

#10 GRD1

1-1/2"C.

#3 &4

#8 GRD1

400 AMPS @ 480/277 VOLTS 3Ø 4W
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ELECTRICAL ONE-LINE DIAGRAM - D WING -
480/277V EQUIPMENT
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KEYED NOTES -

1. REPLACE EXISTING PANEL WITH NEW PANEL IN THE SAME
LOCATION. EXISTING PANEL IS 100A MCB 480Y/277 VOLT 18
CIRCUIT.

2. ADD A 100A 3P CIRCUIT BREAKER IN EXISTING SQUARE D MODEL
6 MOTOR CONTROL CENTER SO. # 27862650-049.

3. PROVIDE A 60A/3P CIRCUIT BREAKER.

Addendum 1 05/24/20131

1. PROVIDE SELECTIVE COORDINATION BETWEEN ALL NEW
CIRCUIT BREAKERS.

SHEET NOTES -



KEYED NOTES -

1. LUMINAIRE MANUFACTURER'S EARTHQUAKE CLIP, (4)
PER FIXTURE AT CORNERS. ATTACH WITH SHEET METAL
SCREW

2. FIXTURE WHIP FROM JUNCTION BOX (6FT. LONG MAX.)

3. LUMINAIRE. REFER TO SCHEDULE

4. LUMINAIRE SUSPENSION WIRES (#10 MIN) ATTACHED TO
STRUCTURE (TYP EA. CORNER)

5. 3 TWIST MINIMUM (TYP)

6. ACOUSTICAL CEILING TILE (TYP)

7. ARCHITECTURAL CEILING GRID
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KEYED NOTES -

1. LUMINAIRE MANUFACTURER'S EARTHQUAKE CLIP, (4) PER
FIXTURE AT CORNERS. ATTACH WITH SHEET METAL
SCREW

2. FIXTURE WHIP FROM JUNCTION BOX (6FT. LONG MAX.)

3. LUMINAIRE. REFER TO SCHEDULE

4. LUMINAIRE SUSPENSION WIRES (#10 MIN) ATTACHED TO
STRUCTURE (TYP EA. CORNER)

5. 3 TWIST MINIMUM (TYP)

6. GYPSUM BOARD (TYP)

7. CEILING CROSS BEAM

8. CEILING MAIN BEAM

9. DRYWALL BORDER
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KEYED NOTES -

1. #12 GA. HANGER WIRE THROUGH INTEGRAL GALVANIZED
LIPPED STEEL MOUNTING CHANNEL & ATTACHED TO
STRUCTURE

2. INTEGRAL GALVANIZED LIPPED STEEL MOUNTING
CHANNEL

3. CEILING HANGER WIRE

4. ARCHITECTURAL CEILING GRID

5. WIRE TIE THROUGH MOUNTING CHANNEL  & CROSS BEAM,
TYP.

6. ACOUSTICAL CEILING TILE (TYP)

7. LOCKING SQUARE WASHER & NUT

8. JUNCTION BOX

9. 1/4" SCREW
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KEYED NOTES -

1. #12 GA. HANGER WIRE THROUGH INTEGRAL GALVANIZED
LIPPED STEEL MOUNTING CHANNEL & ATTACHED TO
STRUCTURE

2. INTEGRAL GALVANIZED LIPPED STEEL MOUNTING
CHANNEL

3. CEILING HANGER WIRE

4. DRYWALL CEILING CROSS TEE, TYP.

5. WIRE TIE THROUGH MOUNTING CHANNEL  & CROSS
BEAM, TYP.

6. CEILING MAIN BEAM.

7. GYPSUM BOARD

8. LOCKING SQUARE WASHER & NUT

9. JUNCTION BOX

10. 1/4" SCREW
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KEYED NOTES -
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1. CEILING HANGER WIRE, TYP.

2. WIRE TIE OR SCREW BAR HANGER TO ARCHITECTURAL
CEILING GRID TYP.

3. ARCHITECTURAL CEILING GRID

4. RECESSED CAN LUMINAIRE

5. 12GA. HANGER WIRE AT DIAGONAL CORNER ATTACHED TO
STRUCTURE

6. LUMINAIRE BAR HANGERS

7. ACOUSTICAL CEILING TILE (TYP)

KEYED NOTES -

1. CEILING CROSS BEAM

2. WIRE TIE OR SCREW BAR HANGER TO CROSS BEAM,
TYPICAL

3. CEILING HANGER WIRE, TYPICAL

4. 12GA. HANGER WIRE AT DIAGONAL CORNER ATTACHED
TO STRUCTURE

5. RECESSED DOWNLIGHT LUMINAIRE

6. LUMINAIRE BAR HANGERS

7. GYPSUM BOARD, TYPICAL

8. CEILING BEAM

9. CEILING MAIN BEAM
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LIGHTING DETAILS
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NOT TO SCALEE500

2 LUMINAIRE MOUNTING - LAY-IN CEILING
NOT TO SCALEE500

3 LUMINAIRE MOUNTING - GYPBOARD CEILING
NOT TO SCALEE500

4 EXIT SIGN MOUNTING - LAY-IN CEILING

NOT TO SCALEE500

5 EXIT SIGN MOUNTING - GYPBOARD CEILING
NOT TO SCALEE500

6 DOWNLIGHT MOUNTING - LAY-IN CEILING
NOT TO SCALEE500

7 DOWNLIGHT MOUNTING - GYPBOARD CEILING

1

E500
NOT USED
NOT TO SCALE
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F

F

F

F

VO"X"

SO

VO"X"

SV"X"

P

VO"X"

SO

MM
"X" "X"

CM

FATP5

TYPICAL

FATP8

1. SEE SPECIFICATIONS FOR ADDITIONAL WIRING REQUIREMENTS OF THE
FIRE ALARM SYSTEM.

2. "X" DENOTES A SPECIFIC TYPE OF DEVICE FOR MONITOR MODULES,
CONTROL MODULES AND VISUAL STROBES.  SEE THE MONITOR AND
CONTROL MODULE SCHEDULES AND THE SYMBOLS LIST FOR
ADDITIONAL INFORMATION.

3. THE EXISTING TRANSPONDER PANEL "FA/TP5" IS LOCATED ON THE
FIFTH FLOOR IN ROOM D5209.

KEYED NOTES -

DETAIL NOTES -

EIGHTH FLOOR

FIFTH FLOOR

E
X

IS
T

IN
G

E
X

IS
T

IN
G

5

6

1
2

3
4

DH DH

P

1. DOOR HOLDER CIRCUIT WIRING.

2. SLC LOOP CIRCUIT WIRING.

3. VISUAL STROBE CIRCUIT WIRING.

4. EVACUATION SPEAKER CIRCUIT WIRING.

5. VERIFY WIRING REQUIREMENT BETWEEN PANELS WITH EQUIPMENT
MANUFACTURER.

6. FIELD COORDINATE ROUTING AND CABLING NECESSARY FOR
CONNECTION BETWEEN THE PANELS.

FOR STANDARD RECEPTACLE SPACINGS

FOR SPECIAL DEVICE REQUIREMENTS AND SPACING

DEVICES
MOUNTED IN

MULTI-
OUTLET

ASSEMBLY

DEVICES
MOUNTED IN

WALL

DEVICES
MOUNTED IN

WALL MO A

- -

MO A

- -

INDICATES TYPE (SEE SPECIFICATIONS)

INIDCATES SPACING IN INCHES

INDICATES TOTAL QUANTITY OF RECEPTACLES ON RUN

INDICATES TYPE (SEE SPECIFICATIONS)

INIDCATES SPACING IN INCHES

INDICATES TOTAL QUANTITY OF RECEPTACLES ON RUN
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2'-0" MIN

[610mm]

SECTION

DETAIL NOTES -

KEYED NOTES -

1. ALL HARDWARE SHOWN SHALL BE STAINLESS STEEL.

2. PROVIDE 1 MOUNTING POINT PER 12" OF BAR LENGTH.

3. HOLES MAY BE ADDED IF REQUIRED.

1. 3/8" DIA. HOLE TYP. OF (6)

2. 1/4" THICK CU BUSS

3. 1/4" DIA. HOLE TYP OF (8)

4. 1/4" DIA. MOUNTING HOLES TYP. OF (4)

5. 3" DEEP FIBERGLASS CHANNEL SAME LENGTH AS CU BUSS

6. 1/2" NUT

7. 1/2"DIA. x2"L. BOLT TYP. OF (2)

8. 1/2" LOCK WASHER

9. 1/2" STANDARD WASHER

10. 1/2" FENDER WASHERS (EACH SIDE)

11. STEEL EXPANSION ANCHOR

1 3 4
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DETAIL NOTES -

KEYED NOTES -

1. MAINTAIN A MINIMUM CLEARANCE OF 12" [308mm] ON ALL
SIDES OF ROOF PENETRATION FROM WALLS, CURBS, AND
OTHER PROJECTIONS TO FACILITATE PROPER FLASHING.

2. FLANGES OF ADJACENT FLASHINGS SHALL NOT BE
CUT OR OVERLAPPED.

3. VERIFY ROOF & STRUCTURAL SYSTEM WITH ARCHITECT.

4. COORDINATE FLASHING INSTALLATION WITH ROOFING
CONTRACTOR TO ENSURE   PROPER METHODS &
MATERIALS ARE USED TO MAINTAIN ROOF WARRANTY.
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16

17
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65

4

3

2

1

8 9

1. STAINLESS CLAMP, TYP.

2. PREFABRICATED RUBBER BOOT CAP WITH GRADUATED
STEPS & WEATHER-PROOF PRESSURE SEAL TO COLLAR

3. SEALANT AT PENETRATION TO MEMBRANE JUNCTURE BY
ROOFING CONTRACTOR

4. ROOF MEMBRANE

5. ROOF

6. WATER CUT-OFF MASTIC COMPATIBLE WITH ROOF
MEMBRANE

7. CONDUIT CLAMP.  SIZE AS REQUIRED

8. SEAL-OFF FITTING, TYP.

9. CONDUIT, TYP.

10. BATT INSULATION

11. PREFABRICATED FORMED 0.06" THICK ALUMINUM
FLASHING ROUND COLLAR WITH MIN. 3" WIDE FLANGE.
ATTACH TO ROOF PER MANUFACTURER'S INSTRUCTIONS

12. MULTIPLE MEMBRANE STRIPPING PLIES FEATHERED AT
FIELD OF ROOF BY ROOFING CONTRACTOR. PRIME
FLANGE BEFORE STRIPPING.

13. STEEL EXPANSION ANCHOR

14. 3/8" MIN GALVANIZED THREADED ROD, TYP.

15. LOCKING SQUARE WASHER & LOCKNUT

16. CONDUIT CLAMP.  SIZE AS REQUIRED

17. INTEGRAL GALVANIZED LIPPED STEEL MOUNTING
CHANNEL
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SECTION "A-A"

ELEVATION

KEYED NOTES -

1. CAST METAL "WHILE-IN-USE" WP COVER(S) &
RECEPTACLE(S).

2. RIGID STEEL CONDUIT FOR SUPPORT PER N.E.C. ART. 314

3. RIGID STEEL CONDUIT FOR WIRING

4. ROOF PENETRATION AND CONDUIT SUPPORT PER
ROOF PENETRATION DETAIL.

5. CAST METAL, 2-GANG, NEMA 3R JUNCTION BOX WITH
THREADED HUBS.

.

.

.

.

. .

.

.
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2

3

4
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2

3

KEYED NOTES -

1. FLOOR OR ROOF STRUCTURE. FIELD VERIFY ACTUAL
CONDITIONS, TYP.

2. 15" FLEXIBLE GALVANIZED STEEL CONDUIT WITH
CONDUCTORS & GREEN INSULATED EQUIPMENT
GROUNDING CONDUCTOR.

3. SEISMIC OR EXPANSION JOINT. FIELD VERIFY ACTUAL
CONDITIONS & LOCATIONS.

4. STRUCTURAL MEMBER (BEAM, JOIST, ETC.), TYP.

5. STEEL EXPANSION ANCHOR

6. CONDUIT TRAPEZE PER CONDUIT TRAPEZE MOUNTING
DETAIL, TYP.

7. CONDUIT, TYP.

8. SPRING NUT

9. BEAM CLAMP, TYP.

10. JUNCTION BOX, TYP (SIZE AS REQUIRED)

11. INTEGRAL GALVANIZED LIPPED STEEL MOUNTING
CHANNEL

12. JUNCTION BOX (SIZE AS REQUIRED)

13. CONDUIT COMPRESSION FITTING

3'-0" MAX

[914mm]

5

4
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13.
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POWER AND FIRE ALARM DETAILS

E510

607-394

1

WS RA
99

NOT TO SCALEE510

1 FIRE ALARM DIAGRAM
NOT TO SCALEE510

3 MULTI-OUTLET ASSEMBLY DETAIL

NOT TO SCALEE510

4 GROUNDING BAR DETAIL
NOT TO SCALEE510

5 ROOF PENETRATION DETAIL
NOT TO SCALEE510

6 RECEPTACLE ROOF MOUNTING DETAIL

NOT TO SCALEE510

2 CONDUIT JOINT CROSSING DETAIL



LENGTH AS REQUIRED

DETAIL NOTES -

KEYED NOTES -

1. METAL CHANNEL STRUT SUPPORT LONGER THAN 36"
SHALL BE INSTALLED WITH A CENTER SUPPORT ROD.

2. FASTEN THREADED ROD TO STRUCTURE BY APPROVED
METHOD PER SPECIFICATION 26 0533, RACEWAYS AND
BOXES FOR ELECTRICAL SYSTEMS.  FIELD VERIFY EXACT
CONDITIONS.

3. FOR TRAPEZE INSTALLATIONS IN SEISMIC AREAS REFER
TO SPECIFICATION SECTION 10 05 41, SEISMIC RESTRAINT
REQUIREMENTS FOR NON-STRUCTURAL COMPONENTS.

.

.

.

.

.

.

.

.

.

.

1

2

3

4

1

2

5
6

3

3

1. 3/8" MIN GALVANIZED THREADED ROD, TYP.

2. LOCKING SQUARE WASHER & LOCKNUT

3. INTEGRAL GALVANIZED LIPPED STEEL MOUNTING
CHANNEL

4. WASHER & LOCKNUT

5. REFER TO PLANS FOR QUANTITY & SIZE OF CONDUITS

6. CONDUIT CLAMP.  SIZE AS REQUIRED

1. UV-INHIBITED POLYCARBONATE OR HIGH-DENSITY
POLYPROPYLENE PLASTIC BLOCK, LENGTH AS REQUIRED

2. LOCKING SQUARE WASHER & LOCKNUT

3. 3/8" MIN GALVANIZED THREADED ROD, TYP.

4. REFER TO PLANS FOR QUANTITY & SIZE OF CONDUITS

5. CONDUIT CLAMP.  SIZE AS REQUIRED

6. INTEGRAL GALVANIZED LIPPED STEEL MOUNTING CHANNEL

KEYED NOTES -

6

1

6

5

4

2

3

.

.

.

KEYED NOTES -

3/8" MAX

[10mm]

1. FLOOR SLAB, TYPICAL

2. FIRESTOP SEALANT PER SECTION 07 84 00, FIRESTOPPING

3. CONDUIT, TYPICAL

4. MINERAL WOOL (FIRMLY PACKED)

5. INTEGRAL GALVANIZED LIPPED STEEL MOUNTING CHANNEL,
TYPICAL

6. STEEL EXPANSION ANCHOR, TYPICAL

7. CONDUIT COMPRESSION FITTING, TYPICAL

8. SPRING NUT, TYPICAL

9. JUNCTION BOX (SIZE AS REQUIRED)

79

8

1

2
3

4

5

6

..

.

.

.

.

.

KEYED NOTES -

1. LOW VOLTAGE AND SIGNAL CABLES

2. WALL FLANGE OF EZ PATH OR EQUAL

3. EZ PATH OR EQUAL

4. 1 HOUR RATED WALL

5. GYPSUM WALL CAVITY

6. FIRE LABEL

6

3

45

1

6

2

DETAIL NOTES -

KEYED NOTES -

1. MECHANICALLY SUPPORT BOTH SIDES.

2. FIRE CALK BOTH SIDES OUTSIDE DIAMETER OF CONDUIT.

3. FIRE PUTTY OR PILLOWS INSIDE DIAMETER OF CONDUIT.

4. FIRE PIPE PLUGS REQUIRED.

5. COORDINATE FIRE MATERIALS WITH CONSTRUCTION
MANAGER.

1. FIRE CAULK

2. CLAMPS

3. EMT CONDUIT

4. INSOLATED PUSH-ON BUSHING.

43

2

1

2

4

. .1

(1)#6
3/4" C.

INDIVIDUAL PATIENT
CARE VICINITY "A"

INDIVIDUAL PATIENT
CARE VICINITY "B"

120V &/OR 277V
OTHER

BRANCH(ES)

120V &/OR 277V
CRITICAL CARE

BRANCH

120V &/OR 277V
NORMAL
POWER
BRANCH

120V &/OR 277V
CRITICAL CARE

BRANCH

120V &/OR
277V OTHER
BRANCH(ES)

DETAIL NOTES -

KEYED NOTES -

1. IF THIS IS A REMODEL OF AN EXISTING SPACE, THE EC
SHALL VERIFY THAT THE EXISTING PANELBOARDS
SERVING ALL INDIVIDUAL PATIENT VICINITIES WITHIN
THE CONSTRUCTION LIMITS OF THIS PROJECT ARE
BONDED WITH A MINIMUM OF A #6 INSULATED COPPER
CONDUCTOR.  IF THEY ARE NOT, THE EC SHALL
PROVIDE PANELBOARD BONDING AS DESCRIBED
HEREIN.

2. SEE NEC 517-3 FOR THE DEFINITION OF A PATIENT
VICINITY.

3. ALL PANELBOARDS SERVING LIGHTING FIXTURES THAT
FALL WITHIN THE FOOTPRINT OF THE PATIENT VICINITY
SHALL BE INCLUDED IN THE PANELBOARD BONDING
SYSTEM.

1. CIRCUITS SERVING A COMMON INDIVIDUAL PATIENT
VICINITY.

2. PROVIDE BONDING CONDUCTOR BETWEEN THE GROUND
BUSSES OF ALL PANELS SERVING A COMMON INDIVIDUAL
PATIENT VICINITY AS REQUIRED BY NEC 517-14 AND AS
DEFINED HEREIN.  EACH CONDUCTOR SHALL BE BONDED
TO THE RACEWAY AT BOTH ENDS.

3. EXAMPLE OF PANELS BONDED TOGETHER FOR
INDIVIDUAL PATIENT VICINITY "A".

4. EXAMPLE OF PANELS BONDED TOGETHER FOR
INDIVIDUAL PATIENT VICINITY "B".

5. PANELBOARD GROUND BUS.  TYPICAL.

4

3

(1)#6
3/4" C.

(1)#6
3/4" C.

(1)#6
3/4" C.

2 2 2 2

5

1 1

... ...

MAX. SPACING
72"

MAX.
TRANSFORMER
75  KVA 650 LBS.

MIN 10' AFF
TO STRUT

DETAIL NOTES -

KEYED NOTES -

1. BEAM CLAMP UNISTRUT 1650AS OR APPROVED EQUAL.

2. 1/2" THREADED ROD TYPICAL.

3. PROVIDE MASON INDUSTRIES SLFH TYPE OR APPROVED
EQUAL FREE STANDING SPRING ISOLATOR. SPRING
ISOLATOR TO BE SIZED BY MANUFACTURER TO
ACCOMMODATE INSTALLATION AND TRANSFORMER WEIGHT.

4. UNISTRUT P1001 OR APPROVED EQUAL.

1. TRANSFORMER UNISTRUT OR APPROVED EQUAL
SUPPORTS ARE NOT TO BE USED TO SUPPORT CONDUIT,
LIGHT FIXTURES, OR ANY OTHER EQUIPMENT THAT IS NOT
ASSOCIATED WITH THE TRANSFORMER TO FACILITATE
TRANSFORMER REPLACEMENT.

2. MOUNT TRANSFORMER IN ACCORDANCE WITH
MANUFACTURER'S RECOMMENDATIONS.
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E511

607-394

1

WS RA
100

NOT TO SCALEE511

1 CONDUIT TRAPEZE MOUNTING DETAIL
NOT TO SCALEE511

2 ROOF CONDUIT SUPPORT DETAIL
NOT TO SCALEE511

3 FLOOR SLAB PENETRATION DETAIL

NOT TO SCALEE511

5

TYPICAL RATED WALL SLEEVE PENETRATION
DETAIL

NOT TO SCALEE511

6

TYPICAL NON-RATED WALL SLEEVE
PENETRATION DETAIL

NOT TO SCALEE511

7 PANELBOARD BONDING DETAIL

NOT TO SCALEE511

4 TRANSFORMER MOUNTING DETAIL

Addendum 1 05/24/20131



2

KEYED NOTES -

1. PROVIDE SLEEVE AND WATERTIGHT SEAL IN NEW
PENTHOUSE ROOF PENETRATION FOR RACEWAY AND
CABLING. PROTECT RACEWAY AND CABLING DURING
CONSTRUCTION. COORDINATE WITH GENERAL CONTRACTOR.

2.  PROVIDE SLEEVE AND WATERTIGHT SEAL IN NEW
PENTHOUSE ROOF PENETRATION FOR ANTENNA AND
CABLING. PROVIDE BRACKET TO SUPPORT EXISTING POLE
DIRECTLY BELOW EXISTING GRILLE. PROTECT ANTENNA AND
CABLING DURING CONSTRUCTION. COORDINATE WITH
GENERAL CONTRACTOR.

 3. PROVIDE SLEEVE AND WATERTIGHT SEAL IN NEW
PENTHOUSE ROOF PENETRATION FOR CABLING. PROTECT
CABLING DURING CONSTRUCTION. COORDINATE WITH
GENERAL CONTRACTOR.

3. ANTENNA AND ASSOCIATED CABLING SHALL BE RELOCATED
BY TELECOMMUNICATIONS CABLING COMPANY.

1

3

4

KEYED NOTES -

1. PROVIDE SLEEVE AND WATERTIGHT SEAL IN NEW
PENTHOUSE ROOF PENETRATION FOR CABLING. PROTECT
CABLING DURING CONSTRUCTION.

2.  PROVIDE SLEEVE AND WATERTIGHT SEAL IN NEW
PENTHOUSE ROOF PENETRATION FOR CONDUIT AND
CABLING. PROVIDE BRACKET TO SUPPORT EXISTING POLE
DIRECTLY BELOW EXISTING GRILLE. PROTECT ANTENNA AND
CABLING DURING CONSTRUCTION. COORDINATE WITH 
GENERAL CONTRACTOR.

 3. ANTENNA AND ASSOCIATED CABLING SHALL BE RELOCATED
BY TELECOMMUNICATIONS CABLING COMPANY.
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1 PENTHOUSE ELEVATION  - WEST

NOT TO SCALEE512

2 PENTHOUSE ELEVATION  - EAST



AA 2x4 FLUORESCENT TROFFER F 2 F32T8 32 3500 82 ET 1 61 MULTI R LG <5 LITHONIA - 2SP8 7,12 DAYBRITE 1
LENSED - 2 LAMP VOLT METALUX

AA1 2x4 FLUORESCENT TROFFER F 2 F32T8 32 3500 82 ET 1 61 MULTI R DW <5 LITHONIA - 2SP8 7,12 DAYBRITE 1
LENSED - 2 LAMP VOLT METALUX

AD 2x4 3-IN-1 PATIENT ROOM F 6 F40BX 40 3500 82 ET 3 240 MULTI R LG VISTA - MLF640LG-120-PBL-LVC 12,48 KENALL - MPC24 4
FIXTURE VOLT PRIOR APPROVED EQUAL

AE1 2x4 2-LAMP LENSED TROFFER F 2 F32T8 32 3500 82 ET 1 61 MULTI R DW <5 LITHONIA - 2SRT 7,11,12 DAYBRITE 1
GASKETED VOLT METALUX

AJ 2x4 RECESSED DIRECT F 2 F32T8 32 3500 82 STEP 1 61 MULTI R LG NULITE - SOTTILE 12 PINNACLE - ADEO 3
ACRYLIC DIFFUSER DIM VOLT L2D-RFD-SD PRIOR APPROVED EQUAL

AK 2x4 RECESSED DIRECT F 3 F32T8 32 3500 82 ET 2 91 MULTI R LG NULITE - SOTTILE 12 PINNACLE - ADEO
ACRYLIC DIFFUSER VOLT L2D-RFD PRIOR APPROVED EQUAL

BE 4' FLUORESCENT F 2 F32T8 32 3500 82 ET 1 61 277 S LG LITHONIA - CA 12 DAYBRITE
SURFACE MOUNTED METALUX

BF RECESSED EXAM AND AMBIENT F 3 F54T5HO 54 4100 82 ET 2 180 120 R LG 5.125 ALS - DUET ALKCO - DUO CARE
2-LUMINAIRE SYSTEM EACH DT PRIOR APPROVED EQUAL

FIX

CA 2x2 FLUORESCENT TROFFER F 2 F17T8 17 3500 82 ET 1 39 MULTI R LG <5 LITHONIA - 2SP8 7,12 DAYBRITE 1
LENSED - 2 LAMP VOLT METALUX

CE1 2x2 2-LAMP LENSED TROFFER F 2 F17T8 17 3500 82 ET 1 39 MULTI R DW <5 LITHONIA - 2SRT 7,11,12 DAYBRITE 1
GASKETED VOLT METALUX

CG 2x2 RECESSED DIRECT F 2 F17T8 17 3500 82 ET 1 39 MULTI R LG NULITE - SOTTILE 12 PINNACLE - ADEO
ACRYLIC DIFFUSER VOLT L2D-RFD PRIOR APPROVED EQUAL

CH 2x2 RECESSED DIRECT F 3 F17T8 17 3500 82 ET 2 61 MULTI R LG NULITE - SOTTILE 12 PINNACLE - ADEO
ACRYLIC DIFFUSER VOLT L2D-RFD PRIOR APPROVED EQUAL

CJ 2x2 RECESSED DIRECT F 2 F17T8 17 3500 82 ET 1 39 MULTI R LG FOCAL POINT - APOLLO 12 COOPER HEALTHCARE - MAO
ACRYLIC DIFFUSER VOLT FMA2-WHA KENALL - ME24

CK 2x2 RECESSED DIRECT F 3 F17T8 17 3500 82 ET 2 61 MULTI R LG FOCAL POINT - APOLLO 12 COOPER HEALTHCARE - MAO
ACRYLIC DIFFUSER VOLT FMA2-WHA KENALL - ME24

CL SURFACE MOUNT 2x2 DIRECT F 2 F17T8 17 3500 82 ET 1 39 MULTI S DW LITHONIA - 2SSH 7,11,12 DAYBRITE 1
GASKETED VOLT METALUX

DA 6" FLUORESCENT DOWNLIGHT F 1 F32TRT 32 3500 82 ET 1 36 MULTI R V GOTHAM - AF6 16 PORTFOLIO
VOLT REVELATION

DC 6" LED DOWNLIGHT LED - IN UNIT 14.3 3500 80 DRIVER 1 14.3 MULTI R V PORTFOLIO - LD610-ERM6 16,32 PRIOR APPROVED EQUAL
w/ DIMMING DM VOLT

DE 6" LED DOWNLIGHT LED - IN UNIT 14.3 3500 80 DRIVER 1 14.3 MULTI R V PORTFOLIO - LD610-ERM6 16,32 PRIOR APPROVED EQUAL
w/ DIMMING DM VOLT

DF 6" LED DOWNLIGHT LED - IN UNIT 14.3 3500 80 DRIVER 1 14.3 MULTI R V PORTFOLIO - LD610-ERM6 16,32 PRIOR APPROVED EQUAL 13
w/ DIMMING DM VOLT

DG 6" FLUORESCENT DOWNLIGHT F 2 F26DBX 26 3500 82 ET 1 46 MULTI R V GOTHAM - AF6 16 PORTFOLIO
VOLT REVELATION

DH 6" LED DOWNLIGHT LED - IN UNIT 14.3 3500 80 DRIVER 1 14.3 MULTI R V PORTFOLIO - LD610-ERM6 16,32 PRIOR APPROVED EQUAL
w/ DIMMING DM VOLT

DM FLUORESCENT SHOWER F 2 F26DBX 26 3500 82 ET 1 46 MULTI R V GOTHAM - LGF 11,13,16,46 PORTFOLIO
LIGHT VOLT REVELATION

DN 3" RECESSED ADJUSTABLE I 1 50W MR16 50 - - - - 50 120 R LG CON-TECH - CTR325- 36,45 ELITE - B1386
PULL DOWN LVR316 LITON

DZ 7" FLUORESCENT DOWNLIGHT F 1 F32TRT 32 3500 82 ET 1 36 MULTI R V WILA - 12624 SA ETR 7 16 OMEGA - ORT6-TPRC
w/ GLASS TRIM VOLT PRIOR APPROVED EQUAL

DZ1 7" FLUORESCENT DOWNLIGHT F 1 F32TRT 32 3500 82 FD5 1 36 MULTI R V WILA - 12624 SA ETR 7 16,32 OMEGA - ORT6-TPRC
w/ GLASS TRIM AND DIMMING VOLT PRIOR APPROVED EQUAL

DZ2 5" FLUORESCENT DOWNLIGHT F 1 F18TRT 18 3500 82 ET 1 20 MULTI R V WILA - 12602 SA ETR 5 16 OMEGA - ORT6-TPRC
w/ GLASS TRIM VOLT PRIOR APPROVED EQUAL

FB 4FT STEEL DIRECT/INDIRECT F 1 UP F32T8 32 3500 82 ET 2 61 MULTI S W FORUM - LADA C 35,49,53 ALS  - VERSALINE SERIES 8
WALL BRACKET 1 DN VOLT 05/05 LAM

FC CORNER MOUNT CONTINUOUS F 1 F32T8 32 3500 82 ET 1 32 MULTI S CORNER KENALL - MILLENIUM STRETCH MORELITE - TVLP7
ROW LINEAR FIXTURE VOLT MLHA5-F-MW-PP-CMB-DL PRIOR APPROVED EQUAL

FD 4FT STEEL DIRECT/INDIRECT F 1 UP F32T8 32 3500 82 ET 2 83 MULTI S W FORUM - LADA C 35,49,53 ALS  - VERSALINE SERIES 8
WALL BRACKET 2 DN VOLT 05/0505 LAM

FE 8"x4' RECESSED LINEAR FIXTURE F 1 F54T5HO 54 3500 82 FD1 1 66 MULTI R LG 2.75 ALS - LATITUDE 53 FAILSAFE - PDR-MNE
PATIENT ROOM READING LIGHT VOLT LA AS-1 120-D 3 PRIOR APPROVED EQUAL

FF 24" RECESSED TOE KICK COVE LED - IN UNIT 2.9 3500 82 RM 2.9W/FT 120/24 S BOTTOM ILIGHT TECHNOLOGIES - JESCO - LCF-24-CUP
PATIENT HEADWALL XFMR OF 1X SERIES PRIOR APPROVED EQUAL 2

CAB T-24-X35-S-SC
FK RECESSED CONTINUOUS LINEAR F AR F32T8 32 3500 82 ET AR 16W/FT MULTI R DW 4.25 LITE CONTROL - MOD 2 12,53 AXIS 5,6

TOILET ROOMS F25T8 25 VOLT LG-D-4400-SGL PRUDENTIAL

FP 4' FLUORESCENT F 2 F32T8 32 3500 82 ET 1 61 277 S W LITHONIA - CA 12 DAYBRITE 10
CLOSET LIGHT METALUX

OE EXTERIOR SECURITY FIXTURE LED - IN UNIT 55 4000 75 - - 55 277 S W GARDCO - 101L-3-55-NW 36 MCGRAW EDISON - IST-B02 10
PRIOR APPROVED EQUAL

ON OBSTRUCTION LIGHT LED - IN UNIT 10 - - - - 10 120 - - POINT LIGHTING - FEC HELIPORT
POL-21003-R-1F-34B-DT PRIOR APPROVED EQUAL

PA LED DECORATIVE LED - IN UNIT 4 3000 DRIVER 1 4 MULTI S W EUREKA SILENE CLASSIC 35 PRIOR APPROVED EQUAL 11,13
WALL SCONCE w/ DIMMING DM VOLT 3165B-JDJ-LED.4.30-RC-2401E

SATIN NICKEL
PB 24" OVER MIRROR LIGHT F 2 F26DBX 26 3500 82 ET 1 46 MULTI S W SCOTT - SCONCE VISA - BOWE 12

TOILET ROOMS VOLT S3720-2C26E-SN-24" PRIOR APPROVED EQUAL

SB 4' INDUSTRIAL STRIP w/ 5% UPLIGHT F 2 F32T8 32 3500 82 ET 1 61 MULTI P ES 4.5 LITHONIA-EJSA 24 DAYBRITE
AND CHAIN HUNG VOLT METALUX

SC 8' INDUSTRIAL STRIP w/ 5% UPLIGHT F 4 F32T8 32 3500 82 ET 1 120 277 P ES 4.5 LITHONIA-TEJSA 24 DAYBRITE
AND CHAIN HUNG VOLT METALUX

TA MINI PENDANT LED - IN UNIT 3 3000 - RM 1 3 120 P V TECH LIGHTING - SCAVO 32 PRIOR APPROVED EQUAL 7,9
w/ DIMMING DRIVER 700-SCA-FJ-F-S-LED

DM 700FJ4RF-S-LED

UC 24" UNDERCABINET F 1 F17T8 17 3500 82 HPF 1 20 120 S CAB 1 9/16" LITHONIA - N2S17 30 DAYBRITE
FAILSAFE

XG SINGLE FACE, DIE CAST LED - IN UNIT 3 277 R LG LITHONIA - LES1-W 40 CHLORIDE
EXIT SIGN SURELITES

XH DOUBLE FACE, DIE CAST LED - IN UNIT 3 277 R LG LITHONIA - LES2-W 40 CHLORIDE
EXIT SIGN SURELITES

NOTE:

SEE SPECIFICATION SECTIONS 16510 AND 16551 FOR ADDITIONAL INFORMATION REGARDING LIGHTING FIXTURE AND INSTALLATION REQUIREMENTS.  PROVIDE OPTIONS AND ACCESSORIES REFERENCED BY THE COLUMN TITLED "OPTIONS".

MANUFACTURERS AS ACCEPTABLE SHALL MEET ALL REQUIREMENTS AND FEATURES INDICATED.  ACCEPTABLE MANUFACTURERS MUST MEET THE PHOTOMETRIC PERFORMANCE OF THE LISTED UNIT.

ABBREVIATIONS:

AR  = AS REQUIRED EM  = END MOUNT FD10  = FLUORESCENT DIMMING 10-100% MG  = MAGNETIC R  = RECESS XFMR  = TRANSFORMER

CAB  = CABINET ES  = EXPOSED STRUCTURE H  = HID OT  = OTHER RM  = REMOTE

CL  = CLEAR ET  = ELECTRONIC HAL  = HALOGEN P  = PENDANT S  = SURFACE

CT  = COATED F  = FLUORESCENT HPF  = HIGH POWER FACTOR PL  = PLASTER ST  = STANDARD

DNLT  = DOWNLIGHT FD1  = FLUORESCENT DIMMING 1-100% I  = INCANDESCENT PS  = PULSE START V  = VARIES

DW  = DRYWALL FD5  = FLUORESCENT DIMMING 5-100% LG  = LAY-IN GRID Q  = QUARTZ W  = WALL MOUNTED

OPTIONS:

1  = AIR HANDLING CAPABILITY - RETURN AIR 21  = FURNISH WITH SLOPE ADAPTER - VERIFY SLOPE 40  = FURNISH WITH UNIVERSAL ARROWS AND RED STENCIL FACE

2  = 3" DEEP PARABOLIC LOUVERS 22  = FURNISH WITH AUXILIARY EMERGENCY BATTERY BALLAST 41  = FURNISH FOR FIRE RATED CONSTRUCTION

3  = 4" DEEP PARABOLIC LOUVERS 23  = FURNISH WITH WIRE GUARD 42  = FURNISH WITH GLARE SHIELD AND LEXAN PROTECTIVE COVER

4  = SEMI-SPECULAR, LOW IRIDESCENT PARABOLIC LOUVERS 24  = FURNISH CHAIN MOUNTING ACCESSORIES 43  = FURNISH WITH UNIVERSAL ARROWS AND RED STENCIL FACE

5  = FURNISH WITH HOLOPHANE 8246 LENS 25  = FURNISH WITH RIGID PENDANT SYSTEMS     AND BATTERY BACK-UP (NO GENERATOR)
6  = FLAT ALUMINUM DOOR FRAME - MITERED CORNERS 26  = FURNISH WITH SWIVEL CANOPY 44  = FURNISH WITH UNIVERSAL MOUNT

7  = REGRESSED ALUMINUM DOOR FRAME 27  = FURNISH WITH SYMMETRICAL REFLECTOR 45  = FURNISH WITH SOFTENING LENS AND LENS HOLDER

8  = FLAT STEEL DOOR FRAME 28  = FURNISH WITH ASYMMETRICAL REFLECTOR 46  = FURNISH WITH PRISMATIC LENS

9  = SINGLE GASKETED DOOR FRAME 29  = FURNISH WITH PERFORATED DIFFUSER 47  = FURNISH WITH SPRING LOADED LATCHES

10  = DOUBLE GASKETED DOOR FRAME 30  = FURNISH WITH SOLID FRONT AND ROCKER SWITCH 48  = FURNISH WITH HINGED DOOR

11  = TRIPLE GASKETED DOOR FRAME, LENS, BODY 31  = FURNISH WITH PHOTO CELL 49  = FURNISH WITH TOP AND BOTTOM LENS

12  = POST PAINTED FINISH 32  = FURNISH WITH DIMMING BALLAST COMPATIBLE WITH 50  = FURNISH WITH LOUVER

13  = WET LOCATION CONSTRUCTION     DIMMING CONTROL 51  = FURNISH WITH OPAQUE BACKGROUND

14  = DAMP LOCATION CONSTRUCTION 33  = WHITE STRAIGHT BLADE LOUVERS 52  = FURNISH WITH SELF DIAGNOSTICS

15  = STAINLESS STEEL TRIM AND DOOR FRAME 34  = FURNISH TRIM SUITABLE FOR USE WITH NARROW TEE CLG SUSPENSION SYSTEM 53  = FURNISH WITH END CAPS

16  = SEMI-DIFFUSE LOW IRIDESCENT REFLECTOR 35  = CUSTOM FINISH - COLOR AS SELECTED BY ARCHITECT/OWNER 54

17  = FURNISH WITH DUST COVER 36  = STANDARD FINISH - COLOR AS SELECTED BY ARCHITECT/OWNER 55

18  = FURNISH WITH ANGLED DUST COVER 37  = FURNISH WITH RF NOISE SUPPRESSORS (ADVANCE RIF-1) FOR EACH BALLAST 56

19  = FURNISH WITH LENS AND GASKET 38  = FURNISH WITH ACRYLIC LENS WITH INTEGRAL RFI SHIELDING 57

20  = FURNISH WITH AUXILIARY QUARTZ RESTRIKE 39  = FURNISH WITH HOUSE SIDE SHIELD 58

LIGHT FIXTURE SCHEDULE NOTES:

1.  LITHONIA SP8 SHALL BE PROVIDED WITH THE REVERSE APEX LENS.  OTHER MANUFACTURERS SHALL PROVIDE THE PATTERN 19.156 LENS.

2. LED LINEAR FIXTURE SHALL BE SURFACE MOUNTED TO THE UNDERSIDE OF THE HEADWALL UNIT SO IT IS OUT OF VIEW AND PROJECTING THE LIGHT FORWARD ONTO THE FLOOR.  PROVIDE REMOTE DRIVER IN RATING NECESSARY TO ACCOMMODATE LOAD.
SURFACE MOUNT REMOTE DRIVER ADJACENT TO FIXTURE.  IF THERE IS NOT SPACE, FIELD VERIFY LOCATION OF REMOTE DRIVER WITH ARCHITECT.  REMOTE DRIVER SHALL BE LOCATED WITHIN MAXIMUM DISTANCE OF 40 FEET.  PROVIDE FOR MOUNTING AND ALL
NECESSARY EQUIPMENT AND ACCESSORIES FOR A COMPLETE OPERATING INSTALLATION.  PROVIDE LENGTH SHOWN ON DRAWING.  REFER TO ARCHITECTURAL DETAIL/SECTION.

3. PROVIDE WITH STEP DIM, 100% AND 50%.

4. FIXTURE SHALL BE MOUNTED 6" OFF THE HEADWALL.  ANY CONFLICTS SHALL BE COORDINATED WITH ARCHITECT.

5. PROVIDE WITH TWO LAMPS IN CROSS SECTION.

6. COORDINATE INSTALL WITH CEILING CONTRACTOR.

7. BOTTOM OF FIXTURE SHALL BE MOUNTED 6'-3" AFF, UNLESS NOTED OTHERWISE.  FIELD VERIFY WITH ARCHITECT.

8. PROVIDE ONE LAMP UP TO BE CIRCUITED TO NORMAL POWER AND TWO LAMPS DOWN TO BE CIRCUITED TO LIFE SAFETY POWER.  BOTTOM OF FIXTURE SHALL BE MOUNTED 80" AFF.

9. PROVIDE DRIVER IN RATINGS AND QUANTIES NECESSARY TO ACCOMMODATE LOAD.  PROVIDE WITH LOW VOLTAGE ELECTRONIC DIMMER.  PROVIDE (10) REPLACEMENT HELIOS HEADS FOR OWNER'S STOCK.

10. FIXTURE SHALL BE CENTERED OVER THE DOOR.

11. CENTER OF FIXTURE SHALL BE MOUNTED 6'-0" AFF.

12. FIXTURE SHALL BE CENTERED OVER THE MIRROR.  FIELD VERIFY EXACT LOCATION WITH ARCHITECT.

13. PROVIDE WITH A DRIVER THAT IS COMPATIBLE WITH REVERSE DIMMING SO THE DOWNLIGHTS AND WALL SCONCES IN THE PATIENT ROOM CAN BE CONTROLLED TOGETHER.  ALL FIXTURES SUBMITTED AS EQUALS MUST BE COMPATIBLE WITH REVERSE
DIMMING DEVICE.

LIGHT FIXTURE SCHEDULE
             FIXTURE LAMPS  BALLASTS INPUT

VOLT MOUNT
CEILING FIXTURE FIXTURE SPECIFICATION

OPTIONS
ACCEPTABLE MANUFACTURERS SEE
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EQUIPMENT SCHEDULE - MECHANICAL
FEED FROM OCPD BRANCH WIRING MOTOR CONTROLLER DISCONNECT SWITCH CONNECTION REQUIREMENTS SEE

NO. SERVING LOC. VOLT/ HP FLA KW PANEL CKT BRNH TYPE SIZE POLE NO. SIZE GRD COND GRD FURN INST WIRE LOC. TYPE OPTIONS FURN INST WIRE LOC. OPTIONS NEMA TYPE OPTIONS MTG HEIGHT NOTE
PHASE (Y/N) SIZE BY BY BY BY BY BY

HCUH CABINET UNIT HEATER EA706 120/1 1/3 7.2 0.86 SFP SFP N CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HSAF-149A SUPPLY FAN A-WING PENT. 208/3 - - BPHE/3A 1,3,5 EQ CB 175 3 3 1/0 Y 2 6 EC EC EC NU VFD - - - - - - - 3,10 -

HSAF-149B SUPPLY FAN A-WING PENT. 208/3 - - BPHE/3A 7,9,11 EQ CB 175 3 3 1/0 Y 2 6 EC EC EC NU VFD - - - - - - - 3,10 -

HSAF-150 SUPPLY FAN B-WING PENT. 208/3 - - BPHE/4B 1,3,5 EQ CB 175 3 3 1/0 Y 2 6 EC EC EC NU VFD - - - - - - - 3,10 -

HRRF-149A RETURN FAN A-WING PENT. 208/3 - - BPHE/3A 2,4,6 EQ CB 60 3 3 8 Y 3/4 10 EC EC EC NU VFD - - - - - - - 3,10 -

HRRF-149B RETURN FAN A-WING PENT. 208/3 - - BPHE/3A 8,10,12 EQ CB 60 3 3 8 Y 3/4 10 EC EC EC NU VFD - - - - - - - 3,10 -

HRRF-150 RETURN FAN B-WING PENT. 208/3 - - BPHE/4B 7,9,11 EQ CB 60 3 3 8 Y 3/4 10 EC EC EC NU VFD - - - - - - - 3,10 -

HEF-8A1 EXHAUST FAN ROOF 208/3 1 4.6 1.7 BPHE/3A 13,15,17 EQ CB 15 3 3 12 Y 3/4 12 EC EC EC A-WING PENT. CS - EC EC EC NU 4,6 - 3,10 -

HEF-8A2 EXHAUST FAN ROOF 208/3 1.5 6.6 2.4 BPHE/3A 19,21,23 EQ CB 15 3 3 12 Y 3/4 12 EC EC EC A-WING PENT. CS - EC EC EC NU 4,6 - 3,10 -

HEF-8B1 EXHAUST FAN ROOF 208/3 1.5 6.6 2.4 BPHE/4B 2,4,6 EQ CB 15 3 3 12 Y 3/4 12 EC EC EC B-WING PENT. VFD - EC EC EC NU 4,6 - 3,10 -

HEF-8B2 EXHAUST FAN ROOF 208/3 2 7.5 2.7 BPHE/4B 8,10,12 EQ CB 15 3 3 12 Y 3/4 12 EC EC EC B-WING PENT. CS - - - - - - - 3,10 -

HEF-8B3 EXHAUST FAN ROOF 208/3 3 10.6 3.8 BPHE/4B 14,16,18 EQ CB 20 3 3 12 Y 3/4 12 EC EC EC B-WING PENT. VFD - EC EC EC NU 4,6 - 3,10 -

HEF-8B4 EXHAUST FAN ROOF 208/3 1.5 6.6 2.4 BPHE/4B 20,22,24 EQ CB 15 3 3 12 Y 3/4 12 EC EC EC B-WING PENT. CS - - - - - - - 3,10 -

HEF-8B5 EXHAUST FAN ROOF 208/3 1 4.6 1.7 BPHE/4B 30,32,34 EQ CB 15 3 3 12 Y 1/2 12 EC EC EC B-WING PENT. CS - EC EC EC NU 4,6 - 3,10 -

HEF-8B6 EXHAUST FAN B8067 120/1 - - 0.1 B8P/1 1 EQ CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HEF-8D1 EXHAUST FAN ROOF 208/3 2 7.5 2.7 EPP/8 25,27,29 EM CB 15 3 3 12 Y 3/4 12 EC EC EC D-WING CS - EC EC EC NU 4,6 - 3,10 -

HLR-149 LIGHTS AND RECEPTACLES AHU149 120/1 - - - BPHE/3A 14 EQ CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - 1

HLR-150 LIGHTS AND RECEPTACLES AHU150 120/1 - - - BPHE/4B 26 EQ CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - 1

HSUH-9A1 STEAM UNIT HEATER A-WING PENT. 120/1 1/3 7.2 0.86 BPHE/3A 16 EQ CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HSUH-9A2 STEAM UNIT HEATER A-WING PENT. 120/1 1/3 7.2 0.86 BPHE/3A 18 EQ CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HSUH-9A3 STEAM UNIT HEATER A-WING PENT. 120/1 1/3 7.2 0.86 BPHE/3A 20 EQ CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HSUH-9A4 STEAM UNIT HEATER A-WING PENT. 120/1 1/3 7.2 0.86 BPHE/3A 22 EQ CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HSUH-9B1 STEAM UNIT HEATER B-WING PENT. 120/1 1/3 7.2 0.86 BPHE/4B 13 EQ CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HSUH-9B2 STEAM UNIT HEATER B-WING PENT. 120/1 1/3 7.2 0.86 BPHE/4B 15 EQ CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HSUH-9B3 STEAM UNIT HEATER B-WING PENT. 120/1 1/3 7.2 0.86 BPHE/4B 17 EQ CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HSUH-9B4 STEAM UNIT HEATER B-WING PENT. 120/1 1/3 7.2 0.86 BPHE/4B 19 EQ CB 20 1 2 12 Y 1/2 12 EC EC EC NU MAN - - - - - - - 3,10 -

HTCP-149 TEMP. CONTROL PANEL A-WING PENT. 120/1 - - 0.5 BPHE/3A 24 EQ CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 -

HTCP-150 TEMP. CONTROL PANEL B-WING PENT. 120/1 - - 0.5 BPHE/4B 21 EQ CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 -

ABBREVIATIONS:

N = NORMAL BRANCH CB = AMPERE RATED CIRCUIT BREAKER MFR = MANUFACTURER 2SP = 2 SPEED MAGNETIC CONTROLLER SFS = SEE FOOD SERVICE PLANS SA = SEE ARCHITECTURAL DETAILS
LS = LIFE SAFETY BRANCH F = AMPERE RATED FUSES PC = PLUMBING CONTRACTOR VFD = VARIABLE FREQUENCY DRIVE SD = SEE ONELINE DIAGRAM
CR = CRITICAL CARE BRANCH OCPD = OVERCURRENT PROTECTIVE DEVICE MAN = MANUAL CONTROLLER IU = IN UNIT BOL = BUILT-IN OVERLOAD
EQ = EQUIPMENT SYSTEM EC = ELECTRICAL CONTRACTOR MAG = MAGNETIC CONTROLLER NU = NEAR UNIT WP = WEATHER PROOF
EM = EMERGENCY SYSTEM FSEC = FOOD SERVICE EQUIP. CONTRACTOR CS = COMBINATION CONTROLLER OU = ON UNIT FD = FUSIBLE DISCONNECT

ES = ESSENTIAL SYSTEM MC = MECHANICAL CONTRACTOR RVS = REDUCE VOLTAGE CONTROLLER SFP = SEE FLOOR PLANS LMRS = LOCKABLE MOTOR RATED SWITCH

OPTIONS:
1 = SINGLE RECEPTACLE 4 = NON FUSIBLE DISCONNECT 7 = LOCKABLE 10 = VERIFY WITH MANUFACTURER PRIOR TO INSTALLATION 13 = GFI RECEPTACLE

2 = DUPLEX RECEPTACLE 5 = FUSIBLE DISCONNECT 8 = CONCEALED 11 = SURFACE MOUNTED 14 = FED FROM UPSTREAM GFI BREAKER

3 = DIRECT  CONNECTION 6 = WEATHERPROOF 9 = TOGGLE SWITCH 12 = FLUSH MOUNTED

EQUIPMENT SCHEDULE NOTES:

GENERAL NOTE 1: COORDINATE EXACT EQUIPMENT LOCATIONS AND REQUIREMENTS OF EQUIPMENT WITH MECHANICAL CONTRACTOR.

GENERAL NOTE 2: ALL VFD'S INCLUDE A SECOND ENCLOSURE FOR A BYPASS VFD. PROVIDE WIRING TO BOTH AS REQUIRED. COORDINATE WITH MECHANICAL CONTRACTOR.

1. MAKE CONNECTIONS FOR LIGHTS BETWEEN AIR HANDLER SECTIONS.

CONTROL MODULE SCHEDULE
DES INTERFACED WITH ACTIVATION DESCRIPTION

AHU
AHU TEMPERATURE CONTROL

PANEL
INITIATES UNIT SHUT DOWN PROCEDURES UPON ALARM SIGNAL FROM UNIT DUCT DETECTORS

DH
DOOR HARDWARE CONTACT ACTIVATION UPON A SIGNAL FROM THE FIRE ALARM SYSTEM GENERAL ALARM SHALL

ACTIVATE LATCHING OF DOOR.

FCD
FIRE COMMAND CENTER RELEASES DOOR UPON A SIGNAL FROM THE FIRE ALARM SYSTEM GENERAL ALARM OR MANUAL

RELEASE - DELAYED EGRESS RELEASE STATION FOR DELAYED EGRESS DOORS IN FIRE COMMAND CENTER.

MONITOR MODULE SCHEDULE
DES. DEVICE MONITORED FIRE ALARM SYSTEM RESPONSE

MM81 EIGHTH FLOOR TAMPER SWITCH INITIATES A SUPERVISORY SIGNAL ON THE FIRE ALARM SYSTEM.

MM82 EIGHTH FLOOR FLOW SWITCH INITIATES AN ALARM SIGNAL ON THE FIRE ALARM SYSTEM

MM83 EIGHTH FLOOR TAMPER SWITCH INITIATES A SUPERVISORY SIGNAL ON THE FIRE ALARM SYSTEM.

MM84 EIGHTH FLOOR FLOW SWITCH INITIATES AN ALARM SIGNAL ON THE FIRE ALARM SYSTEM

MM85 EIGHTH FLOOR TAMPER SWITCH INITIATES A SUPERVISORY SIGNAL ON THE FIRE ALARM SYSTEM.

MM86 EIGHTH FLOOR FLOW SWITCH INITIATES AN ALARM SIGNAL ON THE FIRE ALARM SYSTEM

MM91 PENTHOUSE TAMPER SWITCH INITIATES A SUPERVISORY SIGNAL ON THE FIRE ALARM SYSTEM.

MM92 PENTHOUSE FLOW SWITCH INITIATES AN ALARM SIGNAL ON THE FIRE ALARM SYSTEM

EXISTING PANEL SCHEDULE
DESIG. NEW BREAKERS ADDED EXISTING BREAKERS REUSED LOC. BUSSING VOLTAGE AIC MANUFACTURER SEE

QTY P AMP ACCESSORIES QTY P AMP ACCESSORIES QTY P AMP QTY P AMP RATING AND TYPE NOTE

4 1 20 20 1 20 100A 120/208 **kA WESTINGHOUSE

B3L-2C B3152 MLO 3PH, 4W at 240 PRL1 2,3

VOLTS

11 1 20 1 2 40 100A 120/208 10kA GE

CR3B-1A B3152 MLO 3PH, 4W at 240 NCAB 2,3

VOLTS

3 1 20 ***A 120/208 10kA

LS-B3L1 B3152 3PH, 4W at 240 1,3

VOLTS

2 1 20 100A 277/480 14kA WESTINGHOUSE

ELP/8 ED8023B MCB 3PH, 4W at 480 WEHB 2

VOLTS MK-18640

8 1 20 100A 120/208 10kA SQUARE D

EPP/8 2 3 25 ED8023B MLO 3PH, 4W at 240 NQ 2

1 3 15 VOLTS

1 1 20 800A 120/208 10kA KINNEY

B8P/1 B8071 MLO 3PH, 4W at 240 K2447 2

VOLTS

***A **kA

at ***

VOLTS

ABBREVIATIONS: ACCESSORIES:

MCB = MAIN CIRCUIT BREAKER 1 = ALARM SWITCH 5 = GROUND FAULT PROTECTION 9 = ZONE SELECTIVE INTERLOCKING

MLO = MAIN LUGS ONLY 2 = AUXILIARY SWITCH (PERSONNEL)
SFP = SEE FLOOR PLANS 3 = ELECTRICAL OPERATOR 6 = GROUND FAULT SENSING/ALARM

4 = GROUND FAULT PROTECTION 7 = SHUNT TRIP

(EQUIPMENT) 8 = UNDER VOLTAGE TRIP

EXISTING PANEL SCHEDULE NOTES:

1. EC SHALL CONFIRM EXISTING BUSSING, AIC RATING, AND MANUFACTURER OF PANELBOARD. INFORMATION NOT AVAILABLE AT TIME OF SURVEY.

2. FIELD VERIFY AIC RATING OF PANELBOARD PRIOR TO COMMENCING WORK.

3. WORK DONE BY OWNER AS PART OF ANOTHER PROJECT.

EQUIPMENT SCHEDULE - PLUMBING
FEED FROM OCPD BRANCH WIRING MOTOR CONTROLLER DISCONNECT SWITCH CONNECTION REQUIREMENTS SEE

NO. SERVING LOC. VOLT/ HP FLA KW PANEL CKT BRNH TYPE SIZE POLE NO. SIZE GRD COND GRD FURN INST WIRE LOC. TYPEOPTIONSFURN INST WIRE LOC. OPTIONSNEMA TYPEOPTIONSMTG HEIGHT NOTE
PHASE (Y/N) SIZE BY BY BY BY BY BY

PEWC ELECTRIC WATER COOLER SFP 120/1 - - 0.2 SFP SFP N CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,13 - -

PMGA-1 MED GAS ALARM PANEL B8043 120/1 - - 0.5 LS/8A1 4 LS CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

PMGA-2 MED GAS ALARM PANEL B3154 120/1 - - 0.5 LS/B3L1 2 LS CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - 1

PPWM
PURE WATER SYSTEM
METER

PENT.A 120/1 - - - SFP SFP EQ CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

PPWS
PURE WATER SYSTEM
PUMP

PENT.A 120/1 1 16 1.9 BPHE/3A 31 EQ CB 30 1 2 12 Y 3/4 10 MFR MFR EC OU MAN - - - - - - - 3,10 - -

PRO RO UNIT PENT.A 120/1 3/4 13.8 1.7 BPHE/3A 33 EQ CB 25 1 2 12 Y 3/4 10 MFR MFR EC OU MAN - - - - - - - 3,10 - -

PSF SENSOR FAUCET SFP 120/1 - - 0.5 SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,10,13 - -

PUAC-1 UTILITY AIR COMPRESSOR D8016 480/3 2@5 - - EQ8D1 7,9,11 EQ CB 30 3 3 12 Y 3/4 10 MFR MFR EC OU CS - - - - - - - 3,10 - -

ABBREVIATIONS:

N = NORMAL BRANCH CB = AMPERE RATED CIRCUIT BREAKER MFR = MANUFACTURER 2SP = 2 SPEED MAGNETIC CONTROLLER SFS = SEE FOOD SERVICE PLANS SA = SEE ARCHITECTURAL DETAILS
LS = LIFE SAFETY BRANCH F = AMPERE RATED FUSES PC = PLUMBING CONTRACTOR VFD = VARIABLE FREQUENCY DRIVE SD = SEE ONELINE DIAGRAM
CR = CRITICAL CARE BRANCH OCPD = OVERCURRENT PROTECTIVE DEVICE MAN = MANUAL CONTROLLER IU = IN UNIT BOL = BUILT-IN OVERLOAD
EQ = EQUIPMENT SYSTEM EC = ELECTRICAL CONTRACTOR MAG = MAGNETIC CONTROLLER NU = NEAR UNIT WP = WEATHER PROOF
EM = EMERGENCY SYSTEM FSEC = FOOD SERVICE EQUIP. CONTRACTOR CS = COMBINATION CONTROLLER OU = ON UNIT FD = FUSIBLE DISCONNECT

ES = ESSENTIAL SYSTEM MC = MECHANICAL CONTRACTOR RVS = REDUCE VOLTAGE CONTROLLER SFP = SEE FLOOR PLANS LMRS = LOCKABLE MOTOR RATED SWITCH

OPTIONS:
1 = SINGLE RECEPTACLE 4 = NON FUSIBLE DISCONNECT 7 = LOCKABLE 10 = VERIFY WITH MANUFACTURER PRIOR TO INSTALLATION13 = GFI RECEPTACLE

2 = DUPLEX RECEPTACLE 5 = FUSIBLE DISCONNECT 8 = CONCEALED 11 = SURFACE MOUNTED 14 = FED FROM UPSTREAM GFI BREAKER

3 = DIRECT  CONNECTION 6 = WEATHERPROOF 9 = TOGGLE SWITCH 12 = FLUSH MOUNTED

EQUIPMENT SCHEDULE NOTES:

GENERAL NOTE: COORDINATE EXACT LOCATIONS AND REQUIREMENTS OF EQUIPMENT WITH PLUMBING CONTRACTOR PRIOR TO COMMENCING WORK.

1. WORK DONE BY OWNER AS PART OF ANOTHER PROJECT.
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EQUIPMENT SCHEDULE
FEED FROM OCPD BRANCH WIRING MOTOR CONTROLLER DISCONNECT SWITCH CONNECTION REQUIREMENTS SEE

NO. SERVING LOC. VOLT/ HP FLA KW PANEL CKT BRNH TYPE SIZE POLE NO. SIZE GRD COND GRD FURN INST WIRE LOC. TYPEOPTIONSFURN INST WIRE LOC. OPTIONSNEMA TYPEOPTIONSMTG HEIGHT NOTE
PHASE (Y/N) SIZE BY BY BY BY BY BY

AD AUTO DOOR SFP 120/1 - - 0.5 SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3 - 2,3

BW BLANKET WARMER SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2 - -

CB COFFEE BREWER SFP 120/1 - - 1.2 SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,13 - 7

CCT TELEVISION CONTROL PANEL SFP 120/1 - - 0.5 SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

CF COPY/FAX SFP 120/1 - - 1.5 SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2 - -

CL CLOCK SFP 120/1 - - - SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - 10

CW CART WASHER SFP 208/3 - 31.4 - SFP SFP EQ CB 50 3 4 8 Y 1 10 - - - - - - EC EC EC NU - - 3,10 - 10

DG DIGITIZER SFP 120/1 - - - SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 1,10 - -

DH
DOOR HARDWARE ELECTRIC
LATCH RETRACTION

SFP 120/1 - - 0.5 SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3 - 4

DHDE
DOOR HARDWARE DELAYED
EGRESS

SFP 120/1 - - 0.5 SFP SFP LS CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - 4

EB EQUIPMENT BOOM SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - 6

FA
FIRE ALARM TRANSPONDER
PANEL

SFP 120/1 - - 0.5 SFP SFP LS CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

FP ELECTRIC FIRE PLACE SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

FTR FOOD TRAY REFRIGERATOR SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - 5-20 2,10 - -

FW FOOTWALL SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - EC EC EC NU - - 3 - 9

HP
HOSPITAL PAGING CONTROL
PANEL

SFP 120/1 - - 0.5 SFP SFP LS CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

HW HEADWALL SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - EC EC EC NU - - 3 - 9

IP INTRAAORTIC BALLOON PUMP SFP 120/1 - - - SFP SFP N CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,10 - -

IM ICE MACHINE SFP 120/1 - 13 - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,10,13 - 5,7

MS MED SELECT SFP 120/1 - 15 - SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2 - -

MW MICROWAVE SFP 120/1 - - 1.2 SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,13 -

NC NURSE CALL CONTROL PANEL SFP 120/1 - - 0.5 SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

PA PATIENT BED SFP 120/1 - - - SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,10 - -

PB P-TUBE STATION SFP 120/1 - - - SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

PD P-TUBE DIVERTER SFP 120/1 - - - SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

PG PRIVACY GLASS SFP 120/1 - - 0.2 SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10,14 - 9

PJ PROJECTOR SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2 - 9

PL PATIENT LIFT SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - 10

PR PRINTER SFP 120/1 - - 1.2 SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2 - -

PS PROJECTION SCREEN SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - EC EC EC NU - - 3,10 - 10

PT PATIENT TRACKING BOARD SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,10 - -

RF REFRIGERATOR SFP 120/1 - - 1.2 SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,10 - -

SA
SECURITY ACCESS CONTROL
PANEL

SFP 120/1 - - 0.5 SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - -

SB SMART BOARD SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2 - -

SD SMOKE DAMPER SFP 120/1 - - 0.1 SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3 - -

SSC STEAM STERILIZER - CONTROLS SFP 120/1 - 2 - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3,10 - 10

SSV
STEAM STERILIZER - VACUUM
PUMP

SFP 208/3 - 18 - SFP SFP SFP CB 25 3 3 10 Y 3/4 10 - - - - - - EC EC EC NU - - 3,10 - 10

ST SHUNT TRIP SFP 120/1 - - 0.3 SFP SFP LS CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 3 - -

SV SCRUB VALET SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,10 - -

TC TELECOMMUNICATIONS RACK SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,10 - 8

TV TELEVISION SFP 120/1 - - - SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2 - -

UC ULTRASONIC CLEANER SFP 208/3 - 16.3 - SFP SFP SFP CB 25 3 4 10 Y 1 10 - - - - - - - - - - - - 3,10 - 10

UR
UNDERCOUNTER
REFRIGERATOR

SFP 120/1 - - 0.6 SFP SFP SFP CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 2,13 - -

WD WASHER/DISINFECTOR (STEAM
UNIT)

SFP 480/3 - 12.5 - SFP SFP SFP CB 20 3 3 12 Y 1/2 12 - - - - - - EC EC EC NU - - 3,10 - 10

XR XRAY UNIT SFP 120/1 - - - SFP SFP CR CB 20 1 2 12 Y 1/2 12 - - - - - - - - - - - - 1,10 - -

ABBREVIATIONS:

N = NORMAL BRANCH CB = AMPERE RATED CIRCUIT BREAKER MFR = MANUFACTURER 2SP = 2 SPEED MAGNETIC CONTROLLER SFS = SEE FOOD SERVICE PLANS SA = SEE ARCHITECTURAL DETAILS
LS = LIFE SAFETY BRANCH F = AMPERE RATED FUSES PC = PLUMBING CONTRACTOR VFD = VARIABLE FREQUENCY DRIVE SD = SEE ONELINE DIAGRAM
CR = CRITICAL CARE BRANCH OCPD = OVERCURRENT PROTECTIVE DEVICE MAN = MANUAL CONTROLLER IU = IN UNIT BOL = BUILT-IN OVERLOAD
EQ = EQUIPMENT SYSTEM EC = ELECTRICAL CONTRACTOR MAG = MAGNETIC CONTROLLER NU = NEAR UNIT WP = WEATHER PROOF
EM = EMERGENCY SYSTEM FSEC = FOOD SERVICE EQUIP. CONTRACTOR CS = COMBINATION CONTROLLER OU = ON UNIT FD = FUSIBLE DISCONNECT

ES = ESSENTIAL SYSTEM MC = MECHANICAL CONTRACTOR RVS = REDUCE VOLTAGE CONTROLLER SFP = SEE FLOOR PLANS LMRS = LOCKABLE MOTOR RATED SWITCH

OPTIONS:
1 = SINGLE RECEPTACLE 4 = NON FUSIBLE DISCONNECT 7 = LOCKABLE 10 = VERIFY WITH MANUFACTURER PRIOR TO INSTALLATION13 = GFI RECEPTACLE

2 = DUPLEX RECEPTACLE 5 = FUSIBLE DISCONNECT 8 = CONCEALED 11 = SURFACE MOUNTED 14 = FED FROM UPSTREAM GFI BREAKER

3 = DIRECT  CONNECTION 6 = WEATHERPROOF 9 = TOGGLE SWITCH 12 = FLUSH MOUNTED

EQUIPMENT SCHEDULE NOTES:

1. REFER TO DETAIL 2/E510 FOR MORE INFORMATION.

2. INSTALL AND WIRE PUSH PLATES AS INDICATED ON ARCHITECTURAL DRAWINGS.

3. WIRE CONTROLS ASSOCIATED WITH THIS DOOR PER MANUFACTURER'S REQUIREMENTS.

4. EC SHALL CONNECT POWER TO EACH LEAF OF DOOR.

5. PROVIDE NEMA 5-20 RECEPTACLE WITH 90 DEGREE PRONG.

6. PROVIDE (6) 20A CIRCUITS TO EQUIPMENT BOOM.

7. LOCATE EQUIPMENT CONNECTION ABOVE COUNTER.

8. EC SHALL INSTALL OUTLET WITHIN TELECOM RACK VERTICAL SECTION. COORDINATE WITH LOW VOLTAGE CONTRACTOR FOR EXACT LOCATION PRIOR TO COMMENCING WORK.

9. CONFIRM FINAL EQUIPMENT REQUIREMENTS PRIOR TO COMMENCING INSTALLATION.

10. COORDINATE EQUIPMENT REQUIREMENTS AND LOCATIONS WITH OWNER-FURNISHED EQUIPMENT PRIOR TO COMMENCING WORK.
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Panel Circuiting

Project Number: 210134 Panel Location: A8013 Panel Name: N-8A1,N-8A2

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 20 1 1.00 900 CORRIDOR 2 20 1 1.00 720 A8037

3 20 1 1.00 940 GEN,(2)PEWC,CORRIDOR 4 20 1 1.00 300 SSC,A8035

5 20 1 1.00 900 A8041,A8037 6 25 3 1.00 6500 SV,A8035

7 20 1 1.00 1080 A8027 8 --- --- 1.00

9 20 1 1.00 1080 AA8019,A8028,A8017 10 --- --- 1.00

11 20 1 1.00 1080 A8017,A8015 12 20 1 1.00 1080 A8029

13 20 1 1.00 1080 A8013,A8011 14 20 1 1.00 900 A8007,A8005,A8001

15 20 1 1.00 1000 PS,PJ,A8011 16 20 1 1.00 720 A8003

17 20 1 1.00 900 TV,GEN REC,A8011 18 20 1 1.00 900 HCUH,EA706

19 20 1 1.00 500 SB,A8011 20 20 1 1.00 1080 A8054,A8052,A8050

21 20 1 1.00 720 A8048 22 20 1 1.00 900 A8050

23 20 1 1.00 720 A8046 24 20 1 1.00 1200 PR,A8050

25 20 1 1.00 1080 A8042 26 20 1 1.00 1080 A8024,A8022

27 20 1 1.00 900 A8030 28 20 1 1.00 720 A8030

29 20 1 1.00 1080 A8022,A8020 30 20 1 1.00 1080 A8016,A8018

31 20 1 1.00 1500 CF,A8016 32 20 1 1.00 1080 A8014,A8012

33 20 1 1.00 360 A8002 34 20 1 1.00 1080 A8012,A8010

35 20 1 1.00 1080 A8006,A8008,A8004 36 20 1 1.00 1000 SV,A8021

37 20 1 1.00 1000 SV,A8026 38 20 1 1.00 540 PENTHOUSE A

39 20 1 1.00 1146 AREA A - NW LTG 40 20 1 1.00 1480 AREA A - NE LTG

41 20 1 1.00 1464 AREA A - SW LTG 42 20 1 1.00 1494 AREA A - SE LTG

43 20 1 1.00 775 PENTHOUSE AREA A LTG 44 20 1 1.00 SPARE

45 20 1 1.00 720 A8046 46 20 1 1.00 SPARE

47 20 1 1.00 SPARE 48 20 1 1.00 SPARE

49 20 1 1.00 SPARE 50 20 1 1.00 SPARE

51 20 1 1.00 SPARE 52 20 1 1.00 SPARE

53 20 1 1.00 SPARE 54 1.00 SPACE

55 20 1 1.00 SPARE 56 1.00 SPACE

57 1.00 SPACE 58 1.00 SPACE

59 1.00 SPACE 60 1.00 SPACE

61 1.00 SPACE 62 1.00 SPACE

63 1.00 SPACE 64 1.00 SPACE

65 1.00 SPACE 66 1.00 SPACE

67 1.00 SPACE 68 1.00 SPACE

69 1.00 SPACE 70 1.00 SPACE

71 1.00 SPACE 72 1.00 SPACE

73 1.00 SPACE 74 1.00 SPACE

75 1.00 SPACE 76 1.00 SPACE

77 1.00 SPACE 78 1.00 SPACE

79 1.00 SPACE 80 1.00 SPACE

81 1.00 SPACE 82 1.00 SPACE

83 1.00 SPACE 84 1.00 SPACE

Panel Information
Project Number: 210134 Panel Location: A8013 Branch: N Panel Name: N-8A1,N-8A2

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MLO AIC Rating: 10kA

Panel Bus (Amps): 225 MCB Size (Amps): Tubs: 2 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 46 46 35 1. BRANCH PANEL TYPE.

Load (A) 127 127 98

Growth Factor (kVA) 25% 11 11 9

Load w/ GF (kVA) 57 57 44

Min Panel Design Size (A) 159 159 123

Panel Circuiting

Project Number: 210134 Panel Location: B8035 Panel Name: N-8B1,N-8B2

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 15 1 1.00 EXISTING RELOCATED CKT 2 20 1 1.00 1080 CORRIDOR

3 15 1 1.00 EXISTING RELOCATED CKT 4 20 1 1.00 780 UR,GEN,B8062

5 20 3 1.00 EXISTING RELOCATED CKT 6 20 1 1.00 1200 CB,B8062

7 --- --- 1.00 8 20 1 1.00 1080 B8060

9 --- --- 1.00 10 20 1 1.00 720 TV,GEN,B8060

11 20 2 1.00 EXISTING RELOCATED CKT 12 20 1 1.00 1080 B8060

13 --- --- 1.00 14 20 1 1.00 1000 FP,B8060

15 20 1 1.00 1080 IP,GEN REC,B8056 16 20 1 1.00 540 B8054

17 20 1 1.00 1080 B8061,B8059 18 20 1 1.00 1200 BW,B8061

19 20 1 1.00 900 B8043 20 20 1 1.00 1140 GEN,UR,B8055

21 20 1 1.00 1800 MS,B8053 22 20 1 1.00 720 CORRIDOR B8052

23 20 1 1.00 1500 CF,B8043 24 20 1 1.00 1200 RF,B8041

25 20 1 1.00 1560 IM,B8041 26 20 1 1.00 1200 MW,B8041

27 20 1 1.00 900 B8041,B8039,B8035,B8033 28 20 1 1.00 900 TV,GEN,B8037

29 20 1 1.00 1040 PJ,TV,GEN REC,B8029 30 20 1 1.00 1080 B8043

31 20 1 1.00 1080 B8043 32 20 1 1.00 1040 SB,GEN,B8029, B8027

33 20 1 1.00 900 B8025 34 20 1 1.00 1080 B8013

35 20 1 1.00 1140 GEN REC, UR,B8021 36 20 1 1.00 1800 MS,B8019

37 20 1 1.00 900 B8013 38 20 1 1.00 1080 B8013

39 20 1 1.00 1500 CF,B8013 40 20 1 1.00 720 CORRIDOR B8050

41 20 1 1.00 1200 RF,B8009 42 20 1 1.00 1560 IM,B8009

43 20 1 1.00 1200 MW,B8009 44 20 1 1.00 360 B8007,B8009

45 20 1 1.00 900 TV,GEN,B8005 46 20 1 1.00 1200 RF,B8001

47 20 1 1.00 1200 CB,B8001 48 20 1 1.00 900 B8001

49 20 1 1.00 1200 MW,B8001 50 20 1 1.00 900 TV,GEN,B8001

51 20 1 1.00 540 HW,B8046 52 20 1 1.00 540 HW,B8044

53 20 1 1.00 540 HW,B8046 54 20 1 1.00 540 HW,B8044

55 20 1 1.00 180 FW,B8046 56 20 1 1.00 180 FW,B8044

57 20 1 1.00 540 HW, B8040 58 20 1 1.00 540 HW,B8038

59 20 1 1.00 540 HW, B8040 60 20 1 1.00 540 HW,B8038

61 20 1 1.00 180 FW, B8040 62 20 1 1.00 180 FW,B8038

63 20 1 1.00 540 HW,B8034 64 20 1 1.00 540 HW,B8032

65 20 1 1.00 540 HW,B8034 66 20 1 1.00 540 HW,B8032

67 20 1 1.00 180 FW,B8034 68 20 1 1.00 180 FW,B8032

69 20 1 1.00 540 HW,B8028 70 20 1 1.00 540 HW,B8026

71 20 1 1.00 540 HW,B8028 72 20 1 1.00 540 HW,B8026

73 20 1 1.00 180 FW,B8028 74 20 1 1.00 180 FW,B8026

75 20 1 1.00 540 HW,B8022 76 20 1 1.00 540 HW,B8020

77 20 1 1.00 540 HW,B8022 78 20 1 1.00 540 HW,B8020

79 20 1 1.00 180 FW,B8022 80 20 1 1.00 180 FW,B8020

81 20 1 1.00 540 HW,B8016 82 20 1 1.00 540 HW,B8014

83 20 1 1.00 540 HW,B8016 84 20 1 1.00 540 HW,B8014

85 20 1 1.00 180 FW,B8016 86 20 1 1.00 180 FW,B8014

87 20 1 1.00 540 HW,B8010 88 20 1 1.00 540 HW,B8008

89 20 1 1.00 540 HW,B8010 90 20 1 1.00 540 HW,B8008

91 20 1 1.00 180 FW,B8010 92 20 1 1.00 180 FW,B8008

93 20 1 1.00 180 FW,B8004 94 20 1 1.00 180 FW,B8002

95 20 1 1.00 360 EB,B8004 96 20 1 1.00 360 EB,B8002

97 20 1 1.00 540 PENTHOUSE B 98 20 1 1.00 720 PENTHOUSE B

99 20 1 1.00 710 AREA A LTG 100 20 1 1.00 1208 PAT RMS

101 20 1 1.00 1208 PAT RMS 102 20 1 1.00 1208 PAT RMS

103 20 1 1.00 1208 PAT RMS 104 20 1 1.00 1139 AREA B - SW LTG

105 20 1 1.00 1002 AREA B - SE LTG 106 20 1 1.00 1005 PENTHOUSE AREA B LTG

107 20 1 1.00 1200 TC,B8073 108 20 1 1.00 360 EB,B8004

109 20 1 1.00 1200 TC,B8073 110 20 1 1.00 360 EB,B8004

111 20 1 1.00 540 EB,B8004 112 20 1 1.00 360 EB,B8002

113 20 1 1.00 900 B8057 114 20 1 1.00 360 EB,B8002

115 20 1 1.00 900 B8023 116 20 1 1.00 540 EB,B8002

117 20 1 1.00 180 B8073 118 20 1 1.00 SPARE

119 20 1 1.00 SPARE 120 20 1 1.00 SPARE

121 20 1 1.00 SPARE 122 20 1 1.00 SPARE

123 20 1 1.00 SPARE 124 20 1 1.00 SPARE

125 20 1 1.00 SPARE 126 1.00 SPACE
127 20 1 1.00 SPARE 128 1.00 SPACE
129 1.00 SPACE 130 1.00 SPACE
131 1.00 SPACE 132 1.00 SPACE
133 1.00 SPACE 134 1.00 SPACE
135 1.00 SPACE 136 1.00 SPACE
137 1.00 SPACE 138 1.00 SPACE
139 1.00 SPACE 140 1.00 SPACE
141 1.00 SPACE 142 1.00 SPACE
143 1.00 SPACE 144 1.00 SPACE
145 1.00 SPACE 146 1.00 SPACE
147 1.00 SPACE 148 1.00 SPACE
149 1.00 SPACE 150 1.00 SPACE
151 1.00 SPACE 152 1.00 SPACE
153 1.00 SPACE 154 1.00 SPACE
155 1.00 SPACE 156 1.00 SPACE
157 1.00 SPACE 158 1.00 SPACE
159 1.00 SPACE 160 1.00 SPACE
161 1.00 SPACE 162 1.00 SPACE
163 1.00 SPACE 164 1.00 SPACE
165 1.00 SPACE 166 1.00 SPACE
167 1.00 SPACE 168 1.00 SPACE

Panel Information
Project Number: 210134 Panel Location: B8035 Branch: N Panel Name: N-8B1,N-8B2

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MLO AIC Rating: 10kA

Panel Bus (Amps): 225 MCB Size (Amps): Tubs: 2 Ckts: 84 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 82 82 50 1. BRANCH PANEL TYPE.

Load (A) 228 228 140

Growth Factor (kVA) 25% 21 21 13

Load w/ GF (kVA) 103 103 63

Min Panel Design Size (A) 285 285 175

Panel Information
Project Number: 210134 Panel Location: ED8203B Branch: N Panel Name: LP-8

Volts (L-L): 480 Volts (L-N): 277 3Ø 4W Wye Main: MCB AIC Rating: 18kA

Panel Bus (Amps): 100 MCB Size (Amps): 100 Tubs: 1 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 1 1 1 1. BRANCH PANEL TYPE.

Load (A) 2 2 2

Growth Factor (kVA) 25% 0 0 0

Load w/ GF (kVA) 2 2 2

Min Panel Design Size (A) 2 2 2

Panel Circuiting

Project Number: 210134 Panel Location: ED8203B Panel Name: LP-8

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 20 1 1.00 RELOCATED EXISTING CKT 2 20 1 1.00 RELOCATED EXISTING CKT

3 20 1 1.00 RELOCATED EXISTING CKT 4 20 1 1.00 RELOCATED EXISTING CKT

5 20 1 1.00 RELOCATED EXISTING CKT 6 20 1 1.00 RELOCATED EXISTING CKT

7 20 1 1.00 RELOCATED EXISTING CKT 8 20 1 1.00 RELOCATED EXISTING CKT

9 20 1 1.00 RELOCATED EXISTING CKT 10 20 1 1.00 RELOCATED EXISTING CKT

11 20 1 1.00 RELOCATED EXISTING CKT 12 30 3 1.00 RELOCATED EXISTING CKT

13 20 1 1.00 1444 AREA D LTG 14 --- --- 1.00 RELOCATED EXISTING CKT

15 20 1 1.00 SPARE 16 --- --- 1.00 RELOCATED EXISTING CKT

17 20 1 1.00 SPARE 18 1.00 SPACE

19 20 1 1.00 SPARE 20 1.00 SPACE

21 20 1 1.00 SPARE 22 1.00 SPACE

23 20 1 1.00 SPARE 24 1.00 SPACE

25 1.00 SPACE 26 1.00 SPACE

27 1.00 SPACE 28 1.00 SPACE

29 1.00 SPACE 30 1.00 SPACE

31 1.00 SPACE 32 1.00 SPACE

33 1.00 SPACE 34 1.00 SPACE

35 1.00 SPACE 36 1.00 SPACE

37 1.00 SPACE 38 1.00 SPACE

39 1.00 SPACE 40 1.00 SPACE

41 1.00 SPACE 42 1.00 SPACE
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Panel Circuiting

Project Number: 210134 Panel Location: ED8203B Panel Name: PP-8

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 20 1 1.00 RELOCATED EXISTING CKT 2 20 1 1.00 RELOCATED EXISTING CKT

3 20 1 1.00 RELOCATED EXISTING CKT 4 20 1 1.00 RELOCATED EXISTING CKT

5 20 1 1.00 RELOCATED EXISTING CKT 6 20 1 1.00 RELOCATED EXISTING CKT

7 20 1 1.00 RELOCATED EXISTING CKT 8 20 1 1.00 RELOCATED EXISTING CKT

9 20 1 1.00 RELOCATED EXISTING CKT 10 20 1 1.00 RELOCATED EXISTING CKT

11 20 1 1.00 RELOCATED EXISTING CKT 12 100 2 1.00 RELOCATED EXISTING CKT

13 20 1 1.00 1080 D8030,D8016 14 --- --- 1.00 RELOCATED EXISTING CKT

15 20 1 1.00 1080 CORRIDOR 16 20 1 1.00 RELOCATED EXISTING CKT

17 20 1 1.00 1080 D8025,D8015 18 20 1 1.00 RELOCATED EXISTING CKT

19 20 1 1.00 1080 D8015 20 20 1 1.00 RELOCATED EXISTING CKT

21 20 1 1.00 1080 D8015,D8016 22 20 1 1.00 RELOCATED EXISTING CKT

23 20 3 1.00 5872 UC,D8015 24 20 3 1.00 10392 WD,D8015

25 --- --- 1.00 26 --- --- 1.00

27 --- --- 1.00 28 --- --- 1.00

29 20 3 1.00 5872 UC,D8015 30 20 1 1.00 360 CORRIDOR

31 --- --- 1.00 32 20 1 1.00 540 MECH RM

33 --- --- 1.00 34 20 1 1.00 RELOCATED EXISTING CKT

35 20 1 1.00 RELOCATED EXISTING CKT 36 20 1 1.00 SPARE

37 20 1 1.00 RELOCATED EXISTING CKT 38 20 1 1.00 SPARE

39 20 1 1.00 RELOCATED EXISTING CKT 40 20 1 1.00 SPARE

41 20 1 1.00 RELOCATED EXISTING CKT 42 20 1 1.00 SPARE

Panel Information
Project Number: 210134 Panel Location: ED8203B Branch: N Panel Name: PP-8

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MCB AIC Rating: 10kA

Panel Bus (Amps): 225 MCB Size (Amps): 225 Tubs: 1 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 28 28 28 1. BRANCH PANEL TYPE.

Load (A) 79 79 79

Growth Factor (kVA) 25% 7 7 7

Load w/ GF (kVA) 36 36 36

Min Panel Design Size (A) 99 99 99

Panel Circuiting

Project Number: 210134 Panel Location: A8013 Panel Name: CR-8A1,CR-8A2

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 20 1 1.00 1080 A8037 2 20 1 1.00 720 A8037

3 20 1 1.00 540 A8037,A8029 4 20 1 1.00 1200 PR,A8037

5 20 1 1.00 300 SSC,A8035 6 25 3 1.00 6500 SSV,A8035

7 20 1 1.00 1080 A8029 8 --- --- 1.00

9 20 1 1.00 1200 PR,A8029 10 --- --- 1.00

11 20 1 1.00 1000 SV,A8027 12 20 1 1.00 1000 SV,A8021

13 20 1 1.00 1000 (2)PSF,A8019 14 20 1 1.00 900 A8017,A8028A

15 20 1 1.00 900 A8011 16 20 1 1.00 1000 (2)PSF,A8007
17 20 1 1.00 1000 (2)PSF,A8005 18 20 1 1.00 900 A8003

19 20 1 1.00 800 XR,A8001 20 20 1 1.00 800 DG,A8001

21 20 1 1.00 1080 A8052,A8050 22 20 1 1.00 720 A8048

23 20 1 1.00 1000 (2)PSF,A8036 24 20 1 1.00 1000 SV,A8030

25 20 1 1.00 1000 SV,A8026 26 20 1 1.00 1080 A8024,A8022

27 20 1 1.00 1000 A8022,A8020 28 20 1 1.00 1080 A8018,A8016

29 20 1 1.00 1080 A8014,A8012 30 20 1 1.00 1080 A8012,A8010

31 20 1 1.00 1080 A8006,A8008,A8004 32 20 1 1.00 360 A8002

33 20 1 1.00 360 A8001 34 20 1 1.00 1278 AREA A - NW/SW LTG

35 20 1 1.00 1184 AREA A - CNTR LTG 36 20 1 1.00 1528 AREA A - NE/SE LTG

37 20 1 1.00 600 PENTHOUSE AREA A LTG 38 20 1 1.00 500 CCT,A8028A

39 20 1 1.00 720 A8046 40 20 1 1.00 500 SA,A8028A

41 20 1 1.00 540 A8046 42 20 1 1.00 500 NC,A8028A

43 20 1 1.00 SPARE 44 20 1 1.00 SPARE

45 20 1 1.00 SPARE 46 20 1 1.00 SPARE

47 20 1 1.00 SPARE 48 20 1 1.00 SPARE

49 20 1 1.00 SPARE 50 20 1 1.00 SPARE

51 20 1 1.00 SPARE 52 20 1 1.00 SPARE

53 1.00 SPACE 54 1.00 SPACE

55 1.00 SPACE 56 1.00 SPACE

57 1.00 SPACE 58 1.00 SPACE

59 1.00 SPACE 60 1.00 SPACE

61 1.00 SPACE 62 1.00 SPACE

63 1.00 SPACE 64 1.00 SPACE

65 1.00 SPACE 66 1.00 SPACE

67 1.00 SPACE 68 1.00 SPACE

69 1.00 SPACE 70 1.00 SPACE

71 1.00 SPACE 72 1.00 SPACE

73 1.00 SPACE 74 1.00 SPACE

75 1.00 SPACE 76 1.00 SPACE

77 1.00 SPACE 78 1.00 SPACE

79 1.00 SPACE 80 1.00 SPACE

81 1.00 SPACE 82 1.00 SPACE

83 1.00 SPACE 84 1.00 SPACE

Panel Information
Project Number: 210134 Panel Location: A8013 Branch: CR Panel Name: CR-8A1,CR-8A2

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MLO AIC Rating: 10kA

Panel Bus (Amps): 225 MCB Size (Amps): Tubs: 2 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 41 41 34 1. BRANCH PANEL TYPE.

Load (A) 114 114 93

Growth Factor (kVA) 25% 10 10 8

Load w/ GF (kVA) 51 51 42

Min Panel Design Size (A) 143 143 116

Panel Circuiting

Project Number: 210134 Panel Location: B8035 Panel Name: CR-8B1,CR-8B2

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 20 1 1.00 RELOCATED EXISTING CKT 2 20 1 1.00 680 PT,GEN,CORRIDOR,B8073

3 20 1 1.00 RELOCATED EXISTING CKT 4 20 1 1.00 1080 B8056

5 20 1 1.00 RELOCATED EXISTING CKT 6 20 1 1.00 360 B8058

7 20 1 1.00 1200 BW,B8061 8 20 1 1.00 1200 BW,B8059

9 20 1 1.00 1080 B8059 10 20 1 1.00 500 PSF,GEN,B8057

11 20 1 1.00 960 GEN,UR,B8055 12 20 1 1.00 1800 MS,B8053

13 20 1 1.00 1080 B8043 14 20 1 1.00 1000 PB,B8043

15 20 1 1.00 1500 CF,B8043 16 20 1 1.00 1080 B8043

17 20 1 1.00 1080 B8043 18 20 1 1.00 1180 PT,PSF,GEN,B8043,B8041,B8039

19 20 1 1.00 1200 CB,B8041 20 20 1 1.00 1200 RF,B8041

21 20 1 1.00 1080 B8029,B8033 22 20 1 1.00 1200 BW,B8027

23 20 1 1.00 1080 B8025 24 20 1 1.00 1200 BW,B8025

25 20 1 1.00 500 PSF,GEN,B8023 26 20 1 1.00 960 GEN,UR,B8021

27 20 1 1.00 1800 MS,B8019 28 20 1 1.00 1080 B8013

29 20 1 1.00 1000 PB,B8013 30 20 1 1.00 1500 CF,B8013

31 20 1 1.00 1080 B8013 32 20 1 1.00 720 B8013

33 20 1 1.00 1180 PT,PSF,GEN,B8013,B8009,B8007 34 20 1 1.00 1200 CB,B8009

35 20 1 1.00 1200 RF,B8009 36 20 1 1.00 1040 PSF,GEN,B8001

37 20 1 1.00 1200 MW,B8001 38 20 1 1.00 1200 RF,B8001

39 20 1 1.00 720 B8054 40 20 1 1.00 1080 B8048,B8042

41 20 1 1.00 1080 B8042,B8036 42 20 1 1.00 1080 B8030,B8024

43 20 1 1.00 1080 B8024,B8018 44 20 1 1.00 720 B8012

45 20 1 1.00 720 B8006 46 20 1 1.00 521 AREA A LTG

47 20 1 1.00 1328 AREA B - SW LTG 48 20 1 1.00 1363 AREA B - SE LTG

49 20 1 1.00 1170 AREA B - SE LTG 50 20 1 1.00 720 PENTHOUSE LTG

51 20 1 1.00 1200 TC,B8073 52 20 1 1.00 500 NC,B8035

53 20 1 1.00 1200 TC,B8073 54 20 1 1.00 1000 PD, B8033

55 20 1 1.00 720 B8057 56 20 1 1.00 200 (2)SD,7TH FLR
57 20 1 1.00 720 B8023 58 20 1 1.00 SPARE

59 20 1 1.00 SPARE 60 20 1 1.00 SPARE

61 20 1 1.00 SPARE 62 20 1 1.00 SPARE

63 20 1 1.00 SPARE 64 20 1 1.00 SPARE

65 20 1 1.00 SPARE 66 20 1 1.00 SPARE

67 20 1 1.00 SPARE 68 1.00 SPACE

69 1.00 SPACE 70 1.00 SPACE

71 1.00 SPACE 72 1.00 SPACE

73 1.00 SPACE 74 1.00 SPACE

75 1.00 SPACE 76 1.00 SPACE

77 1.00 SPACE 78 1.00 SPACE

79 1.00 SPACE 80 1.00 SPACE

81 1.00 SPACE 82 1.00 SPACE

83 1.00 SPACE 84 1.00 SPACE

Panel Information
Project Number: 210134 Panel Location: B8035 Branch: CR Panel Name: CR-8B1,CR-8B2

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MLO AIC Rating: 10kA

Panel Bus (Amps): 400 MCB Size (Amps): Tubs: 2 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 108 108 64 1. PROVIDE FEED THROUGH LUGS TO FEED PANEL CR/8B3 AS SHOWN ON ONE-LINE DIAGRAM.
2. BRANCH PANEL TYPE.

Load (A) 298 298 176

Growth Factor (kVA) 25% 27 27 16

Load w/ GF (kVA) 134 134 79

Min Panel Design Size (A) 373 373 221
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Panel Circuiting

Project Number: 210134 Panel Location: B8035 Panel Name: CR-8B3,CR-8B4

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 20 1 1.00 360 HW,B8046 2 20 1 1.00 360 HW,B8046

3 20 1 1.00 360 HW,B8046 4 20 1 1.00 360 HW,B8046

5 20 1 1.00 360 HW,B8046 6 20 1 1.00 360 HW,B8046

7 20 1 1.00 540 PL,GEN REC,B8046 8 20 1 1.00 300 GE PG,B8046,B8044

9 20 1 1.00 360 HW,B8044 10 20 1 1.00 360 HW,B8044

11 20 1 1.00 360 HW,B8044 12 20 1 1.00 360 HW,B8044

13 20 1 1.00 360 HW,B8044 14 20 1 1.00 360 HW,B8044

15 20 1 1.00 540 PL,GEN REC,B8044 16 20 1 1.00 360 HW,B8040

17 20 1 1.00 360 HW,B8040 18 20 1 1.00 360 HW,B8040

19 20 1 1.00 360 HW,B8040 20 20 1 1.00 360 HW,B8040

21 20 1 1.00 360 HW,B8040 22 20 1 1.00 540 PL,GEN REC,B8040

23 20 1 1.00 300 GE PG,B8040,B8038 24 20 1 1.00 360 HW,B8038

25 20 1 1.00 360 HW,B8038 26 20 1 1.00 360 HW,B8038

27 20 1 1.00 360 HW,B8038 28 20 1 1.00 360 HW,B8038

29 20 1 1.00 360 HW,B8038 30 20 1 1.00 540 PL,GEN REC,B8038

31 20 1 1.00 360 HW,B8034 32 20 1 1.00 360 HW,B8034

33 20 1 1.00 360 HW,B8034 34 20 1 1.00 360 HW,B8034

35 20 1 1.00 360 HW,B8034 36 20 1 1.00 360 HW,B8034

37 20 1 1.00 540 PL,GEN REC,B8034 38 20 1 1.00 300 GE PG,B8034,B8032

39 20 1 1.00 360 HW,B8032 40 20 1 1.00 360 HW,B8032

41 20 1 1.00 360 HW,B8032 42 20 1 1.00 360 HW,B8032

43 20 1 1.00 360 HW,B8032 44 20 1 1.00 360 HW,B8032

45 20 1 1.00 540 PL,GEN REC,B8032 46 20 1 1.00 360 HW,B8028

47 20 1 1.00 360 HW,B8028 48 20 1 1.00 360 HW,B8028

49 20 1 1.00 360 HW,B8028 50 20 1 1.00 360 HW,B8028

51 20 1 1.00 360 HW,B8028 52 20 1 1.00 540 PL,GEN REC,B8028

53 20 1 1.00 300 GE PG,B8028,B8026 54 20 1 1.00 360 HW,B8026

55 20 1 1.00 360 HW,B8026 56 20 1 1.00 360 HW,B8026

57 20 1 1.00 360 HW,B8026 58 20 1 1.00 360 HW,B8026

59 20 1 1.00 360 HW,B8026 60 20 1 1.00 540 PL,GEN REC,B8026

61 20 1 1.00 360 HW,B8022 62 20 1 1.00 360 HW,B8022

63 20 1 1.00 360 HW,B8022 64 20 1 1.00 360 HW,B8022

65 20 1 1.00 360 HW,B8022 66 20 1 1.00 360 HW,B8022

67 20 1 1.00 540 PL,GEN REC,B8022 68 20 1 1.00 300 GE PG,B8022,B8020

69 20 1 1.00 360 HW,B8020 70 20 1 1.00 360 HW,B8020

71 20 1 1.00 360 HW,B8020 72 20 1 1.00 360 HW,B8020

73 20 1 1.00 360 HW,B8020 74 20 1 1.00 360 HW,B8020

75 20 1 1.00 540 PL,GEN REC,B8020 76 20 1 1.00 360 HW,B8016

77 20 1 1.00 360 HW,B8016 78 20 1 1.00 360 HW,B8016

79 20 1 1.00 360 HW,B8016 80 20 1 1.00 360 HW,B8016

81 20 1 1.00 360 HW,B8016 82 20 1 1.00 540 PL,GEN REC,B8016

83 20 1 1.00 300 GE PG,B8016,B8014 84 20 1 1.00 360 HW,B8014

85 20 1 1.00 360 HW,B8014 86 20 1 1.00 360 HW,B8014

87 20 1 1.00 360 HW,B8014 88 20 1 1.00 360 HW,B8014

89 20 1 1.00 360 HW,B8014 90 20 1 1.00 540 PL,GEN REC,B8016

91 20 1 1.00 360 HW,B8010 92 20 1 1.00 360 HW,B8010

93 20 1 1.00 360 HW,B8010 94 20 1 1.00 360 HW,B8010

95 20 1 1.00 360 HW,B8010 96 20 1 1.00 360 HW,B8010

97 20 1 1.00 540 PL,GEN REC,B8010 98 20 1 1.00 300 GE PG,B8010,B8008

99 20 1 1.00 360 HW,B8008 100 20 1 1.00 360 HW,B8008

101 20 1 1.00 360 HW,B8008 102 20 1 1.00 360 HW,B8008

103 20 1 1.00 360 HW,B8008 104 20 1 1.00 360 HW,B8008

105 20 1 1.00 540 PL,GEN REC,B8008 106 20 1 1.00 500 PA,B8004

107 20 1 1.00 540 REC,B8004 108 20 1 1.00 360 EB,B8004

109 20 1 1.00 360 EB,B8004 110 20 1 1.00 360 EB,B8004

111 20 1 1.00 360 EB,B8004 112 20 1 1.00 1000 (2)SF,B8004
113 20 1 1.00 1000 (2)SF,B8008 114 20 1 1.00 300 GE PG,B8004,B8002

115 20 1 1.00 540 REC,B8002 116 20 1 1.00 500 PA,B8002

117 20 1 1.00 360 EB,B8002 118 20 1 1.00 360 EB,B8002

119 20 1 1.00 360 EB,B8002 120 20 1 1.00 360 EB,B8002

121 20 1 1.00 1000 (2)SF,B8010 122 20 1 1.00 1000 (2)SF,B8002
123 20 1 1.00 848 PAT RMS 124 20 1 1.00 848 PAT RMS

125 20 1 1.00 848 PAT RMS 126 20 1 1.00 424 PAT RMS
127 20 1 1.00 1000 (2)SF,B8014 128 20 1 1.00 SPARE
129 20 1 1.00 1000 (2)SF,B8016 130 20 1 1.00 SPARE
131 20 1 1.00 1000 (2)SF,B8020 132 20 1 1.00 SPARE
133 20 1 1.00 1000 (2)SF,B8022 134 20 1 1.00 SPARE
135 20 1 1.00 1000 (2)SF,B8026 136 20 1 1.00 SPARE
137 20 1 1.00 1000 (2)SF,B8028 138 20 1 1.00 SPARE
139 20 1 1.00 1000 (2)SF,B8032 140 20 1 1.00 SPARE
141 20 1 1.00 1000 (2)SF,B8034 142 1.00 SPACE
143 20 1 1.00 1000 (2)SF,B8038 144 1.00 SPACE
145 20 1 1.00 1000 (2)SF,B8040 146 1.00 SPACE
147 20 1 1.00 1000 (2)SF,B8044 148 1.00 SPACE
149 20 1 1.00 1000 (2)SF,B8046 150 1.00 SPACE
151 20 1 1.00 SPARE 152 1.00 SPACE
153 20 1 1.00 SPARE 154 1.00 SPACE
155 20 1 1.00 SPARE 156 1.00 SPACE
157 20 1 1.00 SPARE 158 1.00 SPACE
159 20 1 1.00 SPARE 160 1.00 SPACE
161 20 1 1.00 SPARE 162 1.00 SPACE
163 20 1 1.00 SPARE 164 1.00 SPACE
165 1.00 SPACE 166 1.00 SPACE
167 1.00 SPACE 168 1.00 SPACE

Panel Information
Project Number: 210134 Panel Location: B8035 Branch: CR Panel Name: CR-8B3,CR-8B4

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MLO AIC Rating: 10kA

Panel Bus (Amps): 400 MCB Size (Amps): Tubs: 2 Ckts: 84 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 52 52 33 1. BRANCH PANEL TYPE.

Load (A) 145 145 90

Growth Factor (kVA) 25% 13 13 8

Load w/ GF (kVA) 65 65 41

Min Panel Design Size (A) 181 181 113

Panel Circuiting

Project Number: 210134 Panel Location: ED8203B Panel Name: EQ8D1

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 20 3 1.00 10392 WD,D8015 2 20 1 1.00 SPARE

3 --- --- 1.00 4 20 1 1.00 SPARE

5 --- --- 1.00 6 20 1 1.00 SPARE

7 30 3 1.00 12636 PUAC-1,D-WING MECH. RM. 8 20 1 1.00 SPARE

9 1.00 10 20 1 1.00 SPARE

11 1.00 12 20 1 1.00 SPARE

13 60 3 1.00 EQP/8 14 20 1 1.00 SPARE

15 1.00 16 20 1 1.00 SPARE

17 1.00 18 1.00 SPACE

19 1.00 SPACE 20 1.00 SPACE

21 1.00 SPACE 22 1.00 SPACE

23 1.00 SPACE 24 1.00 SPACE

25 1.00 SPACE 26 1.00 SPACE

27 1.00 SPACE 28 1.00 SPACE

29 1.00 SPACE 30 1.00 SPACE

31 1.00 SPACE 32 1.00 SPACE

33 1.00 SPACE 34 1.00 SPACE

35 1.00 SPACE 36 1.00 SPACE

37 1.00 SPACE 38 1.00 SPACE

39 1.00 SPACE 40 1.00 SPACE

41 1.00 SPACE 42 1.00 SPACE

Panel Information
Project Number: 210134 Panel Location: ED8203B Branch: EQ Panel Name: EQ8D1

Volts (L-L): 480 Volts (L-N): 277 3Ø 4W Wye Main: MLO AIC Rating: 22kA

Panel Bus (Amps): 100 MCB Size (Amps): Tubs: 1 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 57 34 37 1. BRANCH PANEL TYPE.

Load (A) 69 41 45

Growth Factor (kVA) 25% 14 9 9

Load w/ GF (kVA) 71 43 47

Min Panel Design Size (A) 86 52 56

Panel Circuiting

Project Number: 210134 Panel Location: PENTHOUSE Panel Name: BPHE-2B

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 20 1 1.00 RELOCATED EXISTING CKT 2 15 3 1.00 RELOCATED EXISTING CKT

3 20 1 1.00 RELOCATED EXISTING CKT 4 1.00

5 20 1 1.00 RELOCATED EXISTING CKT 6 1.00

7 20 1 1.00 RELOCATED EXISTING CKT 8 15 3 1.00 RELOCATED EXISTING CKT

9 20 1 1.00 RELOCATED EXISTING CKT 10 1.00

11 20 1 1.00 RELOCATED EXISTING CKT 12 1.00

13 20 1 1.00 RELOCATED EXISTING CKT 14 20 3 1.00 RELOCATED EXISTING CKT

15 20 1 1.00 RELOCATED EXISTING CKT 16 1.00

17 20 1 1.00 RELOCATED EXISTING CKT 18 1.00

19 20 1 1.00 RELOCATED EXISTING CKT 20 20 3 1.00 RELOCATED EXISTING CKT

21 20 1 1.00 RELOCATED EXISTING CKT 22 1.00

23 20 1 1.00 RELOCATED EXISTING CKT 24 1.00

25 20 1 1.00 RELOCATED EXISTING CKT 26 20 3 1.00 RELOCATED EXISTING CKT

27 20 1 1.00 RELOCATED EXISTING CKT 28 1.00

29 20 1 1.00 RELOCATED EXISTING CKT 30 1.00

31 20 1 1.00 RELOCATED EXISTING CKT 32 30 2 1.00 RELOCATED EXISTING CKT

33 20 1 1.00 RELOCATED EXISTING CKT 34 1.00

35 20 1 1.00 RELOCATED EXISTING CKT 36 30 2 1.00 RELOCATED EXISTING CKT

37 15 3 1.00 RELOCATED EXISTING CKT 38 1.00

39 1.00 40 40 1 1.00 RELOCATED EXISTING CKT

41 1.00 42 40 1 1.00 RELOCATED EXISTING CKT

Panel Information
Project Number: 210134 Panel Location: PENTHOUSE Branch: EQ Panel Name: BPHE-2B

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MLO AIC Rating: 18kA

Panel Bus (Amps): 225 MCB Size (Amps): Tubs: 1 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 0 0 0 1. BRANCH PANEL TYPE.

Load (A) 0 0 0

Growth Factor (kVA) 25% 0 0 0

Load w/ GF (kVA) 0 0 0

Min Panel Design Size (A) 0 0 0
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Panel Circuiting

Project Number: 210134 Panel Location: PENTHOUSE Panel Name: BPHE-3A

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 175 3 0.90 42800 HSAF-149A 2 60 3 0.90 12000 HRRF-149A

3 --- --- 1.00 4 --- --- 1.00

5 --- --- 1.00 6 --- --- 1.00

7 175 3 0.90 42800 HSAF-149B 8 60 3 0.90 12000 HRRF-149B

9 --- --- 1.00 10 --- --- 1.00

11 --- --- 1.00 12 --- --- 1.00

13 15 3 1.00 1657 HEF-8A1 14 20 1 1.00 500 HSAF-149 LTS

15 --- --- 1.00 16 20 1 1.00 600 HSUH

17 --- --- 1.00 18 20 1 1.00 600 HSUH

19 15 3 1.00 2378 HEF-8A2 20 20 1 1.00 600 HSUH

21 --- --- 1.00 22 20 1 1.00 600 HSUH

23 --- --- 1.00 24 20 1 1.00 500 HTCP

25 110 3 1.00 21400 FUTURE FAN 26 20 1 1.00 720 PENTHOUSE A,ROOF

27 --- --- 1.00 28 20 1 1.00 360 PENTHOUSE A

29 --- --- 1.00 30 20 1 1.00 360 PENTHOUSE A

31 30 1 1.00 1920 PPWS,PENTHOUSE A 32 20 1 1.00 360 PENTHOUSE A

33 25 1 1.00 1656 PRO,PENTHOUSE A 34 20 1 1.00 500 (2)PPWM,PENTHOUSE A
35 20 1 1.00 SPARE 36 20 1 1.00 200 (2)SD, PENTHOUSE A
37 20 1 1.00 SPARE 38 20 1 1.00 SPARE

39 20 1 1.00 SPARE 40 1.00 SPACE

41 20 1 1.00 SPARE 42 1.00 SPACE

Panel Information
Project Number: 210134 Panel Location: PENTHOUSE Branch: EQ Panel Name: BPHE-3A

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MLO AIC Rating: 18kA

Panel Bus (Amps): 400 MCB Size (Amps): Tubs: 1 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 145 134 139 1. BRANCH PANEL TYPE.

Load (A) 401 371 386

Growth Factor (kVA) 0% 0 0 0

Load w/ GF (kVA) 145 134 139

Min Panel Design Size (A) 401 371 386

Panel Circuiting

Project Number: 210134 Panel Location: PENTHOUSE Panel Name: BPHE-4B

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 175 3 1.00 42800 HSAF-150 2 15 3 1.00 2378 HEF-8B1

3 --- --- 1.00 4 1.00

5 --- --- 1.00 6 --- --- 1.00

7 60 3 1.00 12000 HRRF-150 8 15 3 1.00 2700 HEF-8B2

9 --- --- 1.00 10 --- --- 1.00

11 --- --- 1.00 12 --- --- 1.00

13 20 1 1.00 620 HSUH 14 15 3 1.00 3819 HEF-8B3

15 20 1 1.00 620 HSUH 16 --- --- 1.00

17 20 1 1.00 620 HSUH 18 --- --- 1.00

19 20 1 1.00 620 HSUH 20 15 3 1.00 2378 HEF-8B4

21 20 1 1.00 500 HTCP 22 --- --- 1.00

23 20 1 1.00 1080 PENTHOUSE B,ROOF 24 --- --- 1.00

25 20 1 1.00 SPARE 26 20 1 1.00 600 HSAF-150 LTS

27 20 1 1.00 SPARE 28 20 1 1.00 200 (2)SD, PENTHOUSE B
29 20 1 1.00 SPARE 30 15 3 1.00 1660 HEF-8B5

31 20 1 1.00 SPARE 32 1.00

33 20 1 1.00 SPARE 34 1.00

35 1.00 SPACE 36 1.00 SPACE

37 1.00 SPACE 38 1.00 SPACE

39 1.00 SPACE 40 1.00 SPACE

41 1.00 SPACE 42 1.00 SPACE

Panel Information
Project Number: 210134 Panel Location: PENTHOUSE Branch: EQ Panel Name: BPHE-4B

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MLO AIC Rating: 18kA

Panel Bus (Amps): 400 MCB Size (Amps): Tubs: 1 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 73 73 78 1. BRANCH PANEL TYPE.

Load (A) 202 202 217

Growth Factor (kVA) 25% 18 18 20

Load w/ GF (kVA) 91 91 98

Min Panel Design Size (A) 252 252 271

Panel Circuiting

Project Number: 210134 Panel Location: A8013 Panel Name: LS-8A1

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 20 1 1.00 RELOCATED EXISTING CKT 2 20 1 1.00 1000 DH,AD,CORRIDOR A8044

3 20 1 1.00 RELOCATED EXISTING CKT 4 20 1 1.00 500 PMGA-1,B8043

5 20 1 1.00 RELOCATED EXISTING CKT 6 20 1 1.00 1158 AREA A LTG

7 20 1 1.00 100 EXIT SIGNS 8 20 1 1.00 846 AREA B LTG

9 20 1 1.00 1165 PENTHOUSE LTG 10 20 1 1.00 500 FA,A8013

11 20 1 1.00 1000 AD,DH AREA B 12 20 1 1.00 500 HP,A8013

13 20 1 1.00 1000 AD,DH AREA B 14 20 1 1.00 300 SHUNT TRIP, PENTHOUSE

15 20 1 1.00 SPARE 16 20 1 1.00 SPARE

17 20 1 1.00 SPARE 18 20 1 1.00 SPARE

19 1.00 SPACE 20 20 1 1.00 SPARE

21 1.00 SPACE 22 1.00 SPACE

23 1.00 SPACE 24 1.00 SPACE

25 1.00 SPACE 26 1.00 SPACE

27 1.00 SPACE 28 1.00 SPACE

29 1.00 SPACE 30 1.00 SPACE

31 1.00 SPACE 32 1.00 SPACE

33 1.00 SPACE 34 1.00 SPACE

35 1.00 SPACE 36 1.00 SPACE

37 1.00 SPACE 38 1.00 SPACE

39 1.00 SPACE 40 1.00 SPACE

41 1.00 SPACE 42 1.00 SPACE

Panel Information
Project Number: 210134 Panel Location: A8013 Branch: LS Panel Name: LS-8A1

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MLO AIC Rating: 10kA

Panel Bus (Amps): 60 MCB Size (Amps): Tubs: 1 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 8 8 8 1. BRANCH PANEL TYPE.

Load (A) 22 22 22

Growth Factor (kVA) 25% 2 2 2

Load w/ GF (kVA) 10 10 10

Min Panel Design Size (A) 28 28 28

Panel Information
Project Number: 210134 Panel Location: D8016 Branch: EQ Panel Name: EQP-8

Volts (L-L): 208 Volts (L-N): 120 3Ø 4W Wye Main: MCB AIC Rating: 10kA

Panel Bus (Amps): 100 MCB Size (Amps): 100 Tubs: 1 Ckts: 42 Mounting: Surface

Connected
Load

Diversity
Load

NEC Load General Panel Notes:                     (Use ALT+ENTER to create multiple lines )

Load (kVA) 11 11 11

Load (A) 31 31 31

Growth Factor (kVA) 25% 3 3 3

Load w/ GF (kVA) 14 14 14

Min Panel Design Size (A) 39 39 39

Panel Circuiting

Project Number: 210134 Panel Location: D8016 Panel Name: EQP-8

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

C
kt

 #

A
m

p

P Load in VA
Options &

Accessories
Name, Description and Remarks

1 50 3 1.00 11312 CW,D8023 2 1.00 SPACE

3 1.00 4 1.00 SPACE

5 1.00 6 1.00 SPACE

7 20 1 1.00 SPARE 8 1.00 SPACE

9 20 1 1.00 SPARE 10 1.00 SPACE

11 20 1 1.00 SPARE 12 1.00 SPACE

13 20 1 1.00 SPARE 14 1.00 SPACE

15 20 1 1.00 SPARE 16 1.00 SPACE

17 20 1 1.00 SPARE 18 1.00 SPACE

19 20 1 1.00 SPARE 20 1.00 SPACE

21 20 1 1.00 SPARE 22 1.00 SPACE

23 20 1 1.00 SPARE 24 1.00 SPACE

25 20 1 1.00 SPARE 26 1.00 SPACE

27 1.00 SPACE 28 1.00 SPACE

29 1.00 SPACE 30 1.00 SPACE

31 1.00 SPACE 32 1.00 SPACE

33 1.00 SPACE 34 1.00 SPACE

35 1.00 SPACE 36 1.00 SPACE

37 1.00 SPACE 38 1.00 SPACE

39 1.00 SPACE 40 1.00 SPACE

41 1.00 SPACE 42 1.00 SPACE
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HORIZONTAL CABLING SCHEDULE
DES

VOICE DATA OTHER FACEPLATE
DETAIL

NOTES
QUANTITY TYPE CABLE COLOR JACK COLOR QUANTITY TYPE CABLE COLOR JACK COLOR QUANTITY TYPE CABLE COLOR JACK COLOR

W,1V 1 CAT 6 GREEN GREEN 2/T501 WALL PHONE

1D 1 CAT 6 ORANGE ORANGE 2/T501 PATIENT MONITOR

1V2D 1 CAT 6 GREEN GREEN 2 CAT 6 YELLOW YELLOW 2/T501 STANDARD OUTLET

2V2D 2 CAT 6 GREEN GREEN 2 CAT 6 YELLOW YELLOW 2/T501 STANDARD OUTLET

WAP,1D 1 CAT 6 YELLOW YELLOW 2/T501 WIRELESS ACCESS

TV 1 RG6 WHT OR BLK F-CONN 2/T501 TELEVISION

SYMBOLS:
(ALL SYMBOLS SHOWN MAY NOT APPEAR ON DRAWINGS)

1

A

PANELBOARD CABINET, SURFACE MOUNTED

INDICATES DESIGNATION

MO A
5 6

MULTI-OUTLET ASSEMBLY (SEE DETAIL)

NUMBER OF CONDUCTORS IN A RACEWAY
#8G

INDICATES CONDUCTOR SIZE (WHEN SHOWN)
FOR PHASE AND NEUTRAL CONDUCTORS

INDICATES NUMBER OF PHASE CONDUCTORS

INDICATES NEUTRAL CONDUCTOR

INDICATES GREEN GROUND CONDUCTOR
(NUMBER INDICATES CONDUCTOR SIZE)

PUSH BUTTON SWITCH

CT
12 3

CABLE TRAY

INDICATES DEPTH (IN INCHES)

INDICATES WIDTH (IN INCHES)

UF
12 3

UNDERFLOOR DUCT

INDICATES DEPTH (IN INCHES)

INDICATES WIDTH (IN INCHES)

SEE DETAIL SYMBOL

INDICATES DETAIL DESIGNATION

INDICATES SHEET NUMBER

KEYED NOTE SYMBOL

A BOUNDARY DRAWN AROUND A SYSTEMS SYMBOL INDICATES
THE ACTUAL SIZE OF THE DEVICE.  THE BOUNDARY WILL BE
SHOWN ONLY IF THE DEVICE IS LARGER THAN THE INDUSTRY
STANDARD.

FB
X

(FB)   FLOOR BOX
(PT)   POKE-THRU
(DA)   DUCT ACTIVATION
(TP)   TELEPOWER POLE

INDICATES TYPE (SEE SPECIFICATION)

INDICATES QUANTITY OF DEVICES ASSOCIATED WITH UNIT

GXX

DENOTES THE FOLLOWING:
(GM) GROUND MODULE
(PG) POWER GROUND MODULE
(RI) REMOTE INDICATOR

48"
XX,XX

X

X

SYSTEM EQUIPMENT CABINET

DENOTES THE FOLLOWING:
(CA) CABLE TELEVISION
(CB) CODE BUTTON
(CC) CLOSED CIRCUIT TELEVISION
(CE) CLINICAL ENGINEERING
(CLK) CLOCK SYSTEM
(DV) DIGITAL TELEVISION
(FA) FIRE ALARM
(HP) HOUSE PAGING
(IC) INTERCOM
(IS) INFANT SECURITY
(LM) LOCAL MUSIC
(LP) LOCAL PAGING
(MA) MASTER ANTENNAE TELEVISION
(MS) MUSIC SYSTEM
(NC) NURSE CALL
(P1) PROCEDURE ROOM - TWO WAY COMMUNICATION
(P2) PROCEDURE ROOM - MUSIC SYSTEM
(PA) PUBLIC ADDRESS
(SA) SECURITY ACCESS
(SC) SYSTEM CLOCK
(TC) TELECOMMUNICATIONS
(TV) TELEVISION
(RA) RESCUE ASSISTANCE
(VD) VOICE DATA
(WR) WIRED RADIO

DENOTES THE FOLLOWING:
(AN) ANNUCIATOR
(BB) BACKBOARD
(CP) CONTROL PANEL
(ER) EQUIPMENT RACK
(TC) TERMINAL CABINET
(WF) WALL FIELD

C
XX

CLOCK SYSTEM

DENOTES THE FOLLOWING:
(A1) ANALOG TYPE, 12" DIAMETER ROUND, SINGLE FACED
(A2) ANALOG TYPE, 9" DIAMETER ROUND, SINGLE FACED
(A3) ANALOG TYPE, 12" DIAMETER ROUND, DOUBLE FACED
(A4) ANALOG TYPE, 9" DIAMETER ROUND, DOUBLE FACED
(AT) ANTENNA
(D1) DIGITAL TYPE, SINGLE FACED (HR:MIN:SEC)
(D2) DIGITAL TYPE, SINGLE FACED (HR:MIN)
(ET) ELAPSE TIMER
(EC) ELAPSE TIMER CONTROL
(GPS) GPS CLOCK SYSTEM
(RP) REPEATER

I
XX

INTERCOM SYSTEM

DENOTES THE FOLLOWING:
(MD) MASTER STATION - DESK MOUNTED
(MW) MASTER STATION - WALL MOUNTED
(SD) SLAVE STATION - DESK MOUNTED
(SW) SLAVE STATION - WALL MOUNTED

XX/XX
WALL PAGING AND SOUND SYSTEM

DENOTES THE FOLLOWING:
(DP) DEPARTMENTAL PAGING
(HP) HOUSE PAGING
(HW) COMBINATION HOUSE PAGING & WIRED RADIO
(LM) LOCAL MUSIC
(PC) PROCEDURE ROOM - TWO WAY COMMUNICATION
(PM) PROCEDURE ROOM - MUSIC SYSTEM
(TS) TELEVISION SOUND REINFORCEMENT SYSTEM
(WR) WIRED RADIO

RA
XX

RESCUE ASSISTANCE STATION

DENOTES THE FOLLOWING:
(AN) ANNUNCIATOR
(CS) CALL IN STATION

DENOTES THE FOLLOWING:
(FS) FOOT SWITCH
(MD) MICROPHONE JACK - DESK MOUNTED
(MF) MICROPHONE JACK - FLOOR MOUNTED
(MW) MICROPHONE JACK - WALL MOUNTED
(RE) RE-ENTRANT TYPE HORN
(VC) VOLUME CONTROL
(VS) VOLUME CONTROL WITH 6 POSITION STATION SELECTOR
(WR) WALL MOUNTED RECESSED SPEAKER
(WS) WALL MOUNTED SURFACE SPEAKER

S
XX

SECURITY, ACCESS CONTROL AND DOOR MONITORING

DENOTES THE FOLLOWING:
(CR) CARD READER
(CXX) CLOSED CIRCUIT CAMERA - SEE CAMERA SCHEDULE

(XX - DENOTES SPECIFIC UNIT)
(DB) DURESS BUTTON
(DC) DOOR CONTACT
(DP) DOOR POSITION INDICATOR SWITCH
(EL) ELECTROMAGNETIC LOCK
(ES) ELECTRIC STRIKE
(GB) GLASS BREAK DETECTOR
(KE) KEYLESS ENTRY
(KP) KEYPAD - SECURITY SYSTEM
(KS) KEEPER SWITCH
(MD) MOTION SENSOR - DUAL TECHNOLOGY
(MI) MOTION SENSOR - INFRARED
(MO) CLOSED CIRCUIT TELEVISION MONITOR
(MU) MOTION SENSOR - ULTRASONIC
(RC) CLOSED CIRCUIT TELEVISION REMOTE CAMERA CONTROLS
(RM) REQUEST FOR EXIT - MOTION
(RP) REQUEST FOR EXIT - PUSH BUTTON
(VC) VIDEO RECORDER

XX
TELEVISION SYSTEM

DENOTES THE FOLLOWING:
(BLANK) MASTER ANTENNA OUTLET BOX W/ BLANK COVER
(CC) CABLE TELEVISION OUTLET - MOUNTED IN CEILING
(CF) CABLE TELEVISION OUTLET - MOUNTED IN FLOOR
(CH) CABLE TELEVISION OUTLET - WALL MOUNTED NEAR CEILING
(CL) CABLE TELEVISION OUTLET - WALL MOUNTED NEAR FLOOR
(CS) CABLE TELEVISION OUTLET - MOUNTED AT SPECIAL HEIGHT

EITHER INDICATED ON THE DRAWINGS OR ON
ARCHITECTURAL ELEVATIONS

(CXX) CLOSED CIRCUIT CAMERA - SEE CAMERA SCHEDULE
(XX - DENOTES SPECIFIC UNIT)

(DR) DIGITAL SATELLITE TELEVISION DISH - ROOF MOUNTED
(DW) DIGITAL SATELLITE TELEVISION DISH - WALL MOUNTED
(M) MONITOR FOR CCTV SYSTEM
(MC) MASTER ANTENNA OUTLET - MOUNTED IN CEILING
(MF) MASTER ANTENNA OUTLET - MOUNTED IN FLOOR
(MH) MASTER ANTENNA OUTLET - WALL MOUNTED NEAR CEILING
(ML) MASTER ANTENNA OUTLET - WALL MOUNTED NEAR FLOOR
(MS) MASTER ANTENNA OUTLET - MOUNTED AT SPECIAL HEIGHT

EITHER INDICATED ON THE DRAWINGS OR ON
ARCHITECTURAL ELEVATIONS

(RC) REMOTE TELEVISION CHANNEL CHANGER
(RV) REMOTE TELEVISION CHANNEL CHANGER WITH VOLUME CONTROL
(SP) MATV SPLITTER
(TM) TELEVISION MONITOR
(TP) MATV TAP
(VC) REMOTE MOUNT VCR

D
XX

DOOR HARDWARE INSTALLATION - SEE DETAILS, ARCHITECTURAL PLANS & SPECIFICATIONS

DENOTES THE FOLLOWING:
(AA) AUTODOOR ACTUATOR (PUSH PLATE)
(AM) AUTODOOR ACTUATOR (MOTION SENSOR)
(AO) AUTODOOR OPERATOR
(ED) ELECTRIC EXITING DEVICE
(DE) DELAYED EGRESS MODULE
(EL) ELECTROMAGNETIC LOCK
(ES) ELECTRIC STRIKE
(KS) KEY SWITCH
(PS) POWER SUPPLY
(PT) POWER TRANSFER HINGE
(RL) RELAY MODULE
(RM) SEPARATELY MOUNTED REQUEST TO EXIT MOTION

SENSOR NOT ASSOCIATED WITH SECURITY SYSTEM
(TXX) TYPICAL DOOR HARDWARE GROUP - SEE ARCHITECTURAL

DOOR HARDWARE INSTALLATION GUIDELINES DETAIL ON
SHEET T500.

(XX - DENOTES SPECIFIC TYPE)

GENERAL NOTES - NOTES THAT APPLY TO ALL DRAWINGS WITHIN THE DRAWING SET.
SHEET NOTES - NOTES THAT APPLY TO THE SHEET ON WHICH THEY APPEAR.
KEYED NOTES - NOTES THAT APPLY TO AN AREA, ITEM AND/OR DEVICE ON A FLOOR 

PLAN OR DETAIL.
DETAIL NOTES - NOTES THAT APPLY TO A SPECIFIC DETAIL.

NOTE DESCRIPTIONS - ABBREVIATIONS:
(ALL ABBREVIATIONS SHOWN MAY NOT APPEAR ON DRAWINGS)

ABV ABOVE
AFF ABOVE FINISHED FLOOR
AFG ABOVE FINAL GRADE
ALT ALTERNATE
ALT SW ALTERNATE SWITCH
ARCH ARCHITECT
BFC BELOW FINISHED CEILING
BFG BELOW FINISHED GRADE
BLDG BUILDING
BOL BUILT IN OVERLOAD
BPC BOLTED PRESSURE CONTACT SWITCH
BRKR BREAKER
CB CIRCUIT BREAKER
CKT CIRCUIT
CLG CEILING
CP CONTROL PANEL
CS COMBINATION STARTER
DE DUAL ELEMENT FUSES
DIR DIRECT
DISC DISCONNECT
DN DOWN
EC ELECTRICAL CONTRACTOR
ELEV ELEVATION
EMER EMERGENCY
EMT ELECTRIC METALLIC TUBING
EOL END OF LINE RESISTOR
EP EXPLOSION PROOF
ER EXISTING REMOVE FROM SERVICE
ERL EXISTING RELOCATED
ES EXPOSED STRUCTURE
ETR EXISTING TO REMAIN
EX EXISTING
EWC ELECTRIC WATER COOLER
F FLUSH
FBO FURNISHED BY OTHERS
FDR FEEDER
FIXT FIXTURE
FLUOR FLUORESCENT
FLR FLOOR
FS FLOW SWITCH
FVNR FULL VOLTAGE NON-REVERSING
GC GENERAL CONTRACTOR
GFI GROUND FAULT INTERRUPTED
GRC GALVANIZED RIGID CONDUIT
GRD GROUND
GRDG GROUNDING
GYP GYPSUM BOARD
HOA HAND-OFF-AUTO SWITCH
HVAC HEATING, VENTILATING, & AIR CONDITIONING
HW HEAVYWALL
IL INTERLOCK
IMC INTERMEDIATE METALLIC CONDUIT
JB JUNCTION BOX
kVA KILO VOLTAMPERE
LG LAY-IN GRID
LTG LIGHTING
LV LOW VOLTAGE
LVT LINE VOLTAGE THERMOSTAT
MAG MAGNETIC STARTER
MAN MANUAL STARTER
MC MECHANICAL CONTRACTOR
MCB MAIN CIRCUIT BREAKER
MCC MOTOR CONTROL CENTER
MDP MAIN DISTRIBUTION PANEL
MLO MAIN LUGS ONLY
MSB MAIN SWITCHBOARD
MTD MOUNTED
NIC NOT IN CONTRACT
NU NEAR UNIT
OU ON UNIT
P POLE
PB PUSH BUTTON
PEND PENDANT
PC PLUMBING CONTRACTOR
PE SW PNEUMATIC SWITCH
PLBG PLUMBING
PNL PANEL
PVC POLYVINYL CHLORIDE
R RELAY
RAI REMAIN AS IS
RE/CKT RECONNECT TO EXISTING CIRCUIT
RECEPT RECEPTACLE
RM ROOM
RVS REDUCED VOLTAGE STARTING
S SPLINE
SEL SW SELECTOR SWITCH
SP SW SPEED SWITCH
SURF SURFACE
SW SWITCH
TC TIME CLOCK
TCC TEMPERATURE CONTROL CONTRACTOR
TCP TEMPERATURE CONTROL PANEL
TYP TYPICAL
UG UNDERGROUND
UNIV UNIVERSAL
USS UNIT SUBSTATION
WP WEATHERPROOF
XFMR TRANSFORMER

X

X

S

S

N

N

TTB

DH

FAT

1

A
INDICATES DESIGNATION

PANELBOARD CABINET, FLUSH MOUNTED

48"
XX

A

OUTLET, COMBINATION TELEPHONE/DATA COMMUNICATION

INDICATES OUTLET CONFIGURATION.  SEE THE
TELECOMMUNICATIONS HORIZONTAL CABLING
SCHEDULE FOR ADDITIONAL INFORMATION.

INDICATES OUTLET MOUNTING HEIGHT.
(C) MOUNTED ABOVE COUNTER
(D) DESK TYPE (STANDARD MOUNTING HEIGHT)
(F) FLOOR (SEE POWER PLAN FOR FLOOR BOX OR

POKE THRU LOCATION)
(M) MOUNTED IN MULTI-OUTLET ASSEMBLY

SHOWN ON POWER PLAN
(S) SPECIAL MOUNTING HEIGHT EITHER INDICATED

ON THE DRAWINGS OR AS INDICATED IN THE
ASSOCIATED ARCHITECTURAL ELEVATIONS.

(T) TELEPOWER POLE (SEE POWER PLAN FOR TELEPOWER
POLE LOCATION)

(W) WALL MOUNTED

INDICATES MOUNTING HEIGHT WHEN SHOWN.

.

FLOOR RECEPTACLE, TELEPHONE

A = AUDIO V = VIDEO I = INTERCOM

INDICATES OUTLET MOUNTING HEIGHT.
(C) MOUNTED ABOVE COUNTER
(D) DESK TYPE (STANDARD MOUNTING HEIGHT)
(J) JACK TYPE
(M) MOUNTED IN MULTI-OUTLET ASSEMBLY

SHOWN ON POWER PLAN
(S) SPECIAL MOUNTING HEIGHT EITHER INDICATED

ON THE DRAWINGS OR AS INDICATED IN THE
ASSOCIATED ARCHITECTURAL ELEVATIONS.

(W) WALL MOUNTED

INDICATES MOUNTING HEIGHT WHEN SHOWN.

.

OUTLET TELEPHONE; LETTER INDICATES AS FOLLOWS:

OUTLET DATA ONLY

OUTLET; LETTER INDICATES AS FOLLOWS:

TELEPHONE BACKBOARD (WALL MOUNTED)

ELECTROMAGNETIC TYPE DOOR HOLDER OUTLET

FACP ALARM, FIRE, PANEL; LETTERS INDICATE AS FOLLOWS:
(FAAP)  ANNUNCIATOR PANEL
(FACC)  CENTRAL CONSOLE
(FACP)  CONTROL PANEL
(FATC)  ERMINAL CABINET
(MFACP)  MASTER CONTROL PANEL
(FATPX)  TRANSPONDER PANEL

 X - DENOTES LEVEL

CITY FIRE ALARM MASTER STATION

FIRE ALARM TROUBLE TRANSMITTER (BASE LOOP)
NUMERALS DENOTE CODE.

XX

DENOTES THE FOLLOWING:
(1) SINGLE PATIENT STATION
(B) BED INTERFACE STATION
(C) CODE 4 STATION
(D) DUTY STATION
(E) EMERGENCY SHOWER, TUB, OR TOILET LOCATION
(H) ENHANCED DUTY STATION
(P) PUSH-FOR-HELP STATION
(S) STAFF TERMINAL

NURSE CALL STATION

XX

DENOTES THE FOLLOWING:
(2) NURSE'S CALL DOME LIGHT (SUFFIX INDICATES No OF LAMP).
(D) CORRIDOR DOME LIGHT.
(I) AUXILIARY INTERSECTIONAL DOME LIGHT.

NURSE CALL STATION DOME LIGHTS

XX/XX
CEILING PAGING AND SOUND SYSTEM

DENOTES THE FOLLOWING:
(DP) DEPARTMENTAL PAGING
(HP) HOUSE PAGING
(HW) COMBINATION HOUSE PAGING & WIRED RADIO
(LM) LOCAL MUSIC
(PC) PROCEDURE ROOM - TWO WAY COMMUNICATION
(PM) PROCEDURE ROOM - MUSIC SYSTEM
(TS) TELEVISION SOUND REINFORCEMENT SYSTEM
(WR) WIRED RADIO

DENOTES THE FOLLOWING:
(CR) CEILING MOUNTED RECESSED SPEAKER
(CS) CEILING MOUNTED SURFACE SPEAKER
(MC) MICROPHONE JACK - CEILING MOUNTED

48"
XX

INDICATES OUTLET MOUNTING HEIGHT.
(C) MOUNTED ABOVE COUNTER
(CLG) CEILING
(D) DESK TYPE (STANDARD MOUNTING HEIGHT)
(J) JACK TYPE
(M) MOUNTED IN MULTI-OUTLET ASSEMBLY

SHOWN ON POWER PLAN
(S) SPECIAL MOUNTING HEIGHT EITHER INDICATED

ON THE DRAWINGS OR AS INDICATED IN THE
ASSOCIATED ARCHITECTURAL ELEVATIONS.

(W) WALL MOUNTED

INDICATES MOUNTING HEIGHT WHEN SHOWN.

.

NCS NURSE CALL MASTER STATION

NCT NURSE CALL TERMINAL

GENERAL NOTE:
REFER TO DRAWING GI-02 FOR PHASING PLAN.
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SYMBOLS, ABBREVIATIONS, & SHEET INDEX

T000

607-394

1

WS RA
109

TECHNOLOGY SHEET INDEX

No. TITLE
T000 SYMBOLS, ABBREVIATIONS, & SHEET INDEX

T208A EIGHTH FLOOR PLAN - AREA A - TECHNOLOGY

T208B EIGHTH FLOOR PLAN - AREA B - TECHNOLOGY

T208D EIGHTH FLOOR PLAN - AREA D - TECHNOLOGY

T209A PENTHOUSE FLOOR PLAN - AREA A -
TECHNOLOGY

T209B PENTHOUSE FLOOR PLAN - AREA B -
TECHNOLOGY

T300 ENLARGED PLANS

T400 TECHNOLOGY ONE-LINE DIAGRAM

T500 TECHNOLOGY DETAILS

T501 TECHNOLOGY DETAILS
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OR SERV. COORD.
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DUMBWAITER
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CORRIDOR

B8069

GREETER
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ANESTH STORAGE

A8052

STAIR 3

EB3-08

HSKP

A8015

STAIR 9

A8054
VESTIBULE

A8026

CORRIDOR

A8044

UTILITY CLOSET

A8028A

CORRIDOR

A8028

IMAGING ALCOVE

A8001

ELEVATOR LOBBY

B8066

STERILIZERS

A8035
MEN'S TOILETS

A8019

MEN'S LOCKERS

A8027

STERILE SUPPLY/ CLEAN
STORAGE/ CART ASSEMBLY

A8029
PREP/ PACK

A8037

OR EQUIP. STORAGE

A8046
ANESTHESIA TRAINING

A8042

WOMEN'S TOILETS

A8036

ANESTH. MD OFFICE

A8024

ANESTH. MD OFFICE

A8022 ANESTH. MD OFFICE

A8020

CHIEF ANESTH. OFFICE

A8018

ANESTHESIA ADMIN

A8016

ANESTH. MD/RN OFFICE

A8014

CLINICAL SPECIALIST

A8012

INTENS. OFFICE

A8010
PHARMACIST

A8008

RN MGR

A8006

RN MGR

A8004

WOMEN'S LOCKERS

A8030
CONSULT

A8002

LOCKERS/ NOURISH

B8062

ICU EQUIP. STORAGE

B8056

RT/ IABP STORAGE

B8054

FAMILY WAITING

B8060

ICU EQUIP

A8003

PUBLIC / STAFF TLT - FEMALE

A8005

CONFERENCE

A8011

ELEC

A8013

OR VENDOR OFFICE

A8017

EDU/ CNL

A8048

PUBLIC / STAFF TLT - MALE

A8007

HSKP

A8041
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EIGHTH FLOOR PLAN - AREA A - TECHNOLOGY

T208A

607-394

1
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110

 1/8" = 1'-0"T208A

1 EIGHTH FLOOR PLAN - AREA A - TECHNOLOGY

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

SHEET NOTES -KEYED NOTES -

1. DEVICE SHALL BE FOR STRYKER INTERFACE.

2. ALL DEVICES AND EQUIPMENT SHALL BE EXISTING TO
REMAIN.

3. PATIENT TRACKING BOARD.

4. STUB (1) 1-1/4" CONDUIT VIA NEAREST COLUMN TO
ACCESSIBLE CEILING. COORDINATE EXACT FURNITURE
REQUIREMENTS WITH FURNITURE VENDOR ONCE THE
VENDOR HAS BEEN SELECTED PRIOR TO COMMENCING
WORK.

5. CEILING MOUNTED PROJECTOR.

6. I-MED CONSENT COMPUTER.

7. DATA OUTLET TO BE MOUNTED WITHIN VA PROVIDED
FURNITURE SYSTEM. COORDINATE EXACT LOCATION WITH
ARCHITECT AND FURNITURE VENDOR.

8. DUTY STATION SHALL ANNUNCIATE CALLS FROM ALL ICU
PATIENT ROOMS.

9. TEMPORARY TELECOMMUNICATIONS TO BE PROVIDED BY
OWNER DURING DATA CLOSET RELOCATION. COORDINATE
WITH VA PROJECT MANAGER FOR SHUT DOWNS AND REFER
TO ARCHITECTURAL PHASING DRAWING GI-02.

10. AS PART OF ALTERNATE BID #5, THE NEW CONSTRUCTION
SCOPE WITHIN THIS BOUNDARY SHALL BE LOCATED IN
CONFERENCE ROOM A8011 BETWEEN COLUMN LINES 10 AND
10.5.

NORTH

Addendum 1 05/24/20131
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EIGHTH FLOOR PLAN - AREA B - TECHNOLOGY
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1
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1 EIGHTH FLOOR PLAN - AREA B - TECHNOLOGY

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

SHEET NOTES -KEYED NOTES -

1. DEVICE SHALL BE LOCATED IN CEILING FOR CEILING
MOUNTED PROJECTOR.

2. STUB (2) 1-1/4" CONDUITS VIA NEAREST COLUMN TO
ACCESSIBLE CEILING. COORDINATE EXACT FURNITURE
REQUIREMENTS WITH FURNITURE VENDOR ONCE THE
VENDOR HAS BEEN SELECTED PRIOR TO COMMENCING
WORK.

3. CALLS MADE FROM ICU ROOMS ON THIS SIDE OF THE 
BOUNDARY SHALL BE ANNUNCIATED TO DUTY STATIONS AND
NURSE CALL MASTER STATION ON THIS SIDE OF BOUNDARY,
UNLESS A DEVICE IS NOTED OTHERWISE.

4. DUTY STATION SHALL ANNUNCIATE CALLS FROM ALL ICU
PATIENT ROOMS.

5. DUTY STATION SHALL ANNUNCIATE ONLY CODE CALLS FROM
ALL ICU PATIENT ROOMS.

6. DATA OUTLET TO BE MOUNTED WITHIN VA PROVIDED
FURNITURE SYSTEM. COORDINATE EXACT LOCATION WITH
ARCHITECT AND FURNITURE VENDOR.

7. PATIENT TRACKING BOARD.

8. I-MED CONSENT COMPUTER.

9. STUB (1) 1-1/4" CONDUIT VIA NEAREST COLUMN TO
ACCESSIBLE CEILING. COORDINATE EXACT FURNITURE
REQUIREMENTS WITH FURNITURE VENDOR ONCE THE
VENDOR HAS BEEN SELECTED PRIOR TO COMMENCING
WORK.

NORTH

Addendum 1 05/24/20131
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VETERAN'S HOSPITAL
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December 3, 2012

EIGHTH FLOOR PLAN - AREA D - TECHNOLOGY

T208D

607-394

1
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1 EIGHTH FLOOR PLAN - AREA D - TECHNOLOGY

1. EC SHALL REFER TO ARCHITECTURAL FLOOR PLANS,
REFLECTED CEILING PLANS AND ELEVATIONS FOR EXACT
LOCATIONS AND MOUNTING HEIGHTS.

SHEET NOTES -

KEYED NOTES -

1. DEVICE DEDICATED FOR WASHER/DISINFECTOR. COORDINATE
EXACT EQUIPMENT REQUIREMENTS AND LOCATION WITH VA
PROJECT MANAGER.

2. EXISTING OPERATING ROOM INTERCOM TERMINAL CABINET
LOCATED APPROXIMATELY AT THIS LOCATION ON THE FLOOR
BELOW. FIELD VERIFY EXACT LOCATION PRIOR TO
COMMENCING WORK.

3. NEW CODE 4 ANNUNCIATOR TO BE LOCATED AT THIS
APPROXIMATE LOCATION ON 3RD FLOOR BELOW.  LOCATE
NEW ANNUNCIATOR ADJACENT TO EXISTING ANNUNCIATOR.

NORTH

Addendum 1 05/24/20131



DN

DN

D

S

S

W,1V

W,1V

WING BWING A

M
A

T
C

H
L
IN

E
M

A
T

C
H

L
IN

E

WING BWING A

T2

8 10 11 12 13 14 15 16

C

9

F

G

E

D

178.5

F.3

C.1

F.6

C.2

13.3

C.3

F.8

13.7

S,2V2D

1

RE/HP

RE/HP

2

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

0
0

0
0

0
0

0
4

4
4

4
8

1
6

8
4

2
2

1
6
"

6
"

6
"

6
"

A

B

C

D

E

F

A

B

C

D

E

F

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

111 West Wisconsin Avenue, Milwaukee, Wisconsin 53203
Telephone 414.272.2000  Fax 414.272.2001

44 East Mifflin Street, Suite 700, Madison, Wisconsin 53703
Telephone 608.283.6300  Fax 608.283.6317

Kahler Slater Project No.

ARCHITECT:ENGINEERS:
Drawing Title

Approved: Project Director

Project Title

Location

Project Number

Building Number

Drawing Number

Date Checked Drawn

Revisions: Date

Office of
Construction
and Facilities
Management

VA FORM 08-6231

Department of
Veterans AffairsDwg.         of   118

10101 Innovation Drive - Suite 200, Milwaukee, WI  53266
Phone: 414.778.1700 / Fax: 414.778.2360 / r-d@ringdu.com

6402 Odana Road, Madison, WI 53719
Phone: 608.288.1108 / Fax: 608.288.1109

Copyright © 2012 Kahler Slater, Inc. All rights reserved.

211033.00

WM. S. MIDDLETON MEMORIAL
VETERAN'S HOSPITAL
CONSOLIDATE ICUs, 8A/8B

MADISON, WI

December 3, 2012

PENTHOUSE FLOOR PLAN - AREA A -
TECHNOLOGY

T209A
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1
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1 PENTHOUSE FLOOR PLAN - AREA A - TECHNOLOGY

NORTH

KEYED NOTES -

1. TEMPERATURE CONTROL PANEL.

2. AS PART OF ALTERNATE BID #5, ELIMINATE NEW
CONSTRUCTION SCOPE WITHIN THIS BOUNDARY, UNLESS NOTED
OTHERWISE.

Addendum 1 05/24/20131
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1 PENTHOUSE FLOOR PLAN - AREA B - TECHNOLOGY

NORTH

KEYED NOTES -

1. TEMPERATURE CONTROL PANEL.
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 1/4" = 1'-0"T300

1

ENLARGED PLAN - TYPICAL ICU ROOM WITH
HEADWALL - TECHNOLOGY

KEYED NOTES -

1. GROUND BUS BAR PROVIDED BY E.C. DEVICE SHOWN FOR
REFERENCE ONLY.

2. PROVIDE (4) CATEGORY 6 DATA CABLES WITHIN ROOM
BETWEEN THESE COMMUNICATIONS OUTLET LOCATIONS.
CABLES SHALL BE JACKED WITH:
- POSITION #1: WHITE CAT 6 JACKS AT EACH 4-PORT 
FACEPLATE.
- POSITION #2: BLUE CAT 6 JACKS AT EACH 4-PORT

FACEPLATE.
- POSITION #3: RED CAT 6 JACKS AT EACH 4-PORT 

FACEPLATE
- POSITION #4: GREEN CAT 6 JACKS AT EACH 4-PORT 
FACEPLATE.
FACEPLATES SHALL BE GRAY 4-PORT FLUSH MOUNT

3. NOT USED.

4. DEVICE TO BE LOCATED WITHIN HEADWALL SYSTEM.

5. DEVICE LOCATED WITHIN EQUIPMENT BOOM. COORDINATE
EXACT LOCATION WITH ARCHITECTURAL DRAWINGS AND
EQUIPMENT MANUFACTURER.

6. PROVIDE (4) CATEGORY 6 DATA CABLES WITHIN ROOM
BETWEEN THESE COMMUNICATIONS OUTLET LOCATIONS.
CABLES SHALL BE JACKED WITH:
- POSITION #1: WHITE CAT 6 JACKS AT EACH 4-PORT 
FACEPLATE.
- POSITION #2: BLUE CAT 6 JACKS AT EACH 4-PORT

FACEPLATE.
- POSITION #3: RED CAT 6 JACKS AT EACH 4-PORT 

FACEPLATE
- POSITION #4: GREEN CAT 6 JACKS AT EACH 4-PORT 
FACEPLATE.
FACEPLATES SHALL BE WHITE 4-PORT FLUSH MOUNT

7. PROVIDE CAT 6 CABLE AND ORANGE CAT 6 JACK WITH 1-
PORT FLUSH MOUNT FACEPLATE FOR THIS PATIENT MONITOR
OUTLET LOCATION MOUNTED HIGH ON WALL BEHIND PATIENT
MONITOR.

8. DEVICE TO BE LOCATED WITHIN FOOTWALL SYSTEM.

 1/4" = 1'-0"T300

2

ENLARGED PLAN - TYPICAL ICU ROOM WITH
BOOM - TECHNOLOGY

 1/4" = 1'-0"T300

4 ENLARGED PLAN - DATA ROOM B8073

NORTH

NORTH NORTH

Addendum 1 05/24/20131



HWM 2U

PP-A 48 2UJACK PP-A IDC 48 2U

HWM 2U

PP-A IDC 48 2U

PP-A IDC 48 2U

HWM 2U

PP-A 48 2UJACK

PP-A 48 2UJACK

PP-A 48 2UJACK

PP-A 48 2UJACK

PP-A 48 2UJACK

PP-A 48 2UJACK

HWM 4UHWM 4U HWM 4U

PP-A IDC 48 2U

HWM 2U

HWM 2U

OFTS LC 24 2U

2 POST 2 POST 2 POST

LOCATION:

TOTAL RACK UNITS:

___

___

OFTSOFTSOFTS X X X

HWM X

PP-X X X X

XAE

1

2

3

4

LOCATION:

TOTAL RACK UNITS:

8TH FLOOR TR

45

DATA B8073

LOCATION:

TOTAL RACK UNITS:

8TH FLOOR TR

45

DATA B8073

LOCATION:

TOTAL RACK UNITS:

8TH FLOOR TR

45

DATA B8073

A

KEYED NOTES -

ONE-LINE NOTES -

TELECOMMUNICATIONS ONE-LINE SYMBOLS

R3 R2 R1

1. WIRELESS ACCESS POINT.

2. RELOCATE EXISTING 150 PAIR CAT 3 COPPER BB TO TR B8073.

3. RELOCATE EXISTING 24 STRAND MM O.F. TO TR B8073.

4. FUTURE PPA OVERFLOW.

1. ALL ITEMS INDICATED BY A DARK SOLID LINE AS SHOWN BELOW

ARE NEW.

2. ALL ITEMS INDICATED BY A LIGHT DASHED LINE AS SHOWN BELOW

ARE EXISTING TO REMAIN.

3. ALL ITEMS INDICATED BY A DARK DASH-DOT-DASH LINE AS SHOWN

BELOW ARE EXISTING TO BE REMOVED.

4. ALL ITEMS INDICATED BY A LIGHT SOLID LINE AS SHOWN BELOW

ARE FUTURE.

2 RACK
4 RACK
SERVER CABINET

RACK/CABINET TYPE

SIZE: RACK UNITS (1.75")

CAPACITY: STRAND COUNT TOTAL

TERMINATION TYPE:

NAME: OPTICAL FIBER TERMINATION SHELF

FC
LC
SC
SMA
ST

SIZE: RACK UNITS (1.75")

HORIZONTAL WIRE MANAGEMENT

SIZE: RACK UNITS (1.75")

CAPACITY: STRAND COUNT TOTAL

TERMINATION TYPE:

NAME: PATCH PANEL

IDC - 110 IDC
JACK - JACK INSERT

A - ANGLED
S - STANDARD

SIZE: RACK UNITS (1.75")

ACTIVE ELECTRONICS

OWNER
ACTIVE
EQUIPMENT
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1. ALL DEVICES SHOWN MAY NOT APPLY TO ALL DOORS.
THE DEVICES INDICATED ARE TYPICAL DEVICES
REQUIRING WORK BY THIS ELECTRICAL CONTRACTOR.
THE EC SHALL REFERENCE THE ARCHITECTURAL DOOR
HARDWARE SCHEDULE AND SPECIFICATION FOR ALL
EQUIPMENT ASSOCIATED WITH EACH DOOR HARDWARE
GROUP.

2. ASSUME A SINGLE GANG JUNCTION BOX SHALL BE
FURNISHED BY THE EC FOR EACH DOOR HARDWARE
DEVICE FOR BIDDING.  THE EC SHALL COORDINATE
WITH THE GC AND DOOR HARDWARE VENDOR PRIOR
TO THE START OF DOOR HARDWARE ROUGH-IN WORK.
EC SHALL PROVIDE JUNCTION BOXES AS DEFINED IN THE
DOOR HARDWARE VENDOR'S WIRING DIAGRAM.

3. EC SHALL PROVIDE THE 120V CIRCUIT, BOXES AND
RACEWAYS FOR EACH TYPICAL DOOR TYPE AS SHOWN
ABOVE.  DOOR HARDWARE EQUIPMENT INSTALLATION
AND WIRING WILL BE BY OTHERS.

1. WIRE BACK TO NEAREST SYSTEMS CLOSET.

TYPICAL DOUBLE DOOR TYPE 1 TYPICAL SINGLE DOOR TYPE 2

DETAIL NOTES - KEYED NOTES -

TYPICAL SINGLE DOOR TYPE 3 TYPICAL DOUBLE DOOR TYPE 4

1/2"C.

STRUCTURE

CEILING

1/2"C. 1/2"C. 1/2"C.1/2"C.1/2"C.

STRUCTURE

CEILING

1/2"C. 1/2"C.1/2"C.

STRUCTURE

CEILING

1/2"C.

RM

EL EL

CR

DCDC

CR

DC

ES

DC

DCDCES

DCDC EL EL

RM

T1 T2 T3

CR CR

STRUCTURE

CEILING

1/2"C.

DC

DC

T4

DC

DC

1/2"C.

S S

S

S S

S S

S S S SS

SSSS

SSS

S

SS

S

S

D D D D

RM

S

1/2"C.

RM

S

1 1

TYPICAL DOUBLE DOOR TYPE 5

1/2"C.

STRUCTURE

CEILING

1/2"C. 1/2"C. 1/2"C.1/2"C.1/2"C.

RM

EL EL

CR

DCDC

DCDC

EL EL

RM

T5

CR

S S

S

S S

S

S

S

SS

S

S

D

11 1
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NOT TO SCALET500

1 ARCHITECTURAL DOOR HARDWARE INSTALLATION GUIDLINES



1/2"

1"
1"CAT6 CABLE

8LA-01

31 32 33 34 35 36 37 38 39 40 41 42 43 44 45 46 47 4826 27 28 29 3025

8LA-03

8LA-02

8LA-01

8LA-01

1/2"

242322212019181716151413121110987654321

FLOOR

LEFT RACK

PATCH PANEL

PORT

A

8LA-01

LABEL KEY

DETAIL NOTES -
1. EACH LABEL SHALL BE MECHANICALLY PRODUCED.

2. EACH LABEL SHALL CONTAIN A MINIMUM OF 6 DIGITS.
VERIFY SCHEME WITH OWNER.

3. THERE SHALL BE 4 LABELS FOR EACH WIRE INSTALLED:
TWO ON THE WIRE CABLE
ONE ON THE PATCH PANEL
ONE ON THE FACE PLATE

4. ALL NEW CAT6 VOICE AND DATA CABLES SHALL BE
TERMINATED.

V

D D

V

D

V

D

V V D D

V

D D

V V

D

V

WAP

PATIENT MONITOR 1D 1V1D 1V2D 2V2D 1V

W,1V

FURNITURE PLATE

2V2D

= BLANK INSERT

= VOICE JACK

= DATA JACK

DETAIL NOTES -

KEYED NOTES -

1. REFER TO HORIZONTAL CABLING SCHEDULE FOR
ADDITIONAL INFORMATION.

1. S.S. WALL PHONE PLATE

2. PLASTIC FACE PLATE COLOR IVORY.

3. FURNITURE PLATE MATCHING OWNER EQUIPMENT

4. 'F' CONNECTOR

5. SURFACE MOUNT WAP BOX ABOVE CEILING

6. 4-PORT FACEPLATE.

7. FACEPLATES SHALL ALLOW JACKS TO BE MOUNTED AT A 45
DEGREE DOWNWARD ANGLE PROVIDING BEND RADIUS
PROTECTION AND STRAIN RELIEF ON THE CABLES AND
CONNECTION POINTS.

5

2 2 2 2 2 2

213

4

T

D

66666

MAIN RUN BRANCH RUN

ALLOWABLE J-HOOK ARRANGEMENTS LVC TO SELECT AS CONSTRUCTION DICTATES

MAIN RUN WALL RUN

DETAIL NOTES -

KEYED NOTES -

1. J HOOK SHALL BE SIZED FOR CABLE SIZE AND LOAD.

2. SPACING BETWEEN J HOOKS 4 FEET ON CENTER.

3. INSTALL ADDITIONAL J HOOKS AS REQUIRED.

1. THIS HOOK IS DEDICATED FOR VOICE CABLING.

2. THIS HOOK IS DEDICATED FOR DATA CABLING.

3. THIS HOOK IS DEDICATED FOR TV CABLING.

4. PAGING, NURSE CALL, AND JEX

5. CONCRETE FLOOR

6. WORK AREA OUTLET (TYPICAL)

7. CONDUIT TO ABOVE LAY-IN CEILING

8. WALL SLEEVE

9. FLOOR ABOVE

10. HANGER SUPPORTED FROM STRUCTURE OF FLOOR
ABOVE - OR WALL

11. LAY-IN CEILING

12. J-HOOK (TYPICAL)

ATR SUPPORTWALL

SUPPORT

WASHER & NUTWASHER & NUT

4

2

3

1

3

4

1

2 1 2

5

6

7

8

9

1
1

12

10

.

.

.

BASKET TRAY
OBSTRUCTED

BASKET TRAY WITH CENTER TRAPEZE

DETAIL NOTES -

1. CENTER HUNG SUPPORT STRUT SHALL BE UTILIZED FOR
BASKET TRAY WITH STRAIGHT RUNS OR WHERE
HORIZONTAL BENDS ARE REQUIRED.

2. SIDE HUNG SUPPORT STRUTS SHALL BE UTILIZED FOR
BASKET TRAY WHERE ELEVATION CHANGES ARE REQUIRED
TO AVOID OBJECTS.

THREADED ROD

EMT SLEEVE PROTECTOR

THREADED ROD
(TYPICAL)
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1 TYPICAL CABLE IDENTIFICATION DETAIL
NOT TO SCALET501

2 TYPICAL SYSTEMS FACE PLATE DETAIL
NOT TO SCALET501

3 TYPICAL CABLE SUPPORTS

NOT TO SCALET501

4 TYPICAL BASKET TRAY SUPPORT
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